
APPENDIXJ 

DRINKING WATER A~ALYTICAL RESULTS 
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ANALYSIS OF WATER SAMPLES 

SUBMITTED BY 

ALLIED SIGNAL 

Market & Bermuda Sts. 
Bridge Street Entrance 

Philadelphia, Pa. 19137 

Prepared for Carolynn Epstein 

Prepared by 

MDS LABORATORIES 
4418 Pottsville Pike 
Reading, Pa. 19605 

Approved by 

.S.J/8 Powrilh· Pilu·. Rt'•ld/11:;, Pt'lliiJ_I'/mnia /'}605 C!/5) 92/-8833 
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~MDS ____ •su __ L_a_b_o_r_at_o_r_ie_s ______________ _ 

Empty 

Date 

Date 

Oates 

Dates 

Date 

Date 

Date 

LABORATORY CHRONICLE OF WATER SAMPLES 

SUBMITTED BY 

ALLIED SIGNAL 

containers sent to client - - - - - - January 

sampled - - - - - - - - - - - January 

samples received by HOS - - - - - - - January 

of sample prep. - - - - - - January 21 -
of sample analysis January 25 - February 

reported out - - - - - - - February 

report typed - - - - - - - February 

report approve~ - - - - - - - - - - - February 

15, 1993 

18, 1993 

18, 1993 

25, 1993 

2, 1993 

3, 1993 

4, 1993 

4, 1993 



t .. .: 
MDS 

· Laboratories 
LABORATORY REPORT 

INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING - -
• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP n678 
• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

f:r.i!!!§.t~ 

- Arsenic 0.050 mg/L -·. 

Barium 1. 00 mg/L 

Cadmium 0.010 mg/L 

Chromium 0.050 mg/L 

Lead 0.050 mg/L 

Mercury 0.002 mg/L 

Selenium 0.010 mg/L 

Silver 0.050 mg/L 

Copper 1.00 mg/L 

Nickel 0.1(1 rng/L 

Zinc 5.00 mg/L 

44111 POTTSVIU.E PIKE. READING, PeNNSVlJIANIA 11805 215-921-8833 ,~ 215-921·988'7 



--~-M_-n_s ________ ~~~LA~B~O=R~A~T_O_R~Y~R~E~P~O=R~T~~~ . s-- Laboratories INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING 
• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP n678 
• AIHA ACCREDITATION NO. 135 • PA DER 06-353 

>. 

QB§~~lg E~B~.t!sisB§ .t!t!~l.t!Y.t! gg~r.e.t11~.e~r bs~sb§ 

Benzene 0.005 rng/L 

.. C:arbc•t1 Tetrachlc•ride 0.005 rng/L ., 

1,2-Dichloroethane 0.005 mg/L 

: 
:'.t. 

o-Dichlorobenzene 0.6 mg/L 

~ 
' •' 

para-Dichlorobenzene 0.075 rng/L 
.. 
-- 1,1-Dichloroethylene 0.007 mg/L 

'"Zz cis-1,2-Dichloroethylene 0.07 mg/L 
--

trans-1,2-Dichloroethylene o. 10 mg/L 

Dichloromethane 0.005 rng/L 

1,2-Dichloropropane 0.005 mg/L 

Ethylb10-nZ10-ne 0.70 mg/ 1:-

Monochlorob10-nzene o. 10 mg/L 

Styr10-ne o. 10 mg/L 

Tetrachloroethylen10- 0.005 mg/L 

Toluene 1. 00 rng/L 

1,2,4-Trichlorobenz10-n10' 0.07 mg/L 

1,1,1-Trichloroethane 0.20 mg/L 

1,1,2-Trichloro10-than10- 0.005 · rog/L 

Trichloro10-thyl•ne 0.005 mg/L 

Vinyl C:hl c•r ide 0.002 mg/L 

Xylen10-s (tc•tal) 10.0 mg/L 

4418 POTTSVILlE PIKE. READING, PENNSYLiANIA 19e05 215-821-8833 FAX 215-821·9687 
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MDS LABORATORY REPORT 
Laboratories INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING ---- ----------------------~~~~~~~~~~----~~~~~~~~~~~~-

• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP n678 
• AIHA ACCREDITATION NO. 135 • PA DER 06-353 

CLIENT: Allied Signal, Inc. SAMPLE#: 93-0118-007 
Margaret & Bermuda Sts. SAMPLE DATE: 1-18-93 
Bridge Street entrance SAMPLE TIME: 0830 
Philadelphia, PA 19137 SAMPLED BY: RS 

RECEIVED BY: LR 
Attn: C. Epstein DATE ~ TIME RECEIVED: 01-18-93 1445 

PROJECT DESC:RIPTION:DW 0193A water fountain by human resources 
STATION dept. in main bldg. - drinking water 

Ee.Be!:1~I~8 
BOD 
Duplicate 
TOC 
Acidity 
Alkalinity 
Hardness 
pH 
Conductivity 
Specific Gravity 
Col c•r <Pt-Co) 
Odc•r CTON) 
Turbidity <NTU) 
Bromid.:.-
Chloride 
F"luorid.:.-
Iodid.:.-
F"r.:.-.:.- chlorine 
Cyanide, total 
Cyanide, free 
Ammonia nitrogen 
Nitrate nitrog.:.-n 
Nitrite ni trc•gen 
Kjeldahl nitrogen 
Organic nitrogen 
Phosphate, total 
Phosphate, ortho 
Silica as Si02 
Sulfate 
Sulfite 
Sulfide 
Total solids 
Dissolv.:.-d solids 
Suspended solids 
Volatile solids 
Settleable solids 
Grease 8c oil 
Duplicate 
Detergents 
Phenols 

Bs§Ybi§ EeBe!:15IsB 85§Ybi§ 
Aluminum 
Antimony 
Arsenic < 0.001 mg/L 
Barium < 0.10 mg/L 
Beryllium 
Cadmium HGA < 0.0005 rng/L 
Calcium 
Chromium, tot HGA 0.001 mg/L 
Chromium, h.:.-x. 
Copper < 0.0:2 mg/L 
Iron 
Lead HGA 0.003 mg/L 
Magnesium 
Manganese 
Mercury < 0.0002 mg/L 
Molybd.:.-num 
Nickel · < 0.04 mg/L 
Potassium 
Selenium < 0.002 mg/L 
Silver < 0.01 mg/L 
Silic•:m 
Sodium 
Thallium 
Tin 
Titanium 
Vanadium 
Zinc 0.010 mg/L 

OTHER PARAMETERS: 
Coliform 0 colonies/100 
Standard plate count 0.4 colonies/ml. 

Review.:.-d by:~-------------Craig R. Achenbach 
Laboratory Supervisor 

.. 111 POTTSVILLE PIKE, READING, PENNSYLVANIA 19805 21~921-81133 FAX 21~1-9687 
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MDS LABORATORY REPORT 
Laboratories INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING ---- ----------------------~~~~~~~~~~----~~~~~~~~~~~~-

• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP 77678 
• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

CLIENT: Allied Signal, Inc. SAMPLE#: 93-0118-007 
Margaret & Bermuda Sts. SAMPLE DATE: 1-18-93 
Bridge Street entrance SAMPLE TIME: 0830 
Philadelphia, PA 19137 SAMPLED BY: RS 

RECEIVED BY: LR 
Attn: C. Epst~in DATE & TIME RECEIVED: 01-18-93 1445 

PF~OJECT DESCRIPTION:DW 0193A water fountain by human resources 
STATION :dept. in main bldg. drinking water (duplicate) 

E!!1B.et!~I~8 
BOD 
DLtpl i cate 
TOC 
Acidity 
Alkalinity 
Hardness 
pH 
C:condLt•: t i vi t y 
Specific Gravity 
Cc•lor <Pt-Co) 
Odor (TON) 
Turbidity <NTU) 
Brornid~ 

Chlc•r id~ 
Fluorid~ 
1•::-di d~ 
Free. ch 1 c•r i nE.­
Cyanide, total 
CyanidE.-, frE.-e 
Ammonia nitrogen 
Nitrate nitrog~n 
Ni tr it~ ni trc•gen 
Kj~ldahl nitrogen 
Organic nitrogen 
Phosphate, total 
Phosphate, ortho 
Silica as Si02 
Sulfat~ 
Sulfite 
Sulfide 
Total solids 
Dissolved solids 
SuspendE.-d solids 
Volatile solids 
Settleable solids 
GreasE.- 8< oil 
DLiplicat~ 

Detergents 
Phenc•ls 

EeBet!~I~a 8~§Ybi§ 
Aluminum 
Antimony 
Arsenic < 0.001 mg/L 
Barium < 0.10 mg/L 
Beryllium 
Cadmium HGA < o.ooos mg/L 
Calcium 
Chromi-um, tot HGA 0.001 mg/L 
Chromi urn, hex. 
Copper < 0.02 mg/L 
Iron 
Lead HGA 0.003 mg/L 
Magnesium 
Man ganes~ 
Mercury < 0.0002 mg/L 
Molybd~num 

Nickel · < 0.04 mg/L 
Potassium 
Selenium < 0.002 mg/L 
Silver < 0.01 mg/L 
Silicon 
Sodium 
Thallium 
Tin 
Titanium 
Vanadium 
Zinc 0.015 mg/L 

OTHER .PARAMETERS: 

by•~----~----------Craig R. Achenbach 
Labo~atory Supervisor 

4418 PCm'SVIUE PIKE, READING, PENNSYL~ANIA 19805 215-921-8833 F~ 215-921·9687 
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MDS · LABORATORY REPORT 
Laboratories INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING 

• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP n678 
• AIHA ACCREDITATION NO. L35 • PA_OER .o6 353 CLIENT: Allied Signal, Inc. SAMPLE #: 93-0ilB-007 

Margar~t & B~rmuda Sts. SAMPLE DATE: 1-18-93 
Bridg~ Str~et entranc~ SAMPLE TIME: 0830 
Phil;delphia, PA '19137 SAMPLED BY: RS 

RECE I VED BY: LF.: 
Attn: C. Epstein DATE & TIME RECEIVED: 01-18-93 1445 

PROJECT DESCRIPTION:DW 0193A water fountain by human resources 
STATION :dept. in main bldg. drinking water (spike> 

.eeB.et!£IsE 
BOD 
Duplicat~ 

TOC 
Acidity 
Alkalinity 
Hardt1~ss 

pH 
Conductivity 
Sp~cific Gravity 
Cc•lor <Pt-Co) 
Odor <TON) 
Turbidity <NTU> 
Bromid~ 
Chlorid~ 

Fl UC•rid~ 
Iodide 
Free chlorine 
Cyanid~, total 
Cyanide, free­
Amrnc•ni a nitrogen 
Nitrate- nitrogen 
Nitrite nitrogen 
Kjeldahl nitrog~n 
Organic nitrogen 
Phosphate, total 
Phosphat~, ortho 
Silica as Si02 
Sulfate 
Sul fit~ 
Sulfide 
Tcotal sc•l ids 
Dissolved solids 
Suspended solids 
Vcolatil~ solids 
Settleable solids 
Gr~ase 8c oil 
DL1pl i cate 
Detergents 
Phenols 

Es§Ybi§ E:.eE.et!sisE 
Aluminum 
Antimony 
Arsenic 
Barium 
Beryllium 
Cadmium 
Calcium 
Chromium, total 
Chromium, h~x. 
Copper 
Iron 
Lead HGA 
Magnesi Lim 
Manganese 
Mercury 
Molybd~num 

Nickel . 
Potassiurn 
Selenium 
Silver 
Silicon 
Sodium 
Thalli urn 
Tin 
Titanium 
Vanadium 

Bs.§Ybi§ 

0.027 mg/L 
0.60 mg/L 

0.0023 mg/L 

0.0058 mg/L 

0.48 mg/L 

0.022 mg/L 

0.00206mg/L 

0.46 mg/L 

0.020 mg/L 
0.49 mg/L 

Zinc 0.520 mg/L 

OTHER PARAMETERS: 

Reviewed 

1 
4411 P01TSVIU.E PIKE, READING, PENNSYlVANIA 19805 21~921.a33 FAX 215-921·1MSS7 
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--~-~_a_·~-~_ra_t_on_·e_s.....:....._ __ ____;;I.;..:.ND=:....U::....:S:....:.TR~I~=L....;_;!:..:....~.::.;.;I=~~N~=:....T_Q_R_~=N..:..:~;..:.;;I~..:..:::;..;..N=~=:::..:.~..:.:.A...;.=L:....::TE~ST.:....:IN:..:.:G=--
• EPA/NVL.AP 1262 • NY DOH 10903 • NJ DEP n678 

CLIENT: 

• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

Allied Signal, Inc. 
Margaret ~ Bermuda Sts. 
Bridge Street entrance 
Philadelphia, PA 19137 

SAMPLE #: 93-0118-007 
SAMPLE DATE: 1-18-93 
SAMPLE TIME: 0830 

SAMPLED BY: RS 
RECEIVED BY: LR 

Attn: C. Epstein DATE & TIME RECEIVED: 01-18-93 1445 
PROJECT DESCRIPTION:DW 0193A water fountain by human resources 
STATION : dept. in main bldg. - drinking water 

~Qbeiib~ g~@et:~IQ gQ!jE:Q!:!~Q§ !t:l ~ers~=sE~ §~~:..6 

E:~Betlsis~ Bs!2!:!bi 
1. Dichlorodifluoromethane < 1.00 ug/L 
2. Chloromethane < 1.00 ug/L 
3. Vinyl chloride < 1.00 ug/L 
4. Bromomethane < 1.00 ug/L 
s. Chloroethane < 1.00 ug/L 
6. Trichlorofluoromethane < 1. 00 ug/L 
7. 1,1-Dichloroethene < 1. (H) ug/L 
8. Methylene chlc•ride < 1. 00 ug/L 
9. trans-1,2-Dichloroethene < 1.00 ug/L 

10. 1,1-Dichloroethane < 1. 00 ug/L 
11. 2,2-Dichloropropane < 1. (H) ug/L 
12. cis-1,2-Dichloroethene < 1.00 ug/L 
13. Chloroform 21.9 ug/L 
14. Bromochloromethane < 1. 0(1 ug/L 
15. 1,1,1-Trichloroethane < 1.00 ug/L 
16. 1,1-Dichlo~opropene < 1.00 ug/L 
17. Carbon tetrachloride < 1.00 ug/L 
18. 1,2-Dichloroetbane < 1.00 ug/L 
19. Benzene < 1.00 ug/L 
20. Trichloroethene < 1. 00 ug/L 
21. 1,2-Dichloropropane < 1.00 ug/L 
22. Bromodichloromethane < 1.00 ug/L 
23. Di bromc•rnethane < 1.00 ug/L 
24. cis-1,3-Dichloropropene < 1.00 ug/L 
25. Toluene < 1.00 ug/L 
26. trans-1,3-Dichloropropene < 1.00 ug/L 
27. 1,1,2-Trichloroethane < 1.00 ug/L 
28. 1,3-Dichloropropane < 1.00 ug/L 
29. Tetrachloroethene < 1.00 ug/L 
30. Dibromochloromethane < 1. 00 ug/L · 
31. 1,2-Dibromoethane < 1. 00 ug/L 
32. Chlorobenzene < 1.0Q ug/L 
33. 1,1,1,2-Tetrachloroethane < 1. 00 ug/L 
34. Ethyl benzene < 1.00 ug/L 
35. m-Xylene < 1. 00 ug/L 
36. p-Xylene < 1.00 ug/L 
37. o-Xylene < 1.00 ug/L 

4418 POTTSVILLE PIKE. READING, PENNSYltANIA 19605 215-921-8833 FAX 215-921·9887 
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--~-~-a_·~-~_ra_t_on_·e_s ___ ___;;I,;..:.ND::;_U;;;..:S:...:.TR..:....:..:.::.I~=L..;.;:~~.::.:I=~:....:.:N~::;_T_Q_R_~=N..:..:~~I;..:..:::....:..N;:.;.:,~=~::...:.N~..:..:.A..:.::L:.....::TE-=..:::...ST:....:.:IN:....:..G=--
• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP 77678 

CLIENT: 

• AIHA ACCREDITATION NO. 135 • PA OER 06·353 

Allied Signal, Inc. 
Margaret & Bermuda Sts. 
Bridge Street entrance 
Philadelphia, PA 19137 

SAMPLE #: 93-o11B-007 
SAMPLE DATE: 1-18-93 
SAMPLE TIME: 0830 

SAMPLED BY: RS 
RECEIVED BY: LR 

Attn: C. Epst~in DATE & TIME RECEIVED: 01-18-93 1445 
PROJECT DESCRIPTION:DW 0193A water fountain by human resources 
STATION dept. in main bldg. - drinking water 

~Qbei!bg QR§et!f!Q QQt!E:Qblt:fQ§ !t!l ~ersR==see ~~~~~ 

ee~et~sisR 85!2blbi 

38. Styrene < 1. 00 ug/L 
39. I soprc•pyl benzene < 1. 00 ug/L 
40. Bromoform < 1. 00 ug/L 
41. 1,1,2,2-Tetrachloro~thane < 1. 00 ug/L 
42. 1,2,3-Trichloropropane < 1. 00 ug/L 
43. n-Prc•pyl benzene < 1.00 ug/L 
44. Bromobenzene < 1. 00 ug/L 
45. 1~3,5-Trimethylbenzene < 1 • (1(1 ug/L 
46. 2-Chlorotoluene < 1.00 ug/L 
47. 4-Chlorotoluene / ., 1. 00 ug/L 
48. tert-Butylbenzene < 1.00 ug/L 
49. 1,2,4-Trimethylbenzene < 1. 00 ug/L 
so. sec-Butylb~nzene < 1.00 ug/L 
51. p-Isopropyltoluene < 1. 00 ug/L 
52. 1,3-Dichlorobenzene < 1. 00 ug/L 
53. 1,4-Dichlorobenzene < 1.00 ug/L 
54. n-Butylbenzene < 1. 00 ug/L 
55. 1,2-Dichlorobenzene < 1. 00 ug/L 
56. 1,2-Dibromo-3-Chloropropane < 1. 00 ug/L 
57. 1,2,4-Trichlorobenzene < 1.00 ug/L 
58. Hexachlorobutadiene < 1.00 ug/L 
59. Naphthalene < 1.00 ug/L 
60. 1,2,3-Trichlorobenzene < 1.00 ·ug/L 

Internal Standards 

1-Chloro-2-fluorobenzene 

Reviewed by:~~-~--------------Craig R. Achenbach 
Laboratory Supervisor 

4418 POTTSVIU.E PIKE, READING, PENNSYL~ANIA 19e05 215-921-8833 FAX 215-921-9887 
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--~-~-a_·~-~_ra_t_on_·e_s ___ __:.I.:..;;.ND~U;;:...;S;;,_;;,T..;..;;R.;,;_I~;.=L...;...;~...;...;y~.;;_I...;;;.~.;..;.;N~~T-O_R_Y~EN...:..:~...:.;;I:_;;_;;:;;_;_N;;.;..;;~-=~;.::..:.~..:..:.A-=L:;_:T-=E~ST.:..;;.IN:...:..G=---
• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP 77678 
• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

CLIENT: Allied Signal, Inc. 
Margaret & Bermuda Sts. 
Bridge Street entranc~ 
Philadelphia, PA 19137 

SAMPLE #: 93-0118-007 
SAMPLE DATE: 1-18-93 
SAMPLE TIME: 0830 

SAMPLED BY: RS 
RECEIVED BY: LR 

Attn: C. Epst~in DATE & TIME RECEIVED: 01-18-93 1445 
PROJECT DESCRIPTION:DW 0193A water fountain by human resource-s 
STATION :dept. in main bldg. - drinking water <dulpicate> 

1. Dichlorodifluoromethane 
2. Chloromethane 
3. Vinyl chloride 
4. Br c•rnomet hane 
S. Chloroethan"" 
6. Trichlorofluorom""thane 
7. 1,1-Dichloroethene 
B. M""thylene chloride ' 
9. trans-1,2-Dichloro""th""n"" 

10. 1,1-Dichloroethan"" 
11. 2,2-Dichloropropane 
12. cis-1,2-Dichloro""thene 
13. Chloroform 
14. Bromochloromethan"" 
15. 1,1,1-Trichloroethan"" 
16. 1,1-Dichloroprop""ne 
17. Carbon tetrachlorid"" 
18. 1,2-Dichloroethane 
19. B""m:ene 

·20. Trichloro""thene 
21. 
22. 
23. 
24. 
25. 
26. 
27. 
28. 
29. 

1,2-Dichloropropane 
Bromodichlorom""than"" 
Di br c•momet han'"' 
cis-1,3-Dichloropropene 
Toluene 
trans-1,3-Dichloropropene 
1,1,2-Trichloroethane 
1,3-Dichloropropane 
Tetrachloroethene 

30. Dibromochloromethane 
31. 1,2-Dibromoethane 
32. Chlorobenzene 
33. 1,1,1,2-Tetrachloroethane 
34. Ethylb""nzen"" 
35. m-Xylene 
36. p-Xylene 
37. o-Xylene 

< 1. 00 
< 1. 00 
< 1. 00 
< 1.00 
< 1.00 
< 1.00 
< 1.00 
< 1. 00 
< 1.00 
< 1.00 
< 1.00 
< 1. 00 

33.4 
< 1. 00 
< 1. 00 
< 1. 00 
< 1. 00 
< 1. 00 
< 1.00 
< 1. 00 
< 1.00 
< 1.00 
< 1.00 
< 1. 00 
< 1.00 
< 1. 00 
< 1.00 
< 1.00 
< 1. 0.0 
< 1.00 
< 1.00 
< 1.0Q 
< 1.00 
< 1. 00 
< 1. 00 
< 1.00 
< 1.00 

4411 POTTSVILLE PIKE. READING, PeNNSYltANIA 19805 215-921-8133 FAX 215-921·9867 

ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 



--~-tt_a_·~-~_ra_t_on_·e_s _ _ _ __;,I,;..;.ND;;;....U;;;,..;S;._T_R_I':'_L_!_~-I-~-N~....;...T_Q_R_~;;;;.;;N..;_;~-=I~..;_;:;_;_N.=~.;..;;;:,;..;.N!,;..;.A..;.::L;_:T.=E-=-ST.:....:..:IN:..:..G~ 
• EPA/NVLAP 1262 • NY DOH 10903 • NJ DEP n678 
• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

-oil...:. ; 

CLIENT: Allied Signal, Inc. SAMPLE #: 93-0118-007 
~: Margaret & Bermuda Sts. SAMPLE DATE: 1-18-93 
@ Bridge Street entrance SAMPLE TIME: 0830 

Philadelphia, PA 19137 SAMPLED BY.: F~S 
F RECEIVED BY: LR 

Attn: C. Epstein DATE & TIME RECEIVED: 01-18-93 1445 
PROJECT DESCRIPTION:DW 0193A water fountain by human resources 

_ STATION :dept. in main bldg. - drinking water duplicate 

~Qb6Ilbs QB§6t:UQ QQt!E:Q!:!~Q§ l~ kl6IsB==sE6 §~1!..6 

.. 

.-. E6B6t!s!sB Bs§!:!bi . . 

. - 38 • Styrene- < 1.00 ug/L 
39. Isopropyl benzene < 1.00 ug/L z-:• 

:, '.: 40. Bromoform < 1.00 ug/L •·. t 
41. 1,1,2,2-Tetrachloroethane < 1.00 ug/L 
42. 1,2,3-Trichloropropane < 1.00 ug/L 
43 • n-Propylbenzene < 1.00 ug/L .. 
44. Bromobe-nzene < 1.00 ug/L 
45. 1,3,5-Trime-thylbe-nzene < 1. 00 ug/L 
46. 2-Chlorotoluene < 1.00 ug/L 
47. 4-Chl orotc•l uene < 1.00 ug/L 
48. tert-Butylbenzene- < 1.00 ug/L 
49. 1,2,4-Trimethylbenzene < 1. 00 ug/L 
50. sec-Butyl benzene < 1.00 ug/L 
51. p-Isopropyltoluene < 1.00 ug/L 
52. 1,3-Dichlorobenzene < 1. 00 ug/L 
53. 1,4-Dichlorobe~zene < 1.00 ug/L 
54. n-Butylbenzene < 1.00 ug/L 
55. 1,2-Dichlorobenzene < 1. 00 ug/L 
56. 1,2-Dibromo-3-Chloropropane < 1. C)O ug/L 
57. 1,2,4-Trichlorobenzene < 1.00 ug/L 
58. Hexachlorobutadiene < 1.00 ug/L 
59. Naphthalene < 1. 00 ug/L 
60. 1,2,3-Trichlorobenzene- < 1. 0(1 ug/L 

Internal Standards 

1-Chloro-2-fluorobenzene 

Reviewed 

4411 POTTSVILLE PIKE, READING, PENNSYL~ANIA 19805 21~121-6833 FAX 21~1-9887 
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--~-~_a_·~-~_ra_t_on_·e_s _ __ ____;;I.;;..;;.N;;;...DU;;;.,;S;;;..;;T...;..;R.;.;_I't=L....;.,;!;_;_~..;;,;..I=~.:....;,;N~;;::;..J_O_R_Y=EN....;.,;~;,..;.;I~...;..;:;_;_N.;.;_~-=:;.;.;;.~...;..;A=L:......:TE~ST.;;..;;.IN=-=-G=---
• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP 77678 
• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

CLIENT: Allied Signal, Inc. 
Margaret ~ Bermuda Sts. 
Bridge Street entrance . 
Philadelphia, PA 19137 

SAMPLE #: 93-0118-007 
SAMPLE DATE: 1-18-93 
SAMPLE TIME: 0830 

SAMPLED BY: RS 
RECEIVED BY: LR 

Attn: C. Epstein DATE ~ TIME RECEIVED: 01-18-93 1445 
PROJECT DESC:RIPTION:DW 0193A wate-r fountain by human resources 
STATION :dept. in main bldg. - drinking water (spiked) 

e~ebYI!~§ §E!~~Q B~§Ybi§ 8~QQ~~BY 

1. 1,1-Dichloroethene 76. 1 ug/L 101 
2. Benzene 79.3 ug/L 106 

Y. 
Y. 

3. Trichloroethene 66.9 ug/L 8'3 Y. 
4. Toluene 63.9 ug/L 85 Y. 
5 • C:h 1 c•r obenz ene 102.0 ug/L 136 Y. 

._.18 POTTSVILlE PIKE. READING. Pe:NNS'ILtANIA 19805 215-921-8833 FAX 215-921-9887 
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MDS . · LABORATORY REPORT 
Laboratories INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING 

• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP n678 
• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

CLIENT: Allied Signal, Inc. SAMPLE #: 93-0118-007 
Margar~t ~ B~rmuda Sts. SAMPLE DATE: 1-18-93 
Bridge Street entrance SAMPLE TIME: 0830 
Philad~lphia, PA 19137 SAMPLED BY: RS 

RECEIVED BY: LR 
Attn: C. Epstein DATE & TIME RECEIVED: 01-18-93 1445 

PROJECT DESCRIPTION:DW 0193A water fountain by human resources 
STATION :dept. in main bldg. - drinking water 

SEMI-VOLATILE ORGANIC COMPOUNDS -- EPA METHOD 525 

E:eBettsisB Bs§~bi§ 

1. N-Nitrosodimethylamine < 5.00 ug/L 
2. Phenc•l < 5.00 ug/L 
3. bis(2-Chloroethyllether < 5.00 ug/L 
4. 2-Chlorophenol < 5.00 ug/L 
5. 1,3-Dichlorobenzene < 5.00 ug/L 
6. 1,4-Dichlorobenzene < 5.00 ug/L 
7. 1,2-Dichlorobenzene < 5.00 ug/L 
a. bisC2-Chloroisopropyl)ether < 5.00 ug/L 
9. N-Nitroso-Di-n-propylamine < 5.00 ug/L 

10. Hexachloroethane < 5.00 ug/L 
11. Nitrobenzene < 5.00 ug/L 
12. Isophorone . < 5.00 ug/L 
13. 2-Nitrophenol < 5.00 ug/L 
14. 2,4-Dimethylphenol < 5.00 ug/L 
15. bis(2-Chloroethoxy)methane < 5.00 ug/L 
16. 2,4-Dichlorophenol < 5.00 ug/L 
17. 1,2,4-Trichlorobenzene < 5.00 ug/L 
18. Napthalene < 5.00 ug/L 
19. Hexachlorobutaaiene < 5.00 ug/L 
20. 4-Chloro-3-methylphenol < 5.00 ug/L 
21. Hexachlorocyclopentadiene < 5.00 ug/L 
22. 2,4,6-Trichlorophenol < 5.00 ug/L 

4411 POi"rsviUE PIKE. READING, PENNSYL~ANIA 18105 215-821-1133 FAX 21~121·9887 
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• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP 77678 
• AIHA ACCREDITATION NO. 135 • PA DER 06-353 

CLIENT: Allied Signal, Inc. SAMPLE #: 93-0118-007 
Margaret & Bermuda Sts. 
Bridge Street entrance 
Philadelphia, PA 19137 

Attn: C. Epstein DATE & 

SAMPLE DATE: 
SAMPLE TIME: 

SAMPLED BY: 
RECEIVED BY: 

TIME RECEIVED: 

1-18-93 
0830 
RS 
LR 
01-18-93 1445 

PROJECT DESCRIPTION:DW 0193A water fountain by human resources 
STATION :dept. in main bldg. - drinking water 

SEMI-VOLATILE ORGANIC COMPOUNDS EPA METHOD 525 

E:~B:~tlsisB: Bs§Ybi§ 
. 23. 2-Chloronaphthalene < 5.00 ug/L 
24. Dimethyl phthalate < 5.00 ug/L 
25. AcenaphthylenE- < 5.00 ug/L 
26. 2,6-Dinitrotoluene < 5.00 ug/L 
27. Ac enapht hEme < 5.00 ug/L 
28. 2,4-Dinitrophenol < 5.00 ug/L 
29. 4-Nitrophenol < 5.00 ug/L 
30. 2,4-Dinitrotoluene < 5.00 ug/L 
31. Diethylphthalate < s.oo ug/L 
32. 4-Chlorophenyl-phenylether < s.oo ug/L 
33. F'luorene < 5.00 ug/L 
34. 4,6-Dinitro-2-methylphenol < s.oo ug/L 
35. N-Nitrosodiphenylamine < 5.00 ug/L 
36. 4-Bromophenyl-phenylether < s.oo ug/L 
37. Hexachlorobenzene < s.oo ug/L 
38. Pentachlorophenol < s.oo ug/L 
39. Phenanthrene < 5.00 ug/L 
40. Anthracene < 5.00 ug/L 
41. Di-n-butylphthalate < s.oo ug/L 
42. F'luoranthene < s.oo ug/L 
43. Benzidine < 5.00 ug/L 
44. Pyrene < s.oo ug/L 
45. Butyl benzyl phthalate < s.oo ug/L 
46. 3,3'-Dichlorobenzidine < s.oo ug/L 
47. Benzo(a)anthracene < 5.00 ug/L 
48. Chrysene < 5.00 ug/L 
49. bis-(2-Ethylhexyl)phthalate < 5.00 ug/L 

4 
4411 POTTSVILLE PIKE. READING, PENNSYLVANIA 19805 215-921-8133 FAX 215-821·8887 
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--~-r_a_·~-~_ra_t_on_·e_s ___ _..:.I.:...:..ND=--U::....:S:....:.TR~I';;'=L~!~~=I=:.:..;_~=--T-Q_R_~=N~~~~!..:..;;::....:..N:..;.;.~=~:.:..:.N~..:..:.A-=L:.....:T...:::E..::....ST.:...:.IN:....:..G;::__ 
• EPA/NVLAP 1262 • NV DOH 10903 • NJ DEP n678 

CLIENT: 

• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

Allied Signal, Inc. 
Margar~t & B~rmuda Sts. 
Bridge Street entrance 
Philadelphia, PA 19137 

SAMPLE #: 93-0118-007 
SAMPLE DATE: 1-18-93 
SAMPLE TIME: 0830 

SAMPLED BY: RS 
RECEIVED BY: LR 

Attn: C. Epst~in DATE ~ TIME RECEIVED: 01-18-93 1445 
PROJECT DESCRIPTION:DW 0193A water fountain by human r•sources 
STATION :dept. in main bldg. - drinking water 

SEMI-VOLATILE ORGANIC COMPOUNDS -- EPA METHOD 525 

Ef!Bf!t!~IsB Bs.§Yb!.§ 

50. Di-n-octylphthalate < 5.00 ug/L 
51. Benzo(b)fluoranthene < 5.00 ug/L 
52. Benzo(k)fluoranthene < 5.00 ug/L 
53. Benzo(a)pyrene < 5.00 ug/L 
54. Indeno<1,2,3-cd)pyrene < 5.00 ug/L 
55. Dibenzo<a,h)anthracene < 5.00 ug/L 
56. Benzo<g,h,i)perylene < 5.00 ug/L 

§YBBQ§ais §e.I~s ~Qt!E:Q!::!~Q§ ~ BSQQ~sBt 

1. 2-F'luoroph~nol 59.0 .... , 
•• Phenol-d6 · 43.0 
3. Nitrobenzene-:-d5 56.0 
4. 2-F'luorobiphenyl 78.0 
5. 2,4,6-Tribromophenol 58.0 
6. Terphenyl-d14 95.0 

Reviewed by:~--------------- -· craig R. Achenbach 
Laboratory Supervisor 

4411 POTTSVILLE PIKE. READING. PENNSYl4ANIA 19805 215-921-8833 FAX 215-921·8687 
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• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP n&78 
• AIHA ACCREDITATION NO. ~5 #•:PA..OER.06·353_

007 CLIENT: Allied Signal, Inc. SAMPLE 93-QllB 
Margar~t ~ B~rmuda Sts. SAMPLE DATE: 1-18-93 
Bridg~ Str~~t ~ntranc~ SAMPLE TIME: 0830 
Philadelph1a, PA 19137 SAMPLED BY: RS 

RECEIVED BY: LR 
Attn: C. Epst~in DATE & TIME RECEIVED: 01-18-93 1445 

PROJECT DESCRIPTION:DW 0193A wAter fountain by human resources 
STATION :dept. in main bldg. - drinking water <duplicate> 

SEMI-VOLATILE ORGANIC COMPOUNDS -- EPA METHOD 525 

eeBettsisB BsaYbia 
1. N-Nitrosodimethylamin~ < 5.00 ug/L 
..... , 
4• Phenol < 5.00 ug/L 
3. bis<2-Chloroethyl)ether < 5.00 ug/L 
4. 2-Chl orc•phenol < 5.00 ug/L 
5. 1,3-Dichlorobenzene < 5.00 ug/L 
6. 1,4-Dichlorobenz~ne < 5.00 ug/L 
7. 1,2-Dichlorob~nzene < 5.00 ug/L 
8. bis<2-Chloroisopropyl>ether < 5.00 ug/L 
9. N-Nitroso-Di-n-prop~lamine < 5.00 ug/L 

10. Hexachloroethane < 5.00 ug/L 
11. Ni trobenzetle < s.oo ug/L 
1 ..... , 
-'• Isophorone . < 5.00 ug/L 

13. 2-Nitrophenol < 5.00 ug/L 
14. 2,4-Dimethylphenol < 5.00 ug/L 
15. bis(2-Chloro~thoxy>m~thane < 5.00 ug/L 
16. 2,4-Dichlorophenol < 5.00 ug/L 
17. 1,2,4-Trichlorobenzene < 5.00 ug/L 
18. Napthalene < 5.00 ug/L 
19. Hexachlorobutadiene < 5.00 ug/L 
20. 4-Chloro-3-methylphenol < 5.00 ug/L 
21. H~xachlorocyclopentadiene < 5.00 ug/L 
22. 2,4,6~Trichlorophenol < 5.00 ug/L 

1 
4411 POTTSVIUE PIKE. READING, PENNSYLVANIA 19e05 215-921-8133 FAX 215-8:21-9887 
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MDS LABORATORY REPORT 
Laboratories INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING ---- ----------------------~~~~~~~~~----~~~~~~~~~~~=--

• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP n678 
• AIHA ACCREDITATION NO. 135 • PA DER 06-353 

CLIENT: Allied Signal, Inc. 
Margaret L B~rmuda Sts. 
Bridge Street ~ntrance 
Philadelphia, PA 19137 

SAMPLE #: 93-ollS-007 
SAMPLE DATE: 1-18-93 
SAMPLE TIME: 0830 

SAMPLED BY: RS 
RECEIVED BY: LR 

Attn: C. Epst~in DATE & TIME RECEIVED: 01-18-93 1445 
PROJECT DESCRIPTION:DW 0193A water fountain by human resources 
STATION :dept. in main bldg. - drinking water (duplicate) 

SEMI-VOLATILE ORGANIC COMPOUNDS 

23. 2-Chloronaphthalene 
. 24. Dimethylphthalate 
25. Acenaphthylene 
26. 2,6-Dinitrotoluene 
27. Acenaphthene 
28. 2,4-Dinitrophenol 
29. 4-Nitrophenol 
30. 2,4-Dinitrotolu~ne 
31. Diethylphthalate 
32. 4-Chlorophenyl-phenylether 
33. rluoreone 
34. 4,6-Dinitro-2-methylph~nol 
35. N-Nitrosodiphenylamine 
36. 4-Bromophenyl-phenylether 
37. Hexachlorobenzene 
38. Pentachlorophenol 
39. Phenanthrene 
40. Anthracene 
41. Di-n-butylphthalate 
42. rluoranth~ne 
43. Benzidine 
44. Pyrene 
45. Butylbenzylphthalate 
46. 3,3'-Dichlorobenzidine 
47. Benzo(a)anthracene 
48. Chrysene 
49. bis-<2-Ethylhexyl)phthalat~ 

2 

EPA METHOD 525 

< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 

s.oo 
5.00 
5.00 
5.00 
s.oo 
s.oo 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 

ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 

44tl POTTSVILl.E PIKE, AEADINQ, PeNNSYLVANIA 19805 215-921-8833 FAX 215-921-IMI87 
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MDS 
Laboratories 

LABORATORY REPORT 
INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING 

• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP 77678 
• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

CLIENT: Allied Signal, Inc. SAMPLE #: 93-o1tB-007 
MargaYeot & Be-Yrnuda Sts. SAMPLE DATE: 1-18-93 
BYidgeo StYeoeot e-ntrance- SAMPLE TIME: 0830 
Philade-lphia, PA 19137 SAMPLED BY: RS 

RECEIVED BY: LR 
Attn: c. Epstein DATE 8< TIME RECEIVED: 01-18-93 1445 

PROJECT DESCRIPTION:DW 0193A water fountain by human resources 
STATION :dept. in main bldg. - drinking water (duplicate) 

SEMI-VOLATILE ORGANIC COMPOUNDS -- EPA METHOD 525 

50. 
51. 
5'"• ""'"" 53. 
54. 
55. 
56. 

1. 
:2. 
3. 
4. 
5. 
6. 

e.eB.et!sisB 
Di-n-octylphthalate 
Benzo(b)fluorantheone 
Beonzo(k)fluoranthene 
Beonzo(a)pyrene-
Indeono<1,2,3-cd)pyreoneo 
Dibeonzo<a,h)anthracene 
Beonzo(g,h,i)peorylene 

§'=!BBQ§eis aE!~s ~QttEQY~Q§ 
2-F'luorophe-nol 
Pheonol-d6 
Nitrobeonzene-d5 
2-F'luorobiphenyl 
2,4,6-Tribromophenol 
Terphenyl-d14 · 

3 

BsEYbi§ 

< 5.00 ug/L 
< 5.00 ug/L 
< 5.00 ug/L 
< 5.00 ug/L 
< 5.00 ug/L 
< 5.00 ug/L 
< 5.00 ug/L 

~ E..S~Q~sBY 

58.0 
43.0 
63.0 
79.0 
61.0 

124.0 

Reviewed by:tiJ _____________ -
Craig R. Achenbach 
Laboratory Supe-rvisor 

4411 POnSVIUE PIKE. ReADING, PENNSYLVANIA 188015 215-821-1833 FAX 215-921·1H187 
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MDS · LABORATORY REPORT 
Laboratories INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING 

• EPAINVLAP 1262 • NV DOH 10903 • NJ DEP n678 
• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

CLIENT: Allied Signal, Inc. SAMPLE #: 93-o118-007 
Margar~t ~ B~rmuda Sts. SAMPLE DATE: 1-18-93 
Bridge Street ent~ance SAMPLE TIME: 0830 
Philadelphia, PA 19137 SAMPLED BY: RS 

RECEIVED BY: LR 
Attn: C. Epst~in DATE & TIME RECEIVED: 01-18-93 1445 

PROJECT DESCRIPTION:DW 0193A water fountain by human resources 
STATION :dept. in mAin bldg. - drinking water <spike) 

SEMI-VOLATILE ORGANIC COMPOUNDS -- EPA METHOD 525 

~~ebYI!~§ §E!~tiQ 

1. Phenol 
2. 2-Chlorophenol 
3. 1,4-Dichlorobenzene 
4. n-Nitroso-di-n-propylamine 
5. 1,2,4-Trichlorobenzene 
6. 4-Chloro-3-methylphenol 
7. Acenaphthene 
a. 2,4-Dinitrotoluene 
9. Pentachlorophenol 

10. Di-n-butyl phthalat~ 
11. Pyrene 

§YBBQ§~!s §E!tss !;;Qt!EQY~Q§ 

1. 2-Fluorophenol 
2. Phenol-d6 
3. Nitrobenzene-d5 
4. 2-Fluorobiphenyl 
5. 2,4,6-Tribromophenol 
6. Terphenyl-d14 

Bti§!:!bi§ B~~Q~~BY 

117.0 ug/L 58 'Y. 
190.0 ug/L 95 'X. 
130.0 ug/L 65 'X. 
147.0 ug/L 73 'X. 
149.0 ug/L 75 'X. 
240.0 ug/L 120 'X. 
19:2.0 ug/L '36 'X. 
119.0 ug/L 60 'X. 
61.2 ug/L 31 'Y. 

203.0 ug/L 101 'X. 
249.0 ug/L 125 'Y. 

~ Bs~Q~sBY 

72.0 
61.0 
55.0 
76.0 

151.0 
107.0 

Bs§Y.b! 

Reviewed by:~--------------­Craig R. Achenbach 
Laboratory Supervisor 

4411 POnSVILJ.E PIKE, READING, PENNSV\.tANIA HMOS 215-921-8133 FAX 215-821·9887 
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MDS LABORATORY REPORT 
Laboratories INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING ---- ----~~~~--------~~~~~~~~~~----~~~~~~~~~~~ 

• EPA/NVLAP 1262 • NY DOH 10903 • NJ DEP 77678 
• AIHA ACCREDITATION NO. 135 • PA DER 06-353 

CLIENT: Alli~d Signal, Inc. SAMPLE#: 93-0118-007 
Margar~t ~ B~rmuda Sts. SAMPLE DATE: 1-18-93 
Bridg~ Str~~t ~ntranc~ SAMPLE TIME: 0830 
Philad~lphia, PA 19137 SAMPLED BY: RS 

RECEIVED BY: LF.: 
Attn: C. Epst~in DATE & TIME RECEIVED: 01-18-93 1445 

PROJECT DESCRIPTION:DW 0193A water fountain by Human R~sourc~s D~pt. 
STATION :in main bldg. -drinking water 

E:~B.~t!~I~B 

ARSENIC 

DUPLICATE 
B~§!:!bi§ 

SPIKE 
e!2!2 

SPIKE 
REC 

< 0.001 < ·O. 001 O'Y. o. 025 . 108'Y. 

BARIUM < o. 10 < o. 10 O'Y. 0.50 120% 

CADMIUM < 0.0005 < 0.0005 O'Y. 0.0025 92'Y. 

CHROMIUM 0.001 0.001 O'Y. 0.005 '37% 

COPPER < 0.02 < 0.02 O'Y. 0.50 '36% 

LEAD 0.003 0.003 O'Y. 0.025 88'Y. 

MEF~CURY < 0.0002 < 0.0002 0.002 103'Y. 

NICt<EL < 0.04 < 0.04 O'Y. 92% 

SELENIUM < 0.002 < 0.002 O'Y. BO'Y. 

SILVER < 0.01 < 0.01 0% '38'Y. 

ZINC 0.010 0.015 40'Y. 0.50 102% 

R~view~d 

4411 POTTSVIUE PIKE, READING, PeNNSYlYANIA 1980!5 215-921-8833 FAX 215-921-9887 
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• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP n678 
• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

CLIENT: Allie-d Signal, Inc. SAMPLE#: 93-ollS-008 
Margar~t ~ B~rmuda Sts. SAMPLE DATE: 1-18-93 
Bridg~ Str~~t ~ntranc~ SAMPLE TIME: 0830 
Philad~lphia, PA 19137 SAMPLED BY: RS 

RECEIVED BY: LR 
Attn: C. Epst~in DATE & TIME RECEIVED: 01-18-93 1445 

PROJECT DESCRIPTION:DW 01938 wate-r fountain by main bldg. 2nd Fl. 
STATION :Drinking wat•r 

E~E~Jj£I£E 
BOD 
Duplicat~ 

TOC 
Acidity 
Alkalinity 
H.ardn~ss 
pH 
Cc•nduct i vi ty 
Sp~cific Gravity 
Color (Pt-Co) 
Odor (TON) 
Turbidity (NTU) 
Bromid• 
Chlorid~ 

Fluorid~ 

Iodid~ 

Fr~~ chlorin~ 
Cyanid~, total 
Cyanid~, fr~~ 

Ammonia nitrog~n 
Nitrat~ nitrog~n 
Nitrit~ nitrog~n 

Kj~ldahl nitrog~n 
Organic nitrog~n 
Phosphat~, total 
Phosphat~, ortho 
Silica as Si02 
Sulfat~ 

Sulfit~ 
Sulfid~ 
Total solids 
Dissolv~d solids 
Susp•nd•d solids 
Volatile solids 
Settl~able solids 
Gr ~as~ 8c oi 1 
Duplicat~ 

D~tergents 

Ph~nols 

Es3Ybi§ E~E~t!sisE E£3!:Jb!3 
Al urrdnurn 
Antimony 
Arsenic < 0.001 mg/L 
Barium < 0.10 mg/L 
Beryllium 
Cadmium < o.ooos mg/L 
Calcium 
Chromium, total 0.001 mg/L 
Chrorrd um, hex. 
Copper < 0.0:2 mg/L 
Iron 
LeAd HGA 0.003 mg/L 
Magnesium 
Manganese 
Mercury < 0.0002 mg/L 
Mol ybde_num 
Nick•l < 0.04 mg/L 
Potassium 
Selenium < 0.002 mg/L 
Silver < 0.01 mg/L 
Si 1 icon 
Sodium 
Thallium 
Tin 
Titanium 
Vanadium 
Zinc 0.015 mg/L 

OTHER PARAMETERS: 
Coliform 0 colonie-s/100 
Standard plate count 0.9 colonie-s/ml 

R•viewed by•~----------------Craig R. Achenbach 
Laboratory Supervisor 

4411 POTTSVIUE PIKE. READING. PENNSYl.tANIA 19805 215-821-8833 F/I:J. 215-921·9887 
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• EPA/NVLAP 1262 • NY DOH 10903 • NJ DEP n678 
• AIHA ACCREDITATION NO. 135 • PA DER 06-353 

CLIENT: Allied Signal, Inc. 
Margaret ~ Bermuda Sts. 
Bridge Street entrance 
Philadelphia, PA 19137 

SAMPLE #: 93-o11B-OOB 
SAMPLE DATE: 1-18-93 
SAMPLE TIME: 0830 

SAMPLED BY: RS 
RECEIVED BY: LR 

Attn: C. Epstein DATE ~ TIME RECEIVED: 01-18-93 1445 
PROJECT DESCRIPTION:DW 0193B water fountain by main bldg. 2nd Fl. 
STATION :Drinking water 

1. Dichlorodifluoromethane 
2. Chloromethane 
3. Vinyl chloride 
4. Bromomethane 
5. Chloroethane 
6. Trichlorofluoromethane 
7. 1,1-Dichloroethene. 
8. Methylene chloride 
9. trans-1,2-Dichloroethene 

10. 1,1-Dichloroethane 
11. 2,2-Dichloropropane 
12. cis-1,2-Dichloroethene 
13. Chloroform 
14. Bromochloromethane 
15. 1,1,1-Trichloroethane 
16. 1,1-Dichloropropene 
17. Carbon tetrachloride 
18. 1,2-Dichloroethane 
19. Benzene 
·20. Tr i chl oroethene 
21. 1,2-Dichloropropane 
22. Bromodichlorom•thane 
23. Dibromomethane 
24. cis-l,3-Dichloropropene 
25. Toluene 
26. trans-1,3-Dichloropropene 
27. 1,1,2-Trichloroethane 
28. 1,3-Dichloropropane 
29. Tetrachloroethene 
30. Dibromochlorom•thane 
31. 1,2-Dibromoethane 
32. Chlorobenzene 
33. 1,1,1,2-Tetrachloroethane 
34. Ethylbenzene 
35. m-Xylene 
36. p-XylenE-
37. o-Xylene 

Bs§Yb! 
< 1. 00 
< 1. 00 
< 1. 00 
< 1.00 
< 1.00 
< 1.00 
< 1.00 
< 1.00 
< 1.00 
< 1.00 
< 1.00 
< 1.00 

31.1 
< 1.00 
< 1. 00 
< 1 .. 00 
< 1.00 
< 1. 00 
< 1.00 
< 1.00 
< 1.00 
< 1.00 
< 1.00 
< 1.00 
< 1.00 
< 1.00 
< 1.00 
< 1.00 
< 1.00 
< 1.00 
< 1.00 
< 1.00 
< 1.00 
< 1.00 
< 1.00 
< 1.00 
< 1.00 

ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 

4418 POTTSVIU.E PII<E, READING, PENNSYLJANIA 19805 215-921.-:i3 Ffi:J( 215-921·9887 
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• EPA/NVLAP 1262 • NY DOH 10903 • NJ DEP 77678 
• AIHA ACCREDITATION NO. 135 • PA DER 06-353 

CLIENT: Allied Signal, Inc. 
Margaret & B~rmuda Sts. 
Bridg~ Street entranc~ 
Philadelphia, PA 19137 

SAMPLE #: 93-0118-008 
SAMPLE DATE: 1-18-93 
SAMPLE TIME: 0830 

SAMPLED BY: RS 
RECEIVED BY: LF~ 

Attn: C. Epst~in DATE & TIME RECEIVED: 01-18-93 1445 
PROJECT DESCRIPTION:DW 01938 water fountain by main bldg. 2nd rl. 
STATION :Drinking water 

f~Ee,!:!si.SE Es§Ybi 
38. Styren~ < 1.00 ug/L 
39. Isopropylbenz~n~ < 1. 00 ug/L 
40. Bromoform < 1.00 ug/L 
41. 1,1,2,2-Tetrachloro~thane < 1.00 ug/L 
42. 1,2,3-Trichloropropane < 1. 00 ug/L 
43. n-Pr-opylb~nzeone < 1. 00 ug/L 
44. Br-omobenzenE- < 1.00 ug/L 
45. 1,3,5-TrimE-thylbenzenE- < 1 • 00 ug/L 
46. 2-Chlorotoluene < 1.00 ug/L 
47. 4-Chlorotolue-ne- < 1. 00 ug/L 
48. tEort-Butylbenzeone < 1. 00 ug/L 
49. 1,2,4-Tr-ime-thylbenzene < 1.00 ug/L 
50. se-c-Butyl be-nzene- < 1.00 ug/L 
51. p-Isopropyltoluene < 1. 00 ug/L 
52. 1,3-Dichlorobenze-ne < 1. 00 ug/L 
53. 1,4-Dichlorobe-nzene- < 1.00 ug/L 
54. n-Butylbenzene < 1. 00 ug/L 
55. 1,2-Dichlorobenze-ne < 1. 00 ug/L 
56. 1,2-Dibromo-3-Chlor-opr-opane < 1. 00 ug/L 
57. 1,2,4-Trichlorobe-nze-ne < 1.00 ug/L 
58. Hexachlorobutadieneo < 1.00 ug/L 
5"3. Naphthalene < 1.00 ug/L 
60. 1,2,3-Trichlorobenzene < 1.00 ug/L 

Internal Standards 

1-Chloro-2-fluorobenzE-ne 

Re-vie-we-d by•~----------------Craig R. Ache-nbach 
Laborator-y Supervisor 

4411 POnSVIUE PIKE. READING, PENN~IA 19605 215-921-8833 FAX 215-921-9687 
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• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP n678 

CLIENT: 
• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

Allied Signal, Inc. 
Margar~t & B~rmuda Sts. 
Bridge Street entrance 
Philadelphia, PA 19137 

SAMPLE #: 93-ollB-008 
SAMPLE DATE: 1-18-93 
SAMPLE TIME: 0830 

SAMPLED BY: RS 
RECEIVED BY: LR 

Attn: C. Epst~in DATE & TIME RECEIVED: 01-18-93 1445 
PROJECT DESCRIPTION:DW 01938 water fountain by main bldg. 2nd Fl. 
STATION :Drinking wat~r 

SEMI-VOLATILE ORGANIC COMPOUNDS -- EPA METHOD 525 

Et!B£!t!grgg E;g~!::!b!§ 

1. N-Nitrosodimethylamine < 5.00 ug/L 
2. Phenol < 5.00 ug/L 
3. bis(2-Chloroethyl)ether < 5.00 ug/L 
4 • 2-Chlorophenol < 5.00 ug/L 
5. 1,3-Dichlorobenzene < 5.00 ug/L 
6. 1,4-Dichlorobenzene < 5.00 ug/L 
7. 1,2-Dichlorob~nzen~ < 5.00 ug/L 
a. bis(2-Chloroisopropyl)ether < 5.00 ug/L 
9. N-Nitroso-Di-n-propylamine ' <, 5.00 ug/L 

10. H~xachloroethane < 5.00 ug/L 
11. Nitrobenz~ne < 5.00 ug/L 
12. Isophorone < 5.00 ug/L 
13. 2-Nitroph~nol < 5.00 ug/L 
14 • 2,4-Dimethylphenol < 5.00 ug/L 
15. bisC2-Chloro~thoxy)m~thane < 5.00 ug/L 
16. 2,4-Dichlorophenol < 5.00 ug/L 
17. 1,2,4-Trichlorob~nzene < 5.00 ug/L 
18. Napthalene < 5.00 ug/L 
19. Hexachlorobutadi~ne < 5.00 ug/L 
20. 4-Chloro-3-methylphenol < 5.00 ug/L 
21. Hexachlorocyclopentadiene < 5.00 ug/L 
"")•., ......... 2,4,6-Trichlorophenol < 5.00 ug/L 

4411 POTTSVILLE PIKE. READING, PENNSYLfANIA 19805 215-921-6833 FAX 215-921·9887 
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• EPA/NVLAP 1262 • NY DOH 10903 • NJ DEP n678 
• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

CLIENT: Allied Signal, Inc. 
Margaret & Bermud~ Sts. 
Bridge Street entrance 
Philadelphia, PA 19137 

Attn: C. Epstein DATE & 
PROJECT DESCRIPTION:DW 01938 water 
STATION :Drinking water 

SAMPLE #: 93-QllB-008 
SAMPLE DATE: 1-18-93 
SAMPLE TIME: 0830 

SAMPLED BY: RS 
RECEIVED BY: LR 

TIME RECEIVED: 01-18-93 1445 
fountain by main bldg. 2nd Fl. 

SEMI-VOLATILE ORGANIC COMPOUNDS -- EPA METHOD 525 

E~B~tJs!sB Bsa!Jbia 
23. 2-Chloronaphthalene < 5.00 ug/L 
24. Dimethyl phthalate < 5.00 ug/L 
25. Acenaphthylene < 5.00 ug/L 
26. 2,6-Dinitrotoluene < 5.00 ug/L 
27. Acenaphthene < 5.00 ug/L 
28. 2,4-Dinitrophenol < 5.00 ug/L 
29. 4-Nitrophenol < 5.00 ug/L 
30. 2,4-Dinitrotoluene < 5.00 ug/L 
31. Diethylphthalate < 5.00 ug/L 
32. 4-Chlorophenyl-phenylether < 5.00 ug/L 
33. rluc•rene < 5.00 ug/L 
34. 4,6-Dinitro-2-methylphenol < 5.00 ug/L 
35. N-Nitrosodiphenylamine < 5.00 ug/L 
36. 4-Bromophenyl-phenylether < 5.00 ug/L 
37. Hexachlorobenzene < 5.00 ug/L 
38. Pentachlorophenol < 5.00 ug/L 
39. Phenanthre-ne < 5.00 ug/L 
40. Anthracene < 5.00 ug/L 
41. Di-n-butylphthalate < 5.00 ug/L 
42. F"luoranthene < 5.00 ug/L 
43. Benzidine < 5.00 ug/L 
44. Pyrene < 5.00 ug/L 
45. Butyl benzyl phthalate < 5.00 ug/L 
46. 3,3'-Dichlorobenzidine < 5.00 ug/L 
47. Benzo(a)anthracene < 5.00 ug/L 
48. Chrysene < 5.00 ug/L 
49. bis-(2-E~hylhexyl)phthalate < 5.00 ug/L 

.W18 POTTSVIU.E PII<E, READING, PENNS'fl.YI'NIA 11M105 21~1-41833 FAX 215-921·9687 
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MDS LABORATORY REPORT 
Laboratories INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING - --~~~~ 

• EPA/NVLAP 1262 • NY DOH 10903 • NJ DEP 77678 
• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

CLIENT: Allied Signal, Inc. 
Margar~t & B~rmuda Sts. 
Bridg~ Str~~t ~ntrance 
Philad~lphia, PA 19137 

Attn: C. Epst~in DATE ~ 
PROJECT DESCRIPTION:DW 01938 water 
STATION :Drinking water 

SAMPLE #: 93-QllB-008 
SAMPLE DATE: 1-18-93 
SAMPLE TIME: 0830 

SAMPLED BY: RS 
RECEIVED BY: LR 

TIME. RECEIVED: 01-18-93 1445 
fountain by main bldg. 2nd Fl. 

SEHI-VOLATILE ORGANIC COMPOUNDS -- EPA METHOD 525 

E~B~t!sisB 

50. Di~n-octylphthalate 
51. B~nzo(b)fluoranth~n~ 
52. Benzo(k)fluoranth~n~ 
53. Benzo(a)pyr-~n~ 

54. IndenoC1,2,3-cd)pyr~n~ 
55. Dibenzo<a,h)anthrac~ne 
56. Benzo<g,h,i)p~ryl~n~ 

1. 2-rluorophenol 
2. Ph~nol-d6 
3. Nitrob~nz~ne-d5 
4. 2-rluorobiphenyl 
5. 2,4,6-Tribromophenol 
6. Terph~nyl-d14 

Bs.§Yb!§ 

< 5.00 
< 5.00 
< 5.00 
< 5.00 
< 5.00 
< 5.00 
< 5.00 

~ Bs~Q~sBY 

116.0 
94.0 

106.0 
121.0 
116.0 
103.0 

R~view~d 

ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 

4411 POTTSVILU PIKE. READING. PENNSYI3ANIA 188015 215-921~ FAX 215-921·9687 
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LABORATORY REPORT 
INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING 

• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP n678 
• AIHA ACCREDITATION NO. 135 • PA DER 06-353 

CLIENT: Allied Signal, Inc. SAMPLE #: 93-o118-009 
Margar~t ~ B~rmuda Sts. SAMPLE DATE: 1-18-93 
Bridg~ Str~~t ~ntranc~ SAMPLE TIME: 0830 
Philad~lphia, PA 19137 SAMPLED BY: RS 

RECEIVED BY: LR 
Attn: C. Epst~in DATE & TIME RECEIVED: 01-18-93 1445 

PROJECT DESCRIPTION:DW 0193C dispensary @ tap to ice machine by b~ds 
STATION :Drinking water 

E:t!Et!!:!EisE 
BOD 
Dupl i •:at~ 
TOC 
Acidity 
Alkalinity 
Hardn~ss 

pH 
Conductivity 
Sp~cific Gravity 
Cc•l c•r <Pt-Cc•) 
Odor (TON) 
Turbidity (NTU) 
Bromide 
Chlorid~ 
Fluorid~ 
Iodid~ 

Fr~~ chlorin~ 

Cyanid~, total 
Cyanide, free 
Ammonia nitrog~n 
Nitrat~ nitrog~n 

Nitrit~ nitrogen 
Kj~ldahl nitrogen 
Organic nitrogen 
Phc•sphat~, total 
Phosphat~, ortho 
Silica as Si02 
Sulfat~ 

Sulfit~ 

Sulfid~ 

T•:otal solids 
Dissolv~d solids 
Suspend~d solids 
Volatile solids 
Settl~able solids 
Gr~ase & oil 
Duplicate 
Detergents 
Phenols 

85§Ybi§ E£!B£!!:!5I5E 
Al urni num 
Antimony 
Arsenic < 
Barium < 
Beryllium 
Cadmium < 
Calcium 
Chromium, total 
Chromium, hex. 
Copper 
Iron 
Lead HGA 
Magnesium 
Manganese 
Mercury < 
Mol ybd~_num 
Nickel < 
Potassium 
Selenium < 
Silv•r < 
Si 1 icon 
Sodium 
Thallium 
Tin 
Titanium 
Vanadium 
Zinc 

OTHER PARAMETERS: 
Coliform 0 
Standard plate count 0.4 

Revi~wed 

Es§Ybi§ 

0.001 mg/L 
0.10 mg/L 

0.0005 mg/L 

0.001 mg/L 

0.06 mg/L 

0.003 mg/L 

0.000:2 mg/L 

0.04 mg/L 

0.00:2 mg/L 
0.01 mg/L 

0.010 mg/L 

coloni•s/100 
colonies/ml 

.... 11 POTTSVIUE PIKE, READING, PENN~ANIA 19805 215-921-8833 FAX 215-921-9687 

ml 
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--~-M_.n_s ________ ~~~LA~B~O~R~A~T-O_R~Y~R~E~P~O=R~T~~~ . s-- Laboratories INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING 

CLIENT: 

• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP n678 
• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

Alli~d Signal, Inc. 
Margaret & Bermuda Sts. 
Bridge Str~et ~ntrance 
Philadelphia, PA 19137 

SAMPLE #: 93-0118-009 
SAMPLE DATE: 1-18-93 
SAMPLE TIME: 0830 

SAMPLED BY: RS 
RECEIVED BY: LR 

Attn: C. Epstein DATE & TIME RECEIVED: 01-18-93 1445 
PROJECT DESCRIPTION:DW 0193C disp~nsary @ tap to ic~ machin~ by b~ds 
STATION :Drinking wat~r 

Ef!Ef!ttsisE Bs§!:!bi 
1. Dichlorodifluoromethane < 1. (10 ug/L 
2. Chloromethane < 1. 00 ug/L 
3. Vinyl chloridE- < 1. 00 ug/L 
4. Bromomethane < 1. 00 ug/L 
5. Chl corc•ethane < 1.00 ug/L 
6. Trichlorofluorom~than~ < 1. 00 ug/L 
7. 1,1-DichloroethE-ne . < 1.00 ug/L 
a. Methyl en~ chlorid~ <' 

' 1. 00 ug/L 
9. trans-1,2-DichloroE-thE-ne < 1.00 ug/L 

10. 1,1-Dichloroethan~ •' ' 1. 00 ug/L 
11. 2,2-DichloropropanE- < 1. 00 ug/L 
1.-, .c;.. cis-1,2-Dichloroethene < 1.00 ug/L 
1":' ..... Chloroform 35.9 ug/L 
14. Bromochloromethan~ < 1.00 ug/L 
15. 1,1,1-Trichloroethane < 1. 00 ug/L 
16. 1,1-Dichloropropene < 1. 00 ug/L 
17. Carbon t~trach.lor i d~ < 1. 00 ug/L 
18. 1,2-Dichloroethane < 1.00 ug/L 
.19. BE-nz~ne < 1.00 ug/L 
20. Trichloroethene < 1. 00 ug/L 
21. 1,2-Dichloropropane < 1. 00 ug/L 
22. Bromodichlorom~thane < 1.00 ug/L 
23. Dibromomethan~ < 1. 00 ug/L 
24. cis-1,3-Dichloropropene < 1.00 ug/L 
25. Toluen~ < 1.00 ug/L 
26. trans-1,3-Dichloropropene < 1. 00 ug/L 
27. 1,1,2-Trichloroethane < 1.00 ug/L 
28. 1,3-Dichloropropane < 1.00 ug/L 
29. Tetrachloroethene < 1. 00 ug/L 
30. Dibromochloromethane < 1.00 ug/L 
31. 1,2-Dibromoethan~ < 1.00 ug/L 
32. Chlorobenzen~ < 1.00 ug/L 
33. 1,1,1,2-Tetrachloroethan~ < 1.00 ug/L 
34. Ethyl benzene < 1.00 ug/L 
35. rr.-Xyl ene < 1.00 ug/L 
36. p-Xylene < 1.00 ug/L 
37. o-Xyl~ne < 1.00 ug/L 

4411 P01TSVIUE PIKE. READING, PENNSYL!ANIA 111805 21~1-8133 FAX 215-921·8887 
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• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP n678 
• AIHA ACCREDITATION NO. 135 • PA DER 06-353 

CLIENT: Allied Signal, Inc. 
Margaret & Bermuda Sts. 
~ridge Street entrance 
Philadelphia, PA 19137 

SAMPLE #: 93-0118-009 
SAMPLE DATE: 1-18-93 
SAMPLE TIME: 0830 

SAMPLED BY: RS 
RECEIVED BY: LF~ 

Attn: C. Epstein DATE & TIME RECEIVED: 01-18-93 1445 
PROJECT DESCRIPTION:DW 0193C dispensary @ tap to ice machine by beds 
STATION :Drinking water 

E~B8t!sisE Bs§Yb! 
38. Styrene < 1.00 ug/L 
3'3. Isopropyl benzene < 1.00 ug/L 
40. Bromoform < 1.00 ug/L 
41. 1,1,2,2-Tetrachloroethane < 1. 00 ug/L 
4.-, ..... 1,2,3-Trichloropropane < 1. 00 ug/L 
43. n-Propylbenzene < 1. 00 ug/L 
44. Broroobenzene < 1. 00 ug/L 
45. 1,3,5-Trimethylbenzene < 1.00 ug/L 
46. 2-Chlorotoluene < 1.00 ug/L 
47. 4-Chlorotoluene < 1.00 ug/L 
48. tert-Butylbenzene < 1. 00 ug/L 
49. 1,2,4-Trimethylbenzene < 1.00 ug/L 
50. sec-Butyl benzene < 1. 00 ug/L 
51. p-Isopropyltoluene < 1.00 ug/L 
52. 1,3-Dichlorobenzene < 1.00 ug/L 
53. 1,4-Dichlorobenzene < 1. 00 ug/L 
54. n-Butylbenzene < 1.00 ug/L 
55. 1,2-Dichlorobenzene < 1.00 ug/L 
5e.. 1,2-Dibromo-3-Chloropropane < 1.00 ug/L 
57. 1,2,4-Trichlorobenzene < 1. 00 ug/L 
58. Hexachlorobutadiene < 1.00 ug/L 
5'3. Naphthalene < 1. 00 ug/L 
60. 1,2,3-Trichlorobenzene < 1. 00 ug/L 

Internal Standards 

1-Chloro-2-fluorobenzene 

Reviewed 

4411 POTTSVIUE Pti<E, READING, PENN~ANIA 19805 215-921-8833 FAX 215-921·1H187 
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• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP n678 
• AIHA ACCREDITATION NO. 135 • PA DER 06-353 

CLIENT: Alli•d Signal, Inc. SAMPLE #: 93-0118-009 
Margar~t & B~rmuda Sts. SAMPLE DATE: 1-18-93 
Bridg~ Str~~t ~ntranc~ SAMPLE TIME: 0830 
Philad~lphia, PA 19137 SAMPLED BY: RS 

RECEIVED BY: LR 
Attn: C. Epstein DATE & TIME RECEIVED: 01-18-93 1445 

PROJECT DESCRIPTION:DW 0193C dispensary @ tap to ice machine by beds 
STATION :Drinking water 

SEMI-VOLATILE ORGANIC COMPOUNDS -- EPA METHOD 525 

E.eB~tts!sB Bs§Yb!§ 
1. N-Nitrosodimethylamine < 5.00 ug/L 
2. Ph~nol < 5.00 ug/L 
3. bis<2-Chloro~thyl)~ther < 5.00 ug/L 
4. 2-Chloroph~nol < 5.00 ug/L 
5. 1,3-Dichlorob~nz~n~ < 5.00 ug/L 
6. 1,4-Dichlorob~nzen~ < 5.00 ug/L 
7. 1,2-Dichlorobenz~n~ <· s.oo ug/L 
8. bisC2-Chloroisopropyl)ether < 5.00 ug/L 
9. N-Nitroso-Di-n-propylamine < 5.00 ug/L 

10. Hexachloro~than~ < s.oo ug/L 
11. Nitrobenzene < 5.00 ug/L 
12. Isophoron~ - < s.oo ug/L 
13. 2-Nitrophenol < 5.00 ug/L 
14. 2,4-Dim~thylphenol < 5.00 ug/L 
15. bis<2-Chloroethoxy)methan~ < 5.00 ug/L 
16. 2,4-Dichlorophenol < 5.00 ug/L 
17. 1,2,4-Trichlorobenzen~ < 5.00 ug/L 
18. Napthalene < 5.00 ug/L 
19. Hexachlorobutadien~ < s.oo ug/L 
20. 4-Chloro-3-methylphenol < 5.00 ug/L 
21. Hexachlorocyclopentadiene < 5.00 ug/L -, . .,. 
"""" 2,4,6-Trichlorophenol < 5.00 ug/L 
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MDS LABORATORY REPORT 
Laboratories INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING - _....:.._~~~~~ 

CLIENT: 

• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP n678 
• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

Allied Signal, Inc. 
Margaret & Bermuda Sts. 
Bridge Street entrance 
Philadelphia, PA 19137 

SAMPLE #: 93-0118-009 
SAMPLE DATE: 1-18-93 
SAMPLE TIME: 0830 

SAMPLED BY: RS 
RECEIVED BY: LF~ 

Attn: C. Epstein DATE ~ TIME RECEIVED: 01-18-93 1445 
PROJECT DESC:RIPTION:DW 0193C dispensary @ tap to ice machine by beds 
STATION :Drinking wat•r 

SEMI-VOLATILE ORGANIC COMPOUNDS - EPA METHOD 525 

f.6B~t!E;IE;B BE;§Yb!§ 

23. 2-Chloronaphthalene < 5.00 ug/L 
"24. Dimethyl phthalate < 5.00 ug/L 
25. Acenaphthylene < 5.00 ug/L 
26. 2,6-Dinitrotoluene < 5.00 ug/L 
27. Acenaphthene < 5.00 ug/L 
28. 2,4-Dinitrophenol < 5.00 ug/L 
29. 4-Nitrophenol < 5.00 ug/L 
30. 2,4-Dinitrotoluene < 5.00 ug/L 
31. Diethylphthalate < 5.00 ug/L 
3-, ..... 4-Chlorophenyl-phenylether < 5.00 ug/L 
33. Fluorene . < 5.00 ug/L 
34. 4,6-Dinitro-2-methylphenol < 5.00 ug/L 
35. N-Nitrosodiphenylamine < 5.00 ug/L 
36. 4-Bromophenyl-phenylether < 5.00 ug/L 
37. Hexachlorobenzene < 5.00 ug/L 
38. Pentachlorophenol < 5.00 ug/L 
39. Phenanthrene < 5.00 ug/L 
40. Anthracene < 5.00 ug/L 
41. Di-n-butylphthalate < 5.00 ug/L 
42. Fluoranthene < 5.00 ug/L 
43. Benzidine < 5.00 ug/L 
44. Pyrene < 5.00 ug/L 
45. Butyl benzyl phthalate < 5.00 ug/L 
46. 3,3'-Dichlorobenzidine < 5.00 ug/L 
47. Benzo(a)anthracene < 5.00 ug/L 
48. Chrysene < 5.00 ug/L 
49. bis-(2-Ethylhexyl)phthalate < 5.00 ug/L 

4411 PCm'SVIL.LJ: PIKE, READING, PENNSVLiANIA 11M105 215-921-8833 FAX 215-921·9887 
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• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP n678 
• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

CLIENT: Allied Signal, Inc. SAMPLE #: 93-0118-009 
Margaret & Bermuda Sts. SAMPLE DATE: 1-18-93 
Bridge Street entrance SAMPLE TIME: 0830 
Philadelphia, PA 19137 SAMPLED BY: RS 

RECEIVED BY: LR 
Attn: C. Epstein DATE & TIME RECEIVED: 01-18-93 1445 

PROJECT DESCRIPTION:~W 0193C dispensary @ tap to ice machine by beds 
STATION :Drinking water 

SEMI-VOLATILE ORGANIC COMPOUNDS 

f~B~!jsisB 

so. Di-n-octylphthalate 
51. Benzo(b)fluoranthene 
52. Benzo(k)fluoranthene 
53. Benzo(a)pyrene 
54. IndenoC1,2,3-cd)pyrene 
55. Oibenzo<a,h)anthracene 
56. Benzo<g,h,i>peryl~ne 

1. 2-rluorophenol 
2. Phenol-d6 
3. Nitrobenzene-d5 
4 . 2-rluorobiphenyl 
5. 2,4,6-Tribrornophenol 
6 . Terphenyl-d14 

EPA METHOD 525 

B53Ybi3 

< 
< 
< 
< 
< 
< 
< 

5.00 
5.00 
5.00 
5.00 
5.00 
·5.oo 
5.00 

74.0 
56.0 
86.0 

110.0 
95.0 

112.0 

Reviewed 

ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 

.. 11 POTTSVILLE PIKE. READING. P£NNSYI:iANIA 19805 215-921~ FAX 215-921·8887 
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LABORATORY REPORT - .~MDS 
Laboratories INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING ----- -----------------------~~~~~~~~~~----~~~~~~~~~~~~ 

• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP n678 
• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

CLIENT: Allied Signal, Inc. SAMPLE#: 93-QllB-010 
Margar~t & B~rmuda Sts. SAMPLE DATE: 1-18-93 
Bridg~ Street ~ntranc~ SAMPLE TIME: 0830 
Philad~lphia, PA 19137 SAMPLED BY: RS 

RECEIVED BY: LR 
Attn: C. Epstein DATE & TIME RECEIVED: 01-18-93 1445 

PROJECT DESCRIPTION:DW 0193D sink in ladies room, main bldg. 2nd Fl. 
STATION :Drinking water 

E~E~~sisE B53Ybi3 
BOD 
Dupl icat~ 
TOC 
Acidity 
Alkalinity 
Hardn~ss 

pH 
Conductivity 
Specific Gravity 
Cc•lor (Pt-Co) 
Odor (TON) 
Turbidity (NTU) 
Brorr.id~ 

Chlorid~ 
Fluoride 
Iodide 
Fr~e chloYin~ 

Cyanid~, total 
C:yani de, fre~ 

Ammonia nitrog~n 
Nitrate nitrog~n 
Nitrit~ nitrog~n 
Kjeldahl nitrogen 
Organic ni trc·g~n 
Phosphat~, total 
Phosphat~, ortho 
Silica as Si02 
Sulfat~ 

Sul fit~ 
Sulfide 
Total solids 
Dissolved solids 
Suspend~d solids 
Volatil~ solids 
Settl~abl~ solids 
Gr~as~ & oil 
Duplicate 
D~t~rg~nts 

Phenc•ls 

E~Bt!~5I5E 
Aluminum 
Antimony 
Arsenic < 
Barium < 
B~ryllium 
Cadmium < 
Calcium 
Chromium, total 
Chromium, h~x. 
Copper < 
Iron 
Lead HGA 
Magnesium 
Mangan~s~ 

Mercury 
Molybdenum 
Nickel · 
Potassium 

< 

< 

0.001 mg/L 
0.10 mg/L 

0.0005 mg/L 

0.001 mg/L 

0.02 mg/L 

0.00:2 rng/L 

0.0002 mg/L 

0.04 mg/L 

Selenium 
Silver 

< 0.002 mg/L 
< 0.01 mg/L 

Si 1 icon 
Sodium 
Thallium 
Tin 
Titanium 
Vanadium 
Zinc 0.005 mg/L 

OTHER PARAMETERS: 
Coliform 0 colonies/100 ml 
Standard plate count 0.3 colonies/ml 

Revi~wed by•~R:--A<henbach __ _ 
Laboratory Supervisor 
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• EPA/NVLAP 1262 • NY DOH 10903 • NJ DEP n678 

CLIENT: 

• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

Allied Signal, Inc. 
Margaret & Bermuda Sts. 
Bridge Street entrance 
Philadelphia, PA 19137 

SAMPLE #: 93-o118-010 
SAMPLE DATE: 1-18-93 
SAMPLE TIME: 0830 

SAMPLED BY: RS 
RECEIVED BY: LR 

Attn: C. Epstein DATE ~ TIME RECEIVED: 01-18-93 1445 
PROJECT DESCRIPTION:DW 01930 sink in ladi~s room main bldg. 2nd fl. 
STATION :Drinking wat~r 

El:!Bl:!t15I5E Es§!:!bi 

1. Dichlorodifluoromethane < 1. 00 ug/L 
2. Ch 1 or c•met hane < 1. 00 ug/L 
3. Vinyl chloride ' -... 1.00 ug/L 
4. Bromomethane < 1. 00 ug/L 
5. Chloroethane < 1.00 ug/L 
e.. Trichlorofluoromethane < 1. 00 ug/L 
7. 1,1-Dichloroethene < 1.00 ug/L 
e. Methylene chloride < 1. 00 ug/L 
9. trans-1,2-Dichloroethene < 1.00 ug/L 

10. 1,1-Dichloroethane < 1.00 ug/L 
11. 2,2-Dichloropropane < 1.00 ug/L 
1., 
-'• cis-1,2-Dichloroethene < 1. 00 ug/L 

13. Chloroform 33.5 ug/L 
14. Bromochloromethane < 1. 00 ug/L 
15. 1,1,1-Trichloroethane < 1. 00 ug/L 
16. 1,1-Dichloropropene < 1.00 ug/L 
17. Carbon tetrachloride < 1. 00 ug/L 
18. 1,2-Dichloroethane < 1.00 ug/L: 
19. Benzene < 1.00 ug/L 
20. Tr i c hl c•r oethenf.o < 1. (J(I ug/L 
21. 1,2-Dichloropropanf.o < 1. 00 ug/L 
'">'"I .... .-;.. Bromodichloromethanf.o < 1.00 ug/L 
23. Dibromomethane < 1. 00 ug/L 
24. cis-1,3-DichloropropE.onf.o < 1. 00 ug/L 
25. ToluenE' < 1.00 ug/L 
26. trans-1,3-Dichloropropene < 1.00 ug/L 
27. 1,1,2-Trichloroethane < 1. 00 ug/L 
28. 1,3-Dichloropropane < 1.00 ug/L 
29. TetrachloroE.othene < 1.00 ug/L 
30. Dibromochloromethane < 1.00 ug/L 
31. 1,2-Dibromoethane < 1.00 ug/L 
32. ChlorobE.onzene < 1. oo. ug/L 
33. 1,1,1,2-Tetrachloroethanf.o < 1.00 ug/L 
34. Ethylbenzenf.o < 1. OCl ug/L 
35. m-XylE.one < 1.00 ug/L 
36. p-XylE.one < 1.00 ug/L 
37. o-Xylenf.o < 1.00 ug/L 

4411 POT'TSVIUC PIKE. READING, PeNNSYLiANIA 19805 215-921-8833 FAX 215-921-9687 
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MDS LABORATORY REPORT 
.· Laboratories INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING - --.:....:....:..---=..:....:..=~~~ 

• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP n678 
• AIHA ACCREDITATION NO. 135 • PA DER 06-353 

CLIENT: Alli~ Signal, Inc. SAMPLE #: 93-0118.;..010 
Margar~t ~ B~rmuda Sts. SAMPLE DATE: 1-18-93 
Bridg~ Str~et ~ntranc~ SAMPLE TIME: 0830 
Philad~lphia, PA 19137 SAMPLED BY: RS 

RECEIVED BY: LF~ 
Attn: C. Epst~in DATE & TIME RECEIVED: 01-18-93 1445 

PROJECT DESCRIPTION:DW 01930 sink in ladi•s room main bldg. 2nd fl. 
STATION :Drinking water 

E~E~t!5I~;B E5§Yb! 
. 38. Styren~ < 1.00 ug/L 
3'3. Isc•propyl b~m:ene < 1. 00 ug/L 
40. Br ort•C• for rn •' ' 1.00 ug/L 
41. 1,1,2,2-Tetrachloroethane < 1. 00 ug/L 
42. 1,2,3-Trichloropropane < 1. 00 ug/L 
43. n-Propylbenzene < 1. 00 ug/L 
44. Bromobenzene < 1.00 ug/L 
45. 1,3,5-Trimethylbenzene < 1. 00 ug/L 
46. 2-Chlorotoluene < 1. 00 ug/L 
47. 4-Chlorotoluene < 1. 00 ug/L 
48. tert-Butylbenzene < 1. 00 ug/L 
49. 1,2,4-Trimethylbenzene < 1.00 ug/L 
50. sec-Butyl benzene < 1. 00 ug/L 
51. p-Isopropyltoluene < 1. 00 ug/L 
co-, ...., ... 1,3-Dichlorobenzene < 1.00 ug/L 
53. 1,4-Dichlorobenzene < 1. 00 ug/L 
54. n-Butylbenzene < 1.00 ug/L 
55. 1,2-Dichlorobenzene < 1. 00 ug/L 
56. 1,2-DibrOmo-3-Chloropropane < 1.00 ug/L 
57. 1,2,4-Trichlorobenzene < 1.00 ug/L 
58. Hexachlorobutadiene < 1.00 ug/L 
59. Naphthalene < 1.00 ug/L 
60. 1,2,3-Trichlorob•nzene < 1. 00 ug/L 

Internal Standards 

1-Chloro-2-fluorobenzene 

Reviewed 

4418 POnsvlu.E PIKE. READING, PENNSYL~IA 19805 215-921-8833 FAX 215-921-9867 
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• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP n678 
• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

CLIENT: Allied Signal, Inc. SAMPLE #: 93-0118-010 
Margar~t & Bermuda Sts. SAMPLE DATE: 1-18-93 
Bridge Street entranc~ SAMPLE TIME: 0830 
Philadelphia, PA 19137 SAMPLED BY: RS 

RECEIVED BY: LR 
Attn: C. Epstein DATE & TIME RECEIVED: 01-18-93 1445 

PROJECT DESCRIPTION:DW 0193D sink in ladies room main bldg. 2nd fl. 
STATION :Drinking water 

SEMI-VOLATILE ORGANIC COMPOUNDS -- EPA METHOD 525 

E~Et:!t!sisB Es§!Jbi§ 

1. N-Nitrosodimethylamine < 5.00 ug/L 
2. Phenol < 5.00 ug/L 
3. bisC2-Chloroethyl)ether < 5.00 ug/L 
4. 2-Chlorophenol < 5.00 ug/L 
5. 1,3-Dichlorobenzene < 5.00 ug/L 
6. 1,4-Dichlorobenzene < 5.00 ug/L 
7. 1,2-Dichlorobenzene < 5.00 ug/L 
8. bisC2-Chloroisopropyl)ether < 5.00 ug/L 
9. N-Nitroso-Di-n-propylamine < 5.00 ug/L 

10. Hexachloroethane < 5.00 ug/L 
11. Nitrobenzene < 5.00 ug/L 
12. Isophorone < 5.00 ug/L 
13. 2-Ni trc•phenol < 5.00 ug/L 
14. 2,4-Dimethylphenol < 5.00 ug/L 
15. bisC2-Chloroethoxy)methane < 5.00 ug/L 
16. 2,4-Dichlorophenol < 5.00 ug/L 
17. 1,2,4-Trichlorobenzene < 5.00 ug/L 
18. Napthalene < 5.00 ug/L 
19. Hexachlorobutadiene < 5.00 ug/L 
20. 4-Chloro-3-methylphenol < 5.00 ug/L 
21. Hexachlorocyclopentadiene < 5.00 ug/L 2 . .,. 

""'-• 2,4,6-Trichlorophenol < 5.00 ug/L 

4418 POTTSVIU.E PtiCE, READING, PENNSYltANIA 19805 215-921-8833 FAX 215-921-9687 
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• EPA/NVLAP 1262 • NY DOH 10903 • NJ DEP 77678 

CLIENT: 

• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

Allied Signal, Inc. 
Margar~t & Bermuda Sts. 
Bridge Str~et entrance 
Philadelphia, PA 19137 

SAMPLE #: 93-0118-010 
SAMPLE DATE: 1-18-93 
SAMPLE TIME: 0830 

SAMPLED BY: RS 
RECEIVED BY: LR 

Attn: C. Epst~in DATE & TIME RECEIVED: 01-18-93 1445 
PF.:OJECT DESCRIPTION:DW 0193D sink in ladies room main bldg. 2nd fl. 
STATION :Drinking water 

SEMI-VOLATILE ORGANIC COMPOUNDS -- EPA METHOD 525 

E~B~t!sisE Bs3Ybi.§ 
.... ,,.., .... .:.. 2-Chloronaphthalene < 5.00 ug/L 

. 24. Dimethyl phthalate < 5.00 ug/L 
25. Acenaphthyle-ne < s.oo ug/L 
26. 2,6-Dinitrotoluene < 5.00 ug/L 
27. AcenaphthenE.- < s.oo ug/L 
28. 2,4-Dinitrophe-nol < 5.00 ug/L 
29. 4-Nitrophe-nol < 5.00 ug/L 
30. 2,4-Dinitrotoluene < 5.00 ug/L 
31. Diethylphthalate < s.oo ug/L 
~--, 
.:~ ...... 4-Chlorophenyl-phenylether < 5.00 ug/L 
33. Fluor~n~ . < s.oo ug/L 
34. 4,6-Dinitro-2-methylphenol < s.oo ug/L 
35. N-Nitrosodiphe-nylamine- < 5.00 ug/L 
36. 4-Bromophenyl-phe-nylether < s.oo ug/L 
37. Hexachlorobenze-ne < s.oo ug/L 
38. PentachlorophE.-nol < 5.00 ug/L 
39. Phenanthrene < s.oo ug/L 
40. Anthracen~ < 5.00 ug/L 
41. Di-n-butylphthalate- < 5.00 ug/L 
42. FluoranthE.-nE.- < 5.00 ug/L 
43. Be-nzidine < 5.00 ug/L 
44. PyrE.-n~ < 5.00 ug/L 
45. ButylbE.-nzylphthalate < s.oo ug/L 
46. 3,3'-Dichlorobenzidine < 5.00 ug/L 
47. Benzo(a)anthracE.-ne < 5.00 ug/L 
48. Chrysene < 5.00 ug/L 
49. bis-<2-Ethylhexyl)phthalate < 5.00 ug/L 

4411 PO'n"SVILJ.E Pti(E, READING. P!NNSVL~IA 19805 215-921-1833 FAX 215-921·9M7 
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• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP n678 
• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

CLIENT: Allied Signal, Inc. SAMPLE #: 93-0118-010 
Margaret & Bermuda Sts. SAMPLE DATE: 1-18-93 
Bridge Street entrance SAMPLE TIME: 0830 
Philadelphia, PA 19137 SAMPLED BY: RS 

RECEIVED BY: LR 
Attn: c. Epstein DATE & TIME RECEIVED: 01-18-93 1445 

PROJECT DESCRIPTION:DW 0193D sink in ladies room main bldg. 2nd fl. 
STATION :Drinking water 

SEHI-VOLATILE ORGANIC COMPOUNDS EPA METHOD 525 

eeBerJsisE 
50. Di-n-octylphthalate 
51. Benzo(b)fluoranthene 
52. Benzo(k)fluoranthene 
53 • Benzo(a)pyrene 
54. Indeno<1,2,3-cdlpyrene ........ 
..J..J. Dibenzo<a,h)anthracene 
56. Benzo(g,h,i)perylene 

1. 2-Fluorophenol 
2. Phenol-d6 
3. Nitrobenzene-d5 
4. 2-Fluorobiphenyl 
5. 2,4,6-Tribromophenol 
6. Terphenyl-d14 

EsEYbiE 

< 
< 
< 
< 
< 
< 
< 

5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 

79.0 
67.0 
87.0 

113.0 
1:23.0 
109.0 

ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 

Reviewed by•~--------------Craig R. Achenbach 
Laboratory Supervisor 

4411 POTTSVIu.E PII<E. READING, PENNSVIiANIA 19805 215-921-8833 FAX 215-921·9158'7 
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.~MDS __ S Laboratories INDUSTRIAL HYGIENE 

LABORATORY REPORT 
ENVIRONMENTAL TESTING 

• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP n678 
• AIHA ACCREDITATION NO. 135 • PA OER 06·353 

CLIENT: Alli~d Signal, Inc. SAMPLE #: 93-0118-011 
Margar~t L B~rmuda Sts. SAMPLE DATE: 1-18-93 
Bridge Street entranc~ SAMPLE TIME: 0830 
Philad~lphia, PA 19137 SAMPLED BY: RS 

RECEIVED BY: LF~ 
Attn: C. Epstein DATE & TIME RECEIVED: 01-18-93 1445 

PROJECT DESCRIPTION:DW 0193Q TQ training cent~r sink 
STATION :Drinking water 

E8E8~sisE Bs3Ybi3 
BOD 
Duplicat~ 

TOC 
Acidity 
Alkalinity 
Hardness 
pH 
Conductivity 
Specific Gravity 
Ccolc•r <Pt-Co) 
Odor <TON) 
Turbidity <NTU) 
Bl"omide 
Chlorid~ 

Fluoride 
Iodid~ 
Fre~ chlcorin~ 

Cyanid~, total 
Cyanide, fr~e 
Amrnc•n i a nit Y ogen 
NitYat~ nitrogen 
NitYit~ nitrogen 
Kjeldahl nitrogen 
Organic nitrogen 
Phosphate, total 
Phosphat~, ortho 
Silica as Si02 
Sulfate 
Sulfite 
Sulfide 
Total solids 
Dissolved solids 
Suspend~d solids 
Volatile solids 
Settleable solids 
GYease & oil 
Duplicate 
Detergents 
Phenc•ls 

EeBet!sisB 
Aluminum 
Antimony 
Arsenic 
Barium 
Beryllium 
Cadmium 
Calcium 
Chromium, total 
Chromium, hex. 
Copp~r 
Iron 
Lead HGA 
Magnesium 
Manganese 
Mercury 
Molybdenum 
Nickel · 
Potassium 
Selenium 
Silver 
Silicon 
Sodium 
Thallium 
Tin 
Titanium 
Vanadium 

< 
< 

< 

< 

< 

< 
< 

Bs3Ybi§ 

0.001 rog/L 
0.10 rng/L 

0.0005 mg/L 

0.001 rng/L 

0.03 rng/L 

0.002 mg/L 

0.0002 mg/L 

0.04 mg/L 

0.002 mg/L 
0.01 mg/L 

Zinc < 0.005 mg/L 

OTHER PARAMETERS: 
Coliform 0 colonies/100 ml 
Standard plate count 0.8 colonies/ml 

Reviewe-d 

4411 POTTSVIu.E PII<E, READING, PENNSYLVANIA 19605 215-921-8833 FAX 215-921-9667 
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• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP n678 
• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

CLIENT: Alli~d Signal, Inc. 
Margaret & Bermuda Sts. 
Bridge Street entrance 
Phil~delphia, PA 19137 

SAMPLE #: 93-0118-011 
SAMPLE DATE: 1-18-93 
SAMPLE TIME: 0830 

SAMPLED BY: F~S 
RECEIVED BY: LR 

Attn: C. Epstein DATE & TIME RECEIVED: 01-18-93 1445 
PROJECT DESCRIPTION:DW 0193Q TQ training c~nt~r sink 
STATION :Drinking wat~r 

.E:t:!B~t!sisB Bs§Ybi 
1. Dichlorodifluoromethane < 1. 00 ug/L .-, ..... C:hl orc•methane < 1. 00 ug/L 
3. Vinyl chloride < 1. 00 ug/L 
4. Bromornethane < 1. 00 ug/L 
5. ·chl oroethane < 1.00 ug/L 
6. Trichlorofluoromethane < 1. 00 ug/L 
7. 1,1-Dichloroethene < 1. 00 ug/L 
8. Methylene chlc•r ide < 1. 00 ug/L 
9. trans-1,2-Dichloroethene < 1.00 ug/L 

10. 1,1-Dichloroethane. < 1. 00 ug/L 
11. 2,2-Dichloropropane < 1.00 ug/L 
12. cis-1,2-Dichloroethene < 1. 00 ug/L 
1":' .... Chloroform 33.2 ug/L 
14. Brornochloromethane < 1. 00 ug/L 
15. 1,1,1-Trichloroethane < 1. 00 ug/L 
16. 1,1-Dichloropropene < 1. 00 ug/L 
17. Carbon tetrachloride < 1. 00 ug/L 
18. 1,2-Dichloroethane < 1. 00 ug/L 
19. Benzene < 1. 00 ug/L 
20. Trichloroethene < 1.00 ug/L 
21. 1,2-Dichloropropane < 1. 00 ug/L ....... -. 
..:.""" . Bromodichloromethane < 1. 00 ug/L ... , .... 
.... .:>. Dibromornethane < 1.00 ug/L 
24. cis-1,3-Dichloropropene < 1. 00 ug/L 
25. Toluene < 1.00 ug/L 
26. trans-1,3-Dichloropropene / ... 1.00 ug/L 
27. 1,1,2-Trichloroethane < 1. 00 ug/L 
28. 1,3-Dichloropropane < 1. 00 ug/L 
29. Tetrachloroethene < 1. 00 ug/L 
30. Dibromochloromethane < 1. 00 ug/L 
31. 1,2-Dibromoethane < 1. 00 ug/L 
3'""' ..... Ch 1 or obenz.ene < 1. 00. ug/L 
33. 1,1,1,2-Tetrachloroethane < 1. 00 ug/L 
34. Ethyl benzene < 1.00 ug/L 
35. m-Xylene < 1.00 ug/L 
36. p-Xylene < 1.00 ug/L 
37. o-Xylene < 1.00 ug/L 

4418 POn'SVIUE PIKE, READING, PENNSY1.1ANIA 111805 21~1-8833 FAX 215-921·9687 
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• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP n678 
• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

CLIENT: Allied Signal, Inc. 
Margaret & Bermuda Sts. 
Bridge Street entrance 
Philadelphia, PA 19137 

SAMPLE #: 93-0118~011 
SAMPLE DATE: 1-18-93 
SAMPLE TIME: 0830 

SAMPLED BY: RS 
REC:E I VED BY : LF.: 

Attn: C. Epstein DATE & TIME RECEIVED: 01-18-93 1445 
PROJECT DESCRIPTION:DW 0193Q TQ training center sink 
STATION :Drinking water 

E~E~~5;!5;B B5;§Yb! 
. 38. Styrene < 1.00 ug/L 
3'3. Isopropyl benzene < 1. 00 ug/L 
40. Br c•mo f C•r m < 1.00 ug/L 
41. 1,1,2,2-Tetrachloroethane < 1. 00 ug/L 
42. 1,2,3-Trichloropropane < 1.00 ug/L 
43. n-Propylbenzene < 1. 00 ug/L 
44. Br c•mc•bet1Z ene < 1. 00 ug/L 
45. 1,3,5-Trimethylben::zene < 1. (10 ug/L 
46. 2-Chl orc•tol uene < 1.00 ug/L 
47. 4-Chlorotoluene < 1. 00 ug/L 
48. tert-Butylbenzene < 1.00 ug/L 
49. 1,2,4-Trimethylben::zene < 1.00 ug/L 
so. sec-Butyl benzene < 1.00 ug/L 
51. p-Isopropyltoluene < 1.00 ug/L 
52. 1,3-Dichlorobenzene < 1.00 ug/L 
53. 1,4-Dichloroben::zene < 1.00 ug/L 
54. n-Butyl benzene. < 1.00 ug/L 
55. 1,2-Dichlorobenzene < 1.00 ug/L 
56. 1,2-Dibr~mo-3-Chloropropane < 1.00 ug/L 
57. 1,2,4-Trichlorobenzene < 1. 00 ug/L 
58. Hexachlorobutadiene < 1.00 ug/L 
59. Naphthalene < 1. 00 ug/L 
GO. 1,2,3-Trichloroben::zene < 1.00 ug/L 

Internal Standards 

1-Chloro-2-fluorobenzene 

Reviewed 

4411 PO"n'SVILLE PII<E, READING, PENNSYLi'ANIA 19605 215-921-6833 FAX 215-921·9667 
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• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP n678 
• AIHA ACCREDITATION NO. 135 • PA DER 06-353 

CLIENT: Allied Signal, Inc. SAMPLE #: 93-0118-011 
Margaret & Bermuda Sts. SAMPLE DATE: 1-18-93 
Bridge Street entrance SAMPLE TIME: 0830 
Philadelphia, PA 19137 SAMPLED BY: RS 

RECEIVED BY: LR 
Attn: C. Epstein DATE & TIME RECEIVED: 01-18-93 1445 

PROJECT DESCRIPTION:DW 0193Q TQ training center sink 
STATION :Drinking water 

SEMI-VOLATILE ORGANIC COMPOUNDS -- EPA METHOD 525 

1. N-Nitrosodimethylamine 
2. Phenol 
3. bisC2-Chloroethyl)ether 
4. 2-Chlorophenol 
5. 1,3-Dichlorobenzene 
6. 1,4-Dichlorobenzene 
7. 1,2-Dichlorobenzene 
8. bisC2-Chloroisopropyl)ether 
9. N-Nitroso-Di-n-propylamine 

Hexachloroethane 
Nitrobenzene 

10. 
11. 
12. 
13. 
14. 
15. 
16. 
17. 
18. 
19. 
20. 
21. 
'"r'") ......... 

Isophorone 
2-Nitrophenol 
2,4-Dimethylphenol 
bisC2-Chloroethoxy)methane 
2,4-Dichlorophenol 
1,2,4-Trichlorobenzene 
Napthalene 
Hexachl orobuta.di ene 
4-Chloro-3-methylphenol 
Hexachlorocyclopentadiene 
2,4,6-Trichlorophenol 

Es§Ybi§ 

< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 

5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 

ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
Ltg/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
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• EPAINVLAP 1262 • NV DOH 10903 • NJ ·DEP n678 
• AIHA ACCREDITATION NO. 135 • PA DER 06-353 

CLIENT: Allied Signal, Inc. 
Margar~t & B~rmuda Sts. 
Bridg~ Str~et ~ntranc~ 
Philad~lphia, PA 19137 

SAMPLE #: 93-0118-011 
SAMPLE DATE: 1-18-93 
SAMPLE TIME: 0830 

SAMPLED BY: RS 
RECEIVED BY: LR 

Attn: C. Epst~in DATE & TIME RECEIVED: 01-18-93 1445 
PROJECT DESCRIPTION:DW 0193Q TQ training center sink 
STATION :Drinking water 

SEMI-VOLATILE ORGANIC COMPOUNDS EPA METHOD 525 

E~B~r:!5I~J3 B5§Ybi.§ 

23. 2-Chloronaphthal~n~ < 5.00 ug/L 
. 24. Dim~thylphthalat~ < s.oo ug/L 
25. Ac~naphthyl~nE- < 5.00 ug/L 
26. 2,6-Dinitrotolu~nE- < 5.00 ug/L 
27. Ac~naphthE-n~ < s.oo ug/L 
28. 2,4-Dinitroph~nol - < s.oo ug/L 
29. 4-Ni trophE'nc•l < 5.00 ug/L 
30. 2 1 4-Dinitrotolu~n~ < 5.00 ug/L 
31. Di~thylphthalatE- < 5.00 ug/L 
32. 4-Chloroph~nyl-phE-nyl~th~r < 5.00 ug/L 
":'":' ....... FluorE-nE- - < 5.00 ug/L 
34. 4,6-Dinitro-2-m~thylphE-nol < 5.00 ug/L 
35. N-NitrosodiphE-nylamine < 5.00 ug/L 
36. 4-Bromophenyl-phE-nyl~thE'r -' 

' 5.00 ug/L 
37. HE'xachlorobE'nzE'n~ < 5.00 ug/L 
38. PE'ntachlorophenol < 5.00 ug/L 
3'3. Ph~nanthr~ne < 5.00 ug/L 
40. Anthra•:E'n~ < 5.00 ug/L 
41. Di-n-butylphthalate < 5.00 ug/L 
4-") ..... FluoranthE-ne < s.oo ug/L 
43. BE-nzidine < s.oo ug/L 
44. Pyren~ < s.oo ug/L 
45. Butyl benzyl phthalatE- < 5.00 ug/L 
46. 3,3'-DichlorobenzidinE- < 5.00 ug/L 
47. Benzo(a)anthracE-nE- < 5.00 ug/L 
48. ChrysenE- < 5.00 ug/L 
49. bis-<2-Ethylhexyl)phthalate < 5.00 ug/L 

4418 POTTSVILLE PII<E, READING, PENNSYliN.IIA 19805 215-921-8833 FAX 215-921-8687 



MDS LABORATORY REPORT 
Laboratories INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING - --~~~~ 

• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP 77678 
• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

CLIENT: Allied Signal, Inc. 
Margar~t & B~rmuda Sts. 
Bridg~ Str~~t ~ntranc~ 
Philad~lphia, PA 19137 

SAMPLE #: 93-0118-011 
SAMPLE DATE: 1-18-93 
SAMPLE TIME: 0830 

SAMPLED BY.: F~S 
RECEIVED BY: LR 

Attn: C. Epst~in DATE & TIME RECEIVED: 01-18-93 1445 
PROJECT DESCRIPTION:DW 0193Q TQ training center sink 
STATION :Drinking water 

SEMI-VOLATILE ORGANIC COMPOUNDS -- EPA METHOD 525 

E~B~t!sisJ~ 

50. Di-n-octylphthalat~ 

51. B~nzo(blfluoranthene 
~·-· ;:J~. Benzo(k)fluoranthene 
53. Benz c• (a) pyr ~n~ 
54. IndenoC1,2,3-cdlpyr~ne 
C"C" 
..J..J. Dib~nzo<a,hlanthrac~n~ 
56. B~nzo(g,h,i)p~ryl~n~ 

1. 2-~luoroph~nol 
2. Ph~nol-d6 
3. Nitrobenz~n~-d5 
4. 2-~luorobiph~nyl 
5. 2,4,6-Tribromophenol 
6. T~rphenyl-d14 

EE;.§Ybi.§ 

< 
< 
< , 
.... 

< 
< 
< 

5.00 
5.00 
5.00 
5.00 
5.00 
5. OCl 
5.00 

77.0 
63.0 
75.0 
93.0 

103.0 
106.0 

Reviewed 

ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 

4411 POTTSVILLE PIKE, READING, PENNS'tt:iANIA 19805 215-921-8833 FAX 215-921·9687 
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LABORATORY REPORT MDS 
Laboratories INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING 

• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP n678 
• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

CLIENT: Allied Signal, Inc. SAMPLE #: 93-0118-012 
Margaret & Bermuda Sts. SAMPLE DATE: 1-18-93 
Bridge Street entrance SAMPLE TIME: 0930 
Philadelphia, PA 19137 SAMPLED BY: GH 

RECEIVED BY: LR 
Attn: C. Epstein DATE & TIME RECEIVED: 01-18-93 1445 

PROJECT DESCRIPTION:DW 0193F water fountain in maintenance foreman's 
STATION :office 

ee8ett~I~E 
BOD 
Duplicate 
TOC 
Acidity 
Alkalinity 
Hardt1ess 
pH 
Cc•nductivity 
Specific Gravity 
Cc•l cor ( Pt -Cc•) 
Odor CTON) 
Turbidity (NTU) 
Brc•r.-.ide 
Chl c•Y ide 
FluoYide 
Iodide 
Free •:hlc•rine 
Cyanide, total 
Cyanide, free 
Arnmot1 i a nitrogen 
Nitrate nitrogen 
Nitrite nitrc•gen 
Kjeldahl nitrogen 
Organic nitrogen 
Phosphate, total 
Phosphate, ortho 
Silica as Si02 
Sulfate 
Sulfite 
Sulfide 
Tc•tal solids 
Dissolved solids 
Suspended solids 
Volatile solids 
Settleable solids 
Grease & c•i 1 
Duplicate 
Detergents 
Phenc•l s 

drinking water 

eeB.ett!ii!iE 
Aluminum 
Anti mc•ny 
Arsenic < 
Barium < 
Beryllium 
Cadmium < 
Calcium 
Chromium, total 
Chromium, .,e ~~~. 

Copper 
Iron 
Lead HGA 
Magnesium 
Manganese 
Mercury < 
Molybd~num 
Nickel < 
Potassium 
Selenium < 
Silver < 
Si 1 i c•:on 
Sodium 
Thallium 
Tin 
Titanium 
Vanadiuw 
Zinc 

OTHEF~ PAF~AMETERS: 
Coliform 0 
Standard plate count 1.5 

Reviewed 

B.!i§b!b.I§ 

0.001 rog/L 
0.10 mg/L 

0.0005 mg/L 

0.002 mg/L 

0.02 mg/L 

0.002 mg/L 

0.0002 rng/L 

0.04 rng/L 

0.002 mg/L 
0.01 mg/L 

0.030 mg/L 

colonies/100 
colonies/ml 

4418 POn'SVILl.E PII<E, READING, PENNSYLbNIA 19605 215-921-8833 FIIX 21~921·9617 
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• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP 77678 

CLIENT: 

• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

Allied Signal, Inc. 
Margaret & Bermuda Sts. 
Bridge Street entrance 
Philadelphia, PA 19137 

SAMPLE #: 93-0118-012 
SAMPLE DATE: 1-18-93 
SAMPLE TIME: 0930 

SAMPLED BY: GH 
RECEIVED BY: LF~ 

Attn: C. Epstein DATE & TIME RECEIVED: 01-18-93 1445 
PROJECT DESCRIPTION:DW 0193F water fountain in maintenance foreman's . 
STATION :office - drinking water 

~Qbeiib~ QB§a~l~ gQt!EQI::!~Q§ l~ ~ai~E=~E:e §61~~ 

E!iEe!:!~I~B B~eb!bi 

1. Dichlorodifluoromethane < 1. 00 ug/L 
--=· ..... Ch 1 or c•met hane < 1. 00 ug/L 
3. Vinyl chloride < 1 • (H) ug/L 
4. Br c•rnc•met hane < 1. 00 ug/L 
C" ...,. Chloroethane < 1. 00 ug/L 
6. Trichlorofluoromethane < 1. (10 ug/L 
7. 1,1-Dichloroethene < 1. 00 ug/L 
8. Methylene chlc•ride <' 

' 1. 00 ug/L 
9. trans-1,2-Dichloroethene _, ., 1. 00 ug/L 

10. 1,1-Dichloroethane < 1. 00 ug/L 
11. 2,2-Dichloropropane < 1. 00 ug/L 
12. cis-1,2-Dichloroethene < 1. 00 Ltg/L 
13. Chloroform 32.9 ug/L 
14. Bromochloromethane < 1. 00 ug/L 
15. 1,1,1-Trichloroethane < 1. 00 ug/L 
16. 1,1-Dichloropropene < 1. 00 ug/L 
17. Carbon tetr ac hl c•r ide < 1.00 ug/L 
18. 1,2-Dichloroethane < 1 • (H) ug/L 
19. Benzene < 1. 00 ug/L 
20. Tr i chl or•::.ethene ·' ,, 1. 00 ug/L 
21. 1,2-Dichloropropane < 1. 00 ug/L . .,.-, ......... Bromodichloromethane < 1. 00 ug/L ,.,...., 
~.,:,. Di br omc·r.·.et hane < 1. 00 Ltg/L 
24. cis-1,3-Dichloropropene < 1. 00 ug/L 
,.,c-.... ;;;) . ToluE-ne < 1. 00 ug/L 
26. trans-1,3-Dichloropropene < 1.00 ug/L 
27. 1,1,2-Trichloroethane < 1. 00 ug/L 
28. 1,3-Dichloropropane < 1. 00 ug/L 
29. TE-trachloroethene < 1. 00 ug/L 
30. Dibromochloromethane < 1. (1(1 ug/L 
31. 1,2-DibromoethanE:- < 1. 00 ug/L 
32. Chlorobenzene < 1. 00· ug/L 
33. 1,1,1,2-TetrachloroE:-thane < 1. 00 ug/L 
34. Ethyl benzenE- < 1. 00 ug/L 
35. m-XylE-ne < 1. 00 ug/L 
36. p-Xylene < 1. 00 ug/L 
37. o-XylenE- , 

<, 1. 00 ug/L 

4418 POTTSVIUE PII<E. READING, PENNS'fltANIA 1980!5 21!5-921-8833 FAX 215-921·9687 
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• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP n678 
• AIHA ACCREDITATION NO. 135 • PA DER 06-353 

CLIENT: Allied Signal, Inc. 
Margar~t & B~rmuda Sts. 
Bridg~ Str~et ~ntrance 
Philad~lphia, PA 19137 

SAMPLE.#: 93-0118-012 
SAMPLE DATE: 1-18-93 
SAMPLE TIME: 0930 

SAMPLED BY: GH 
RECEIVED BY: LF.: 

Attn: C. Epst~in DATE & TIME RECEIVED: 01-18-93 1445 
PROJECT DESCRIPTION:DW 0193F water fountain in maintenanc~ foreman's 
STATION :office - drinking water 

Ea8Bt1~Is8 B.s§Ybi 
38. Styren~ < 1. 00 ug/L 
3'3. I sopr •:•pyl benz ~ne ... ,, 1.00 ug/L 
40. Br or11C1 f c•r m < 1. 00 ug/L 
41. 1,1,2,2-Tetrachloroethane < 1. 00 ug/L 
42. 1,2,3-Trichloropropan~ < 1. 00 ug/L 
4'=' ...... n-Pr C•PY 1 b~nz en~ ·' ,, 1. 00 ug/L 
44. Br c•rl••=•benz ~n~ " ., 1. 00 ug/L 
45. 1,3,5-Trimethylbenzen~ < 1. 00 ug/L 
46. 2-Chl orot•:.l uene < 1.00 ug/L 
47. 4-Chl c•rotc•l uet'\e .... . , 1.00 ug/L 
48. tert-Butylbenzene < 1. 00 ug/L 
4'3. 1,2,4-Trimethylbenzene < 1. 00 ug/L 
50. s~c-Butylbenz~ne < 1. (1(1 ug/L 
51. p-Isopropyltoluen~ < 1.00 ug/L 
~·-· ;;;)"'· 1,3-Dichlorob~nzene < 1. 00 ug/L 
53. 1,4-Dichlorobenzen~ < 1. 00 ug/L 
54. n-Butylbenzene < 1. 00 ug/L 
55. 1,2-Dichlorob~nzene 

_, ., 1.00 ug/L 
56. 1,2-Dibromo-3-Chloropropan~ < 1. 00 ug/L 
57. 1,2,4-Trichlorobenzen~ < 1. 00 ug/L 
58. H~xachlorobutadiene < 1. 00 ug/L 
5'3. Naphthalene < 1. 00 ug/L 
60. 1,2,3-Trichlorobenzene < 1 •. 00 ug/L 

Int~rnal Standards 

1-Chloro-2-fluorobenzene 

R~vi~wed 

4418 POTTSVILLE PIKE, READING, PENN~IA 19605 215-921-8833 FAX 215-921-9687 
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• EPAINVLAP 1262 • NV DOH 10903 • NJ DEP 77678 
• AIHA ACCREDITATION NO. 135 • PA DER 06-353 

CLIENT: Allied Signal, Inc. SAMPLE #: 93-0118-012 
Margar~t & B~rmuda Sts. SAMPLE DATE: 1-18-93 
Bridg~ Str~~t ~ntranc~ SAMPLE TIME: 0930 
Philad~lphia, PA 19137 SAMPLED .BY: GH 

RECEIVED BY: LR 
Attn: C. Epstein DATE & TIME RECEIVED: 01-18-93 1445 

PROJECT DESCRIPTION:DW 0193F water fountain in maintenance foreman's 
STATION :office - drinking water 

SEMI-VOLATILE ORGANIC COMPOUNDS -- EPA METHOD 5:25 

eeget:t~I~E g~§Ybi§ 

1. N-Nitrosodim~thylamine ,, ., 5.00 ug/L 
--~ 
"" Phenc•l < 5.00 ug/L ..., 

bis(2-Chloro~thyl)~th~r < 5.00 ug/L-.:.. 
4. 2-Chl orophenc•l < 5.00 ug/L 
5. 1,3-Dichlorobenzene < 5.00 ug/L 
6. 1,4-Dichlorobenzen~ < 5.00 ug/L 
7. 1,2-Dichlorobenzen~ < 5.00 ug/L 
8. bis(2-Chloroisopropyllether < 5.00 ug/L 
'3. N-Nitroso-Di-n-propylamine < 5.00 ug/L 

10. Hexachloroethan~ < 5.00 ug/L 
11. Nitrobenzene < 5.00 ug/L 
12. I sc•phor c•ne < 5.00 ug/L 
13. 2-Nitroph~nol < 5.00 ug/L 
14. 2,4-Dimethylph~nol < 5.00 ug/L 
15. bis(:2-Chloro~thoxylmethane < 5.00 ug/L 
16. 2,4-Dichloroph~nol < 5.00 ug/L 
17. 1,2,4-Trichlorob~nz~n~ < 5.00 ug/L 
18. Napthalene < 5.00 ug/L 
19. H~xachlorobutadi~n~ < 5.00 ug/L 
20. 4-Chloro-3-methylphenol < 5.00 ug/L 
21. Hexachlorocyclopentadi~ne < 5.00 ug/L .-...-.. 
"-"-• 2,4,6-Trichlorophenol < 5.00 ug/L 

4418 POTTSVILLE PIKE. READING, PENNSVLtANIA 19805 215-921-1833 FliX. 215-921-9687 
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• EPAINVLAP 1262 • NY.DOH 10903 • NJ DEP n678 

CLIENT: 

• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

Allied Signal, Inc. 
Margaret & Bermuda Sts. 
Bridge Street entrance 
Philadelphia, PA 19137 

SAMPLE #: 93-0118-012 
SAMPLE DATE: 1-18-93 
SAMPLE TIME: 0930 

SAMPLED BY: GH 
RECEIVED BY: LR 

Attn: C. Epstein DATE ~ TIME RECEIVED: 01-18-93 1445 
F'F~OJECT DESCRIPTION:DW 0193F' water fountain in maintenance- foreMan's 
STATION :office - drinking water 

SEMI-VOLATILE ORGANIC COMPOUNDS EPA METHOD 525 

eeBt1tl~I~8 8~§Ybi§ 

-"":•":' 
"'-.J• 2-Chloronaphthalene- < 5.00 ug/L 
24. Dimethyl phthalate- < 5.00 ug/L 
.-.~ 
4~· Acenaphthylene < 5.00 ug/L 
26. 2,6-Dinitrotoluene < 5.00 ug/L 
27. Acenaphthene < 5.00 ug/L 
28. 2, 4-Di ni trophenc·l- < 5.00 ug/L 
2'3. 4-Ni trophenc•l < 5.00 ug/L 
30. 2,4-Dinitrotoluene < 5.00 ug/L 
31. Diethylphthalate < 5.00 ug/L 
~·-· ..:.~. 4-Chlorophenyl-phenylether < 5.00 ug/L 
33. Fluorene < 5.00 ug/L 
34. 4,6-Dinitro-2-methylphenol < 5.00 ug/L 
35. N-Nitrosodiphenylamine < 5.00 ug/L 
36. 4-Bromophenyl-phenylethe-r < 5.00 ug/L 
37. Hexachlorobenzene < 5.00 ug/L 
38. Pentachlorophenol < 5.00 ug/L 
39. Phenanthre-ne < 5.00 ug/L 
40. Anthr:acene < 5.00 ug/L 
41. Di-n-butylphthalate- < 5.00 ug/L 
4·-:· ...... Fluoranthene- < 5.00 ug/L 
43. Be-nzidine < 5.00 ug/L 
44. Pyrene < 5.00 ug/L 
45. Butyl benzyl phthalate < 5.00 ug/L 

. 46. 3,3'-Dichlorobenzidine < 5.00 ug/L 
47. Benzo(a)anthracene < 5. 0(1 ug/L 
48. Chrysene < 5.00 ug/L 
4'3. bis-(2-Ethylhexyl)phthalate < 5.00 ug/L 

4418 POTTSVILLE PIKE, FIEADING, PENN~IA 19805 215-921~ F,;x 215-921·9687 



M:l MDS LABORATORY REPORT 
--· s-:--L_a_bo_r_a_t_on_·_es~-----=..:IN..:..:D::...:U::...:S::...:T~R:::IA...::L::....:....:.HY..:....G=:;I:.=E:.:..:N:.::E:....___-=EN:.:.V.:..:I~R~O~N:..:.:M:.::E:.:..:N:....:.T!:!A~L ..!.T!=:ES~T~I~N~G-

• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP 77678 
• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

CLIENT: Allied Signal, Inc. 
Margar~t & B~rmuda Sts. 

· Br i dg~ Str~~t ~ntranc~ 
Philad~lphia, PA 19137 

SAMPLE #: 93-0118-012 
SAMPLE DATE: 1-18-93 
SAMPLE TIME: 0930 

SAMPLED BY: GH 
RECEIVED BY: LF~ 

Attn: C. Epst~in DATE & TIME RECEIVED: 01-18-93 1445 
PROJECT DESCRIPTION:DW 0193F water fountain in maintenance foreman's 
STATION :office - drinking water 

SEMI-VOLATILE ORGANIC COMPOUNDS 

e~e~!::lsigs 

50. Di-n-octylphthalat~ 
51. B~nzo(b)fluoranth~n~ 
52. B~nzo(k)fluoranth~ne· 
53. B~nzo(a)pyren~ 
54. Ind~no<1,2,3-cd)pyr~n~ 
55. Dib~nzo(a,h)anthrac~n~ 
56. B~nzo(g,h,i)p~ryl~n~ 

1. 2-rluoroph~nol 
2. Ph~nc•l-d6 

3. Nitrobenzene-d5 
4. 2-Fluorobiph~nyl 
S. 2,4,6-Tribromoph~nol 
6. T~rph~nyl-d14 

-- EPA METHOD 

Bs§Ybi§ 

< 
< 
< 
< 
< 
< 
< 

s.oo 
s.oo 
5.00 
5.00 
5.00 
5.00 
5.00 

72.0 
56.0 
80.0 

100.0 
104.0 
114.0 

Revi~w~d 

525 

ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 

4418 POTTSVIu.E PIKE. READING, PENN~IA 19e05 215-921-al33 FAX 215-921·9887 
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MDS LABORATORY REPORT 
Laboratories INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING ---- ----------------------~~~~~~~~~~----~~~~~~~~~~~~-

• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP 77678 
• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

CLIENT: Allied Signal, Inc. SAMPLE #: 93-0118-013 
Margaret L Bermuda Sts. SAMPLE DATE: 1-18-93 
Bridge Street entrance SAMPLE TIME: 0930 
Philadelphia, PA 19137 SAMPLED BY: GH 

RECEIVED BY: LR 
Attn: C. Epstein ~DATE & TIME RECEIVED: 01-18-93 1445 

PROJECT DESCRIPTION:DW 0193 water fountain -maintenance break 
STATION :Drinking water ~ .JI}IIttr"' 

area 

.EeE:~!::t~I&B B&§.b!.bi§ feBet!&I.&E 
BOD Aluminum 
Duplicate Antimony 
TOC Arsenic < 0.001 mg/L 
Acidity Barium < 0.10 mg/L 
Alkalinity Beryllium 
Hardness Cadmium < 0.0005 mg/L 
pH Calcium 
Conductivity Chromium, total 0.002 mg/L 
Specific Gravity Chromium, hex. 
Color CPt-Co) Copper 0.02 mg/L 
Odor CTON) Iron 
Turbidity CNTU) Lead HGA 0.002 mg/L 
Bromide Magnesium 
Chloride Manganese 
Fluoride Mercury < 0.0002 mg/L 
Iodide Molybdenum 
Free chlorine Nickel · < 0.04 mg/L 
Cyanide, total Potassium 
Cyanide, free Selenium < 0.002 mg/L 
Ammonia nitrogen Silver < 0.01 mg/L 
Nitrate nitrogen Silicon 
Nitrite nitrogen Sodium 
Kjeldahl nitrogen Thallium 
Organic nitrogen Tin 
Phosphate, total Titanium 
Phosphate, ortho Vanadium 
Silica as Si02 Zinc 0.015 mg/L 
Sulfate 

OTHER PARAMETERS: Sulfite 
Sulfide Coliform 0 colonies/100 ml 
Total solids 
Dissolved solids 
Suspended solids 
Volatile solids 
Settleable solids 
13r ease & oi 1 
Duplicate 
Detergents 
Phenc•ls 

Standard plate count 0.4 colonies/ml 

RE!'viewf!'d 

4418 POTTSVILLE PIKE. READING, PENNSYltANIA 1860!5 215-921-6833 FAX 215-921·9887 
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MDS LABORATORY REPORT 
Laboratories INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING - --~~~~ 

CLIENT: 

• EPAINVLAP 1262 • NY DOH 10903 • NJ OEP n678 
• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

Allied Signal, Inc. 
Margaret & Bermuda Sts. 
Bridge Street entranc~ 
Philad~lphia, PA 19137 

SAMPLE #: 93-0118-013 
SAMPLE DATE: 1-18-93 
SAMPLE TIME: 0930 

SAMPLED BY: GH 
RECEIVED BY: LR 

Attn: C. Epst~in DATE ~ TIME RECEIVED: 01-18-93 1445 
PROJECT DESCRIPTION:DW 0193G water fountain in maintenance break area 
STATION :Drinking water 

E.'~E~t!5!5E E5§Yb! 
1. Dichlorodifluorom~thane < 1. (1(1 ug/L 

•':) 

"" Chl orc·m~that1e < 1. 00 ug/L 
~ ..... Vinyl chloride < 1. 00 ug/L 
4. Bromoroethane < 1. 00 ug/L 
5. Ch 1 cor C•et hane < 1.00 ug/L 
6. Trichlorofluoromethane <' 

' 1. 00 ug/L 
7. 1,1-Dichloroethene < 1.00 ug/L 
B. Methylet1e chloride < 1. 00 ug/L 
9. trans-1,2-Dichloroethene < 1. 00 ug/L 

10. 1,1-Dichloroethane < 1.00 ug/L 
11. 2,2-Dichloropropane < 1.00 ug/L 
12. cis-1,2-Dichloroethene < 1.00 ug/L 
13. Chloroform 32.3 ug/L 
14. Bromochloromethane < 1. 00 ug/L 
15. 1,1,1-Trichloroethane , 

<, 1. 00 ug/L 
16. 1,1-Dichloroprop~ne ,.. ., 1.00 ug/L 
17. Carbon tetrachloride < 1. 00 ug/L 
18. 1,2-Dichloro~than~ < 1. 0(1 ug/L 
19. Benzer1e < 1.00 ug/L 
20. Trichloroeth~n~ < 1.00 ug/L 
21. 1,2-Dichloropropane < 1. 00 ug/L 
~~,a 
6.4o Bromodichloromethane < 1.00 Ltg/L 
23. Dibromomethane , 

-... 1. 00 ug/L 
24. cis-1,3-Dichloropropene < 1.00 ug/L 
'"•C' 
..:;.~. Toluene < 1. 00 ug/L 
2E.. trans-1,3-Dichloropropene < 1. 00 ug/L 
27. 1,1,2-Trichloroethane < 1. 00 ug/L 
28. 1,3-Dichloropropane , 

<, 1.00 ug/L 
29. Tetrachloroethene < 1.00 ug/L 
30. Dibromochloromethane < 1.00 ug/L 
31. 1,2-Dibromoethane < 1. 00 ug/L 
32. Chl c•robenz ene < 1.00 ug/L 
33. 1,1,1,2-Tetrachloroethane < 1. 00 ug/L 
34. Ethylbem:~ne < 1.00 ug/L 
35. m-Xylene < 1.00 ug/L 
36. p-Xylene < 1.00 ug/L 
37. o-Xylene < 1.00 ug/L 

4411 POTTSVIUE PIKE. READING, PENNSYLVANIA 19805 215-921-8833 FAX 21~921·9867 
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• EPA/NVLAP 1262 • NY DOH 10903 • NJ DEP n678 
• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

CLIENT: Allied Signal, Inc. SAMPLE . #: 93-0118-013 
Margaret & Bermuda Sts. SAMPLE DATE: 1-18-93 
Bridge Street entran~e SAMPLE TIME: 0930 
Philadelphia, PA 19137 SAMPLED BY: GH 

RECEIVED BY: LF.: 
Attn: C. Epstein DATE & TIME RECEIVED: 01-18-93 1445 

PROJECT DESCRIPTION:DW 0193G water fountain in maintenance break area 
STATION :Drinking water 

E8E8tlsisE Bs§Ybi 
38. Styrene < 1.00 ug/L 
39. Isopropyl benzene < 1.00 ug/L 
40. Bromoform < 1.00 ug/L 
41. 1,1,2,2-Tetrachloroethane < 1. 00 ug/L 
42. 1,2,3-Trichloropropane < 1.00 ug/L 
43. n-Propylbenzene < 1. 0(1 ug/L 
44. Bromobenzene < 1. 00 ug/L 
45. 1,3,5-Trimethylb•nzene < 1.00 ug/L 
46. 2-Chl orotc•l uene < 1.00 ug/L 
47. 4-Chlorotoluene < 1.00 ug/L 
48. tert-Butylbenzene < 1.00 ug/L 
49. 1,2,4-Trimethylbenzene < 1. 00 ug/L 
50. sec-Butyl benzene < 1.00 ug/L 
51. p-Isopropyltoluene < 1. 00 ug/L 
~--~ ... 1,3-Dichlorobenzene , 

<, 1. 00 ug/L 
53. 1, 4-Dichlorobe.nzene < 1.00 ug/L 
54. n-Butylbenzene < 1.00 ug/L 
55. 1,2-Dichlorobenzene < 1. 00 ug/L 
56. 1,2-Dibromo-3-Chloropropane < 1. 00 ug/L 
57. 1,2,4-Trichlorobenzene < 1. 00 ug/L 
58. Hexachlorobutadiene < 1.00 ug/L 
59. Naphthalene < 1. 00 ug/L 
60. 1,2,3-Trichlorobenzene <' . 1 •. 00 ug/L 

Internal Standards 

1-Chloro-2-fluorobenzene 

' Reviewed 

4411 POnsvuE PIKE, READING, PENN~IA 18805 215-921-8133 FAX 215-921·9887 
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LABORATORY REPORT MDS 
Laboratories INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING 

• EPA/NVLAP 1262 • NY DOH 10903 • NJ DEP 77678 
• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

CLIENT: Allied Signal, Inc. SAMPLE #: 93-0118-013 
Margar~t & B~rmuda Sts. SAMPLE DATE: 1-18-93 
Bridge Street entranc~ SAMPLE TIME: 0930 
Philadelphia, PA 19137 SAMPLED BY: GH 

RECEIVED BY: LF.: 
Attn: C. Epstein DATE & TIME RECEIVED: 01-18-93 1445 

PROJECT DESCRIPTION:DW 0193G water fountain in maintenance break area 
STATION :Drinking water 

SEMI-VOLATILE ORGANIC COMPOUNDS -- EPA METHOD 525 

f~E~J::!gigB gg§!:!bi§ 

1. N-Nitrosodiroethylamine < 5.00 ug/L 
~, 

""-• Phenol < 5.00 ug/L 
':.> ...... bis(2-Chloroethyl)ether < 5.00 ug/L 
4. 2-Chlorophenol < 5.00 ug/L 
5. 1,3-Dichlorobenzene < 5.00 ug/L 
6. 1,4-Dichlorobenzene < 5.00 ,ug/L 
7. 1,2-Dichlorobenzene < 5.00 ug/L 
e. bis(2-Chloroisopropyl)ether < 5.00 ug/L 
9. N-Nitroso-Di-n-propylamine < . 5.00 ug/L 

10. Hexachloroethane < 5.00 ug/L 
11. NitrobenzenE- < 5.00 ug/L 
1 ... , ..... Isophorone < 5.00 ug/L 
13. 2-Ni trc•phenol < 5.00 ug/L 
14. 2,4-Dimethylphenol < 5.00 ug/L 
15. bis(2-Chloroethoxy)methane < 5.00 ug/L 
16. 2,4-Dichlorophenol < 5.00 ug/L 
17. 1,2,4-Trichlorobenzene < 5.00 ug/L 
18. Napthalene < 5.00 ug/L 
19. Hexachlorobutadiene < 5.00 ug/L 
20. 4-Chloro-3-methylphenol < 5.00 ug/L 
21. Hexachlorocyclopentadiene < 5.00 ug/L 
22. 2,4,6-Trichlorophenol < 5.00 ug/L 

4411 POTTSVILLE PIKE, READING, PENNSVt.tANIA 19805 215-921-8833 FAX 215-921·9887 
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• EPAINVLAP 1262 • NY DOH 10903 • NJ 'DEP 77678 

CLIENT: 

• AIHA ACCREDITATION NO. 135 • PA DER 06-353 

Allied Signal, Inc. 
Margaret & Bermuda Sts. 
Bridge Street entrance 
Philadelphia, PA 19137 

SAMPLE #: 93-0118-013 
SAMPLE DATE: 1-18-93 
SAMPLE TIME: 0930 

SAMPLED BY: GH 
RECEIVED BY: LF.: 

Attn: C. Epstein DATE & TIME RECEIVED: 01-18-93 1445 
PROJECT DESCRIPTION:DW 0193G wat~r fountain in maint~nanc~ br~ak ar~a 
STATION :Drinking wat~r 

SEMI-VOLATILE ORGANIC COMPOUNDS EPA METHOD 525 

e~B~t!sisB Bs§Ybia 
•":)'"I 
..o;..:i. 2-Chloronaphthalene < 5.00 ug/L 
24. Dimethyl phthalate < 5.00 ug/L 
25. Acenaphthyl~ne < 5.00 ug/L 
26. 2,6-Dinitrotoluene < 5.00 ug/L 
27. Acenaphth~ne < 5.00 ug/L 
28. 2,4-Dinitrophenol < 5.00 ug/L 
29. 4-Nitrophenol < 5.00 ug/L 
30. 2,4-Dinitrotoluene < 5.00 ug/L 
31. Diethylphthalate < 5.00 ug/L 
32. 4-Chlorophenyl-phenylether < 5.00 ug/L 
33. Fluorene < 5.00 ug/L 
34. 4,6-Dinitro-2-methylphenol < 5.00 ug/L 
35. N-Nitrosodiphenylamine < 5.00 ug/L 
36. 4-Bromophenyl-phenylether < 5.00 ug/L 
37. Hexachlorobenzene < 5.00 ug/L 
38. Pentachlorophenol < 5.00 ug/L 
39. Phenanthrene < 5.00 ug/L 
40. Anthracene < 5.00 ug/L 
4L Di-n-butylphthalate < 5.00 ug/L 
42. Fluoranthene < 5.00 ug/L 
43. Benzidine < 5.00 ug/L 
44. Pyrene < 5.00 ug/L 
45. Butyl benzyl phthalate < 5.00 ug/L 

-46. 3,3'-Dichlorobenzidine , 
'• 5.00 ug/L 

47. Benzo(a)anthracene < 5.00 ug/L 
48. Chrysene < 5.00 ug/L 
49. bis-<2-Ethylhexyl)phthalate < 5.00 ug/L 

4411 POTTSVIUE PII<E, READING, PeNN~ANIA 19805 215-921-8833 FAX 215-921-9187 
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• EPAINVL.AP 1262 • NY DOH 10903 • NJ DEP n678 
• AIHA ACCREDITATION NO. 135 • PA DER 06-353 

CLIENT: Allied Signal, Inc. 
Margar~t & B~rmuda Sts. 
Bridg~ Str~~t ~ntranc~ 

Philadelphia, PA 19137 

SAMPLE #: 93-0118-013 
SAMPLE DATE: 1-18-93 
SAMPLE TIME: 0930 

SAMPLED BY: GH 
RECEIVED BY: LR 

Attn: C. Epst~in DATE ~ TIME RECEIVED: 01-18-93 1445 
PROJECT DESCRIPTION:DW 0193G water fountain in maintenance break area 
STATION :Drinking water 

SEMI-VOLATILE ORGANIC COMPOUNDS 

E~B~t!sisB 

50. Di-n-octylphthalat~ 

51. Benzo(b)fluoranthene .,. ... , 
~ ... Benzo(k)fluoranthene 
53. Benzo(a)pyrene 
54. IndenoC1,2,3-cd)pyren~ 

55. Dibenzo(a,h)anthracene 
56. Benzo(g,h,i)perylene 

1. 2-~luorophenol 
2. Phenol-d6 
3. Nitrobenzene-dS 
4. 2-~luorobiphenyl 

5. 2,4,6-Tribromophenol 
6. Terphenyl-d14 

-- EPA METHOD 

BsEYbi§ 
·' ,, 5.00 
< s.oo 
< 5.00 
< 5.00 
< s.oo 
< 5.00 
< 5.00 

~ B~QQ~~BY 

72.0 
54.0 
81.0 

107.0 
86.0 

118.0 

525 

ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 

Reviewed by:~-------------- -
Craig ·R. Achenbach 
Laboratory Supervisor 

4418 POn"SVILLE PII<E, READING. PENNSYCiNIIA 19805 215-921~ FAX 215-921-9887 
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MDS LABORATORY REPORT 
Laboratories INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING ---- --------~~--------~~~~~~~~~~----~~~~~~~~~~~ 

• EPA/NVL.AP 1262 • NY DOH 10903 • NJ DEP 77678 
• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

CLIENT: Allied Signal, Inc. SAMPLE #: 93-o11S-014 
Margaret & Bermuda Sts. SAMPLE DATE: 1-18-93 
Bridge Street entrance SAMPLE TIME: 0930 
Philadelphia, PA 19137 SAMPLED BY: GH 

RECEIVED BY: LR 
Attn: C. Epstein DATE & TIME RECEIVED: 01-18-93 1445 

PROJECT DESCRIPTION:DW 0193H water fountain - maintenance bldg on 
STATION :Drinking water 

EeB~t!siE;B 
BOD 
Duplicate 
TO.C 
Acidity 
Alkalinity 
Hardness 
pH 
Cc•nduct i vi ty 
Specific Gravity 
Color <Pt-Co) 
Odor (TON) 
Turbidity <NTU) 
Bromide 
Chlc•Yide 
Fluoride 
Iodide 
Free chlorine 
Cyanide, total 
Cyanide, free 
Ammonia nitrogen 
Nitrate nitrogen 
Nitrite nitrogen 
Kjeldahl nitrogen 
Organic nitrogen 
Phosphate, total 
Phosphate, ortho 
Silica as Si02 
Sulfate 
Sulfite-

E53Ybi3 E~Bet!siE;B 
Aluminum 
Antimony 
Arsenic < 
BaYium < 
Beryllium 
Cadmium < 
Calcium 
Chromium, total 
.Chromium, hex. 
Copper 
Iron 
Lead HGA 
Magnesiurn 
Manganese 
Mercury < 
Molybdef!Um 
Nickel < 
Potassium 
Selenium < 
Silver < 
Silicon 
Sodium 
Thallium 
Tin 
Titanium 
Vanadium 
Zinc 

OTHER PARAMETERS: 

Es§Ybi§ 

0.001 mg/L 
0.10 mg/L 

0.0005 mg/L 

0.001 mg/L 

0.03 mg/L 

0.002 mg/L 

0.0002 mg/L 

0.04 mg/L 

0.002. mg/L 
0.01 mg/L 

0.005 mg/L 

1st fl 

Sulfide- Coli form 0 colonies/100 ml 
Total solids 
Dissolved solids 
Suspende-d solids 
Volatile solids 
Settleable- solids 
Gre-ase- 8c oi 1 
Duplicate­
Detergents 
Phenols 

Standard plate count 0.5 colonies/ml 

4411 POnSVIUE PIKE, FIEADING, PeNNSY\.tANIA 18805 215-821-8833 FAX 215-921·9887 
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MDS LABORATORY REPORT 
Laboratories INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING ---- ----------------------~~~~~~~~~~----~~~~~~~~~~~~-

• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP n678 
• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

CLIENT: Allied Signal, Inc. SAMPLE#: 93-o11B-014 
Margaret ~ Bermuda Sts. SAMPLE DATE: 1-18-93 
Bridge Street entrance SAMPLE TIME: 0930 
Philadelphia, PA 19137 SAMPLED BY: GH 

RECEIVED BY: LR 
Attn: C. Epstein DATE ~ TIME RECEIVED: 01-18-93 1445 

PROJECT DESCRIPTION:DW 0193H water fountain - maintenance bldg on 1st fl 
STATION :Drinking water 

1. Dichlorodifluoromethane 
2. Chloromethane 
3. Vinyl chloride 
4. Br orr.omet hane 
5. Chlc•roethane 
6. Trichlorofluoromethane 
7. 1,1-Dichloroethe-ne 
8. Methylene chloride 
9. trans-1,2-Dichloroethene 

10. 1,1-Dichloroethane 
11. 2,2-Dichloropropane 
12. cis-1,2-Dichloroethene 
13. Chloroform 
14. Bromochloromethane 
15. 
16. 
17. 
18. 
19 .• 
20. 
21. 
22. 
23. 
24. 
25. 
26. 
27. 
28. 
2'3. 
30. 
31. 
32. 
33. 
34. 
35. 
36. 
37. 

1,1,1-Trichloroe-thane 
1,1-Dichloropropene 
Carbon tetrachloride 
1,2-Dichloroethane 
Benzene 
Trichloroethene 
1,2-Dichloropropane 
Bromodichloromethane 
Dibromomethane 
cis-1,3-Dichloroprope-ne 
Toluene 
trans-1,3-Dichloropropene 
1,1,2-Trichloroethane 
1,3-Dichloropropane 
Tetrachloroethene 
Dibromochlorome-thane 
1,2-Dibromoethane 
Chlorobenze-ne-
1,1,1,2-Tetrachloroe-thane 
Ethyl benzene 
m-Xylene 
p-Xylene 
o-Xylene 

< 1.00 
< 1. (10 
< 1.00 
< 1.00 
< 1.00 
< 1. 00 
< 1. 00 
< 1. 00 
< 1. 00 
< 1.00 
< 1.00 
< 1.00 

33.9 
< 1. 00 
< 1. 00 
< 1. 00 
< 1.00 
< 1. 00 
< 1.00 
< 1.00 
< 1.00 
< 1. 00 
< 1.00 
< 1. 00 
< 1.00 
< 1. 00 
< 1.00 
< 1.00 
< 1.00 
< 1. 00 
< 1.00 
< 1.00 
< 1.00 
< 1. 00 
< 1. 00 
< 1.00 
< 1.00 

4411 POnSVILLE PIKE. READING, PENNSVLbNIA 18805 215-921.-:J:J FAX 215-921·9H7 

ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
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• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP 77678 
• AIHA ACCREDITATION NO. 135 • PA DER 06-353 

CLIENT: Allied Signal, Inc. 
Margar~t & B~rmuda Sts. 
Bridg~ Str~~t entrance 
Philadelphia, PA 19137 

SAMPLE #: 93-Q11B-014 
SAMPLE DATE: 1-18-93 
SAMPLE TIME: 0930 

SAMPLED BY: GH 
RECEIVED BY: LR 

Attn: C. Epst~in DATE & TIME RECEIVED: 01-18-93 1445 
PROJECT DESCRIPTION:DW 0193H water fountain - maintenance bldg on 1st fl 
STATION :Drinking water 

Et:!B~t!s!EB BE§Yb! 
38. Styrene < 1.00 ug/L 
39. Isoprc•pyl b~nz~ne < 1.00 ug/L 
40. Bromo f c•r m < 1.00 ug/L 
41. 1,1,2,2-Tetrachloroethane < 1.00 ug/L 
4"-) -'• 1,2,3-Trichloropropane < 1.00 ug/L 
43. n-Propylbenzene < 1.00 ug/L 
44. Brornobenzene < 1.00 ug/L 
45. 1,3,5-Trim~thylbenz~ne < 1. 00 ug/L 
46. 2-Chlorotoluene < 1.00 ug/L 
47. 4-Chlorotoluene < 1.00 ug/L 
48. tert-Butylbenzene < 1. 00 ug/L 
49. 1,2,4-Trimethylbenzene < 1.00 ug/L 
so. sec-Butyl benzene < 1. 00 ug/L 
51. p-Isopropyltolu~n~ < 1.00 ug/L 
52. 1,3-Dichlorobenzene < 1. 00 ug/L 
53. 1,4-Dichlorobenzen~ < 1.00 ug/L 
54. n-Butyl benz en e. < 1. 00 ug/L 
55. 1,2-Dichlorobenzen~ < 1.00 ug/L 
56. 1,2-Dibromo-3-Chloropropane < 1.00 ug/L 
57. 1,2,4-Trichlorobenzene < 1. 00 ug/L 
58. Hexachlorobutadiene < 1. 00 ug/L 
59. Naphthalene _, 

.... 1 • 00 ug/L 
60. 1,2,3-Trichlorobenzene < 1.00 ug/L 

Internal Standards 

1-Chloro-2-fluorobenz~ne 

Review~d 
by. lltt-~------------Craig R. Achenbach 

Laboratory Supervisor 

4411 PO'TTSVIU.E PIKE, R~NG, PENNSVUW.IA 18805 215-921-8833 FAX 215-921-8887 
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MDS LABORATORY REPORT 
Laboratories INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING ---- ----------~~--------~~~~~~~~~~----~~~~~~~~~~~~-

• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP 77678 
• AIHA ACCREDITATION NO. 135 • PA DER 06-353 

CLIENT: Alli•d Signal, Inc. SAMPLE #: 93-oltB-014 
Margar~t & B~rmuda Sts. SAMPLE DATE: 1-18-93 
Bridg~ Str~~t ~ntranc~ SAMPLE TIME: 0930 
Philad~lphia, PA 19137 SAMPLED BY: GH 

RECEIVED BY: LR 
Attn: C. Epst~in DATE ~ TIME RECEIVED: 01-18-93 1445 

PROJECT DESCRIPTION:DW 0193H water fountain maintenance bldg on 1st Fl. 
STATION :Drinking water 

SEMI-VOLATILE ORGANIC COMPOUNDS -- EPA METHOD 525 

E!!E!!t!sisE Esi!Ybi§ 
1. N-Nitrosodim~thylamin~ < 5.00 ug/L 

•") 

~- Phenol < 5.00 ug/L 
3. bis(2-Chloro~thyllether < 5.00 ug/L 
4. 2-Chl oroph~t'lol < 5.00 ug/L 
5. 1,3-Dichlorobenz~ne < 5.00 ug/L 
6. 1,4-Dichlorob~nzen~ < 5.00 ug/L 
7. 1,2-Dichlorobenzen~ < 5.00 ug/L 
8. bisC2-Chloroisopropyllether < 5.00 ug/L 
9. N-Nitroso-Di-n-propylamin~ < 5.00 ug/L 

10. Hexachloroethane < 5.00 ug/L 
11. Nitrob~nz~ne < 5.00 ug/L 
12. lsophoron~ < 5.00 ug/L 
13. 2-Ni trc•ph~nol < 5.00 ug/L 
14. 2,4-Dimethylphenol < 5.00 ug/L 
15. bis(2-Chloro~thoxy)m~thane < 5.00 ug/L 
16. 2,4-Dichlorophenol < 5.00 ug/L 
17. 1,2,4-Trichlorobenz~ne < s.oo ug/L 
18. Napthalene < 5.00 ug/L 
19. Hexachlorobutadiene < 5.00 ug/L 
20. 4-Chloro-3-methylphenol < 5.00 ug/L 
21. Hexachlorocyclopentadiene < 5.00 ug/L .., ... , 
~~- 2,4,6-Trichlorophenol < 5.00 ug/L 

4418 POTTSVIU.E PIKE, READING, PENNSVltANIA 19805 215-921-8833 FAX 215-921-9687 
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• EPA/NVLAP 1262 • NY DOH 10903 • NJ DEP 77678 

CLIENT: 

• AIHA ACCREDITATION NO. 135 • PA DER 06-353 

Allied Signal, Inc. 
Margaret & Bermuda Sts. 
Bridge Street entrance 
Philadelphia, PA 19137 

SAMPLE #: 93-0118-014 
SAMPLE DATE: 1-18-93 
SAMPLE TIME: 0930 

SAMPLED BY: GH 
RECEIVED BY: LF~ 

Attn: C. Epstein DATE & TIME RECEIVED: 01-18-93 1445 
PROJECT DESCRIPTION:DW 0193H water fountain maintenance bldg on 1st Fl. 
STATION :Drinking water 

SEMI-VOLATILE ORGANIC COMPOUNDS -- EPA METHOD 525 

E~E~t!sisE Es.§Ybi.§ 
'"'•":.' 
..:...;~. 2-Chloronaphthalene < 5.00 ug/L 
24. Dimethyl phthalate < 5.00 ug/L 
25. Acenaphthylene < 5.00 ug/L 
26. 2,6-Dinitrotoluene < 5.00 ug/L 
27. Acenaphthene < 5.00 ug/L 
28. 2,4-Dinitrophenol < 5.00 ug/L 
29. 4-Nitrophenol < 5.00 ug/L 
30. 2,4-Dinitrotoluene < 5.00 ug/L 
31. Diethylphthalate < 5.00 ug/L 
3 ''".1 •• 4-Chlorophenyl-phenylether < 5.00 ug/L 
33. Fluorene < 5.00 ug/L 
34. 4,6-Dinitro-2-methylphenol < 5.00 ug/L 
35. N-Nitrosodiphenylamine < 5.00 ug/L 
36. 4-Bromophenyl-phenylether < 5.00 ug/L 
37. Hexachlorobenzene < 5.00 ug/L 
38. Pentachlorophenol < 5.00 ug/L 
39. Phenanthrene < 5.00 ug/L 
40. Anthracene < 5.00 ug/L 
41. Di-n-butylphthalate < 5.00 ug/L 
4''".1 •• Fluoranthene < 5.00 ug/L 
43. Benzidine <' 

' 5.00 ug/L 
44. Pyrene < 5.00 ug/L 
45. Butyl benzyl phthalate < 5.00 ug/L 
46. 3,3'-Dichlorobenzidine < 5.00 ug/L 
47. Benzo(a)anthracene < 5.00 ug/L 
48. Chrysene < 5.00 ug/L 
49. bis-<2-Ethylhexyl)phthalate < 5.00 ug/L 

4411 POTTSVILLE PII<E. READING, PENNS'tl.iANIA 19805 215-921-1133 FAX 215-921·9887 
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MDS LABORATORY REPORT 
Laboratories INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING - --~~~~ 

• EPAINVLAP 1262 • NY DOH 10903 • NJ DEPn678 
• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

CLIENT: Allied Signal, Inc. 
Margaret & Bermuda Sts. 
Bridge Street entrance 
Philadelphia, PA 19137 

SAMPLE #: 93-ollB-014 
SAMPLE DATE: 1-18-93 
SAMPLE TIME: 0930 

SAMPLED BY: GH 
RECEIVED BY: LR 

Attn: C. Epstein DATE & TIME RECEIVED: 01-18-93 1445 
PROJECT DESCRIPTION:DW 0193H water fountain maintenance bldg on 1st Fl. 
STATION :Drinking water 

SEMI-VOLATILE ORGANIC COMPOUNDS -- EPA METHOD 

E~B.e!:!sisB 

50. Di-n-octylphthalate 
51. Benzo(b)fluoranthene 
52. Benzo(k)fluoranthene 
""':' ...J ..... Benzo(a)pyrene 
54. Indeno<1,2,3-cd)pyrene 
55. Dibenzo<a,h)anthracene 
56. BenzoCg,h,i)perylene 

1. 2-rluorophenol 
2. Phenol-do 
3. Nitrobenzene-d5 
4. 2-rluorobiphenyl 
5. 2,4,6-Tribromophenol 
6. Terphenyl-d14 

Bs.§Ybi.§ 

< 
< 
< 
< 
< 
< 
< 

5.00 
5.()0 
5.00 
5.00 
5.00 
5.00 
5.00 

99.0 
73.0 
82.0 

108.0 
109.0 
114.0 

Reviewed 

525 

ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 

4411 POTTSVILLE PIKE, READING. PEN~IA 18805 215-921-8833 FAX 215-921-9687 
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LABORATORY REPORT M:l MDS 
--· s---L_ab_o_r....;.a;_:_to.::....:n....:..· e.::....:s:...._. ___ ...:.I.:..:N=.DU.::.S.::.T.:..:R.:::IA:..:L=-:..::HY~G=I=-=E::..:N:.:E:...._. _ _:E=N~VI:.!:R:..=.:O:.:N~M=EN:.:..T!!:A:=L~T~E~S:.!.T=.=.:IN~G~ 

• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP n678 
• AIHA ACCREDITATION NO. 135 · • PA DER 06·353 

CLIENT: Allied Signal, Inc. SAMPLE #: 93-0118-015 
Margar~t ~ B~rmuda Sts. SAMPLE DATE: 1-18-93 
Bridg~ Stre~t ~ntranc~ SAMPLE TIME: 0930 
Philadelphia, PA 19137 SAMPLED BY: GH 

RECEIVED ElY: LR 
Attn: C. Epstein DATE & TIME RECEIVED: 01-18-93 1445 

PROJECT DESCRIPTION:DW 0193I water fountain maintenance bldg on 2nd fl. 
STATION :Drinking water 

e~E~tlsisB 
BOD 
Dupl icat~ 
TOC 
Acidity 
Alkalinity 
Hardness 
pH 
Conductivity 
Specific Gravity 
Cc•l c•r <Pt-Co) 
Odor <TON) 
Turbidity <NTU) 
Bromide 
Chloride 
Fluorid~ 
Iodide 
Fre~ •:hlorine 
Cyanide, total 
Cyanide, free 
Ammonia nitrogen 
Nitrate nitrogen 
Nitrite nitrogen 
Kjeldahl nitrogen 
Organic nitrogen 
Phosphate, total 
Phosphate, ortho 
Silica as Si02 
Sulfat£< 
Sul fit£< 
Sulfide 
Total solids 
Dissolved solids 
Suspended solids 
Volatile solids 
Settl£-able solids 
Gr~as~ toe oi 1 
Duplicat~ 
Det£-rgents 
Phenc•ls 

B5EYbiE E~Bf!tlsi5B 
Aluminum 
Antimc•ny 
Arsenic 
Barium 
Beryll i urr. 
Cadmium 
Calcium 
Chromium, total 
Chromium, hex. 
Copper 
Iron 
Lead HGA 
Magnesium 
Manganese 
Mercury 
Molybdenum 
Nickel · 
Potassium 
Selenium 
Silver 
Si 1 i cc•n 
Sodium 
Thallium 
Tin 
Titanium 
Vanadium 
Zinc 

< 
< 

< 

< 

< 

< 
< 

OTHER PARAMETERS: 

EsEYbiE 

0.001 mg/L 
0.10 rng/L 

o.ooos mg/L 

0.001 mg/L 

0.06 mg/L 

0.003 mg/L 

0.0002 mg/L 

0.04 mg/L 

0.002 mg/L 
0.01 mg/L 

0.010 mg/L 

Coliform 0 colonies/100 ml 
Standard plate count 1.7 colonies/ml 

R£-viewed 

4418 POTTSVIu.E PIKE. READING. PENNSYLWANIA 19805 215-921-8833 FAX 215-921-9887 



' i· 
k:; 

, . .. 
'. 

,. 

MDS LABORATORY REPORT 
Laboratories INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING ----- -----------~----------~~~~~~~==~~----~~~~~~~~~~~~ 

• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP n678 
• AIHA ACCREDITATION NO. 135 • PA DER 06-353 

CLIENT: Allied Signal, Inc. SAMPLE #: 93-oltB-015 
Margaret & Bermuda Sts. SAMPLE DATE: 1-18-93 
Bridge Street entrance SAMPLE TIME: 0930 
Philadelphia, PA 19137 SAMPLED BY: GH 

RECEIVED BY: LR 
Attn: C. Epstein DATE L TIME RECEIVED: 01-18-93 1445 

PROJECT DESCRIPTION:DW 0193I water fountain maintenance bldg on 2nd fl. 
STATION :Drinking water 

1. Dichlorodifluoromethane 
2. Chloromethane 
3. Vinyl chloride 
4. Bromomethane 
5. Chlc•roethane 
6. Trichlorofluoromethane 
7. 1,1-Dichloroethene 
8. Methylene chloride 
9. t~ans-1,2-Dichloroethene 

10. 1,1-Dichloroethane 
11. 2,2-Dichloropropane 
12. cis-1,2-Dichloroethene 
13. Chloroform 
14. 
15. 
1 e.. 
17. 
18. 
19. 
20. 
21. 
~ .. .-.J 
~ .... ;.. 

23. 
24. 

26. 
27. 
28. 
29. 
30. 
31. 
32. 
33. 
34. 
35. 
36. 
37. 

Bromochloromethane 
1,1,1-Trichloroethane 
1,1-Dichloropropene 
Carbon tetrachloride 
1,2-Dichloroethane 
Benzene 
Trichloroethene 
1,2-Dichloropropane 
Bromodichloromethane 
Dibromomethane 
cis-1,3-Dichloropropene 
Toluene 
trans-1,3-Dichloropropene 
1,1,2-Trichloroethane 
1,3-Dichloropropane 
Tetrachloroethene 
Dibromochloromethane 
1,2-Dibromoethane 
Chlorobenzene 
1,1,1,2-Tetrachloroethane· 
Ethyl benzene 
rr.-Xyl ene 
p-Xylene 
o-Xylene 

Bs§Ybi 

< 1.00 
< 1.00 
< 1. 00 
< 1.00 
< 1.00 
< 1. 00 
< 1.00 
< 1. 00 
< 1. (I() 
< 1.00 
< 1.00 
< 1. 00 

33.4 
< 1. 00 
< 1.00 
< 1.00 
< 1. 00 
< 1.00 
< 1.00 
< 1. 00 
< 1.00 
< 1. 00 
< 1. 00 
< 1.00 
< 1.00 
< 1.00 
< 1. 00 
< 1.00 
< 1.00 
< 1. 00 
< 1. 00 
< 1.00 
< 1.0() 
< 1.00 
< 1. 00 
< 1. 00 
< 1.00 

ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 

4411 POTTSVIUE PIKE, READING, PENNSYltANIA 19805 215-921-8133 FAX 215-921·9687 
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MDS 
Laboratories 

LABORATORY REPORT 
INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING 

• EPA/NVL.AP 1262 • NY DOH 10903 • NJ DEP 77678 
• AIHA ACCREDITATION NO. 135 • PA DER 06-353 

CLIENT: Allied Signal, Inc. SAMPLE #: 93-0118-015 
Margar&t & B&rmuda Sts. SAMPLE DATE: 1-18-93 
Bridg& Str&&t entrance SAMPLE TIME: 0930 
Philadelphia, PA 19137 SAMPLED BY: GH 

RECEIVED BY: LF.: 
Attn: C. Epstein DATE & TIME RECEIVED: 01-18-93 1445 

PROJECT DESCRIPTION:DW 01931 water fountain maintenance bldg on 2nd fl. 
STATION :Drinking water 

E~E~t!sisE Es§Ybi 
38. Styrene < 1. 00 Llg/L 
3'3. Isoprc•pyl benzene < 1. 0(1 ug/L 
40. Bromo f c•r rtt < 1. 00 ug/L 
41. 1,1,2,2-T&trachloroethane < 1. 00 ug/L 
4-":• ...... 1,2,3-Trichloropropan& < 1.00 ug/L 
43. n-Propylbenz&ne < 1. 00 ug/L 
44~ Br c•rttobenz ene < 1. 00 ug/L 
45. 1,3,5-Trimethylbenzen& < 1.00 Ltg/L 
46. 2-Chl orc•tc•l uene < 1.00 ug/L 
47. 4-Chlorotoluene < 1. 00 ug/L 
48. tert-Butylbenzene < 1.00 ug/L 
4'3. 1,2,4-Trimethylbenzene < 1. 00 ug/L 
50. sec-Butylbenzene < 1.00 ug/L 
51. p-Isopropyltoluene < 1. 00 ug/L 
52. 1,3-Dichlorobenzene < 1.00 ug/L 
53. 1,4-Dichlorobenzene < 1. 00 ug/L 
54. n-Butylbenzene < 1. 00 ug/L 
55. 1,2-Dichlorobenzen& < 1. 00 ug/L 
56. 1,2-Dibromo-3-Chloropropane < 1. 00 ug/L 
57. 1,2,4-Trichlorobenzene < 1. 00 ug/L 
58. Hexachlorobutadiene < 1. 00 ug/L 
59. Naphthalene < 1. 00 ug/L 
60. 1,2,3-Trichlorobenzen& < 1. 00 ug/L 

Internal Standards 

1-Chloro-2-fluorobenzene 

Reviewed 

414111 POTTSVIUE PII<E, READING, PENNSYI.."ilANIA 19805 215-921-8833 FAX 215-921-9687 
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LABORATORY REPORT MDS 

Laboratories INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING 
• EPA/NVL.AP 1262 • NY DOH 10903 • NJ DEP n678 
• AIHA ACCREDITATION NO. 135 • PA DER 06-353 

CLIENT: Allied Signal, Inc. SAMPLE#: 93-0118-015 
Margar~t t · B~rmuda Sts. SAMPLE DATE: 1-18-93 
Bridg~ Str~~t ~ntranc~ SAMPLE TIME: 0930 
Philad~lphia, PA 19137 SAMPLED BY: GH 

RECEIVED BY: LR 
Attn: C. Epstein DATE t TIME RECEIVED:· 01-18-93 1445 

PROJECT DESCRIPTION:DW 01931 water fountain maintenance bldg on 2nd fl. 
STATION :Drinking water 

SEMI-VOLATILE.ORGANIC COMPOUNDS EPA METHOD S2S 
. , 

E:eEet!sisE 
... .. Es.§Ybi.§ 

1. N-Nitrosodimethylamin~ < 5.00 ug/L .-. ..:.. Ph~n·::al < 5.00 ug/L 
3. bis(2-Chloro~thyl)~th~r < 5.00 ug/L 
4. 2-Ch 1 or c•ph~nol < 5.00 ug/L 
5. 1,3-Dichlorobenzen~ < 5.00 ug/L 
6. 1,4-Dichlorobenzene < 5.00 ug/L 
7. 1,2-Dichlorob~nzene < 5.00 ug/L 
8. bis(2-Chloroisopropyl)~ther < 5.00 ug/L 
9. N-Nitroso-Di-n-propylamine < 5.00 ug/L 

10. Hexachloroethane < 5.00 ug/L 
11. Ni trc•benzene < 5.00 ug/L 
12. Isophorone < 5.00 ug/L 
13. 2-Ni t r c•phenc•l < 5.00 ug/L 
14. 2,4-Dimethylph~nol < 5.00 ug/L 
15. bis(2-Chloro~thoxy>m~thane < 5.00 ug/L 
16. 2,4-Dichloroph~nol < 5.00 ug/L 
17. 1, 2, 4-Tri chl c•rob~niene < 5.00 ug/L 
18. Napthal~ne < 5.00 ug/L 
19. Hexachlorobutadiene < 5.00 ug/L 
20. 4-Chloro-3-methylphenol < 5.00 ug/L 
21. Hexachlorocyclopentadiene < 5.00 ug/L .-..-. 
~"-· 2,4,6-Trichlorophenol < 5.00 ug/L 

4418 POTTSVIUE PII<E, READING, PENNSYL.iANIA 19805 215-921-81133 FAX 215-921-9687 
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• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP n678 

CLIENT: 

• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

Allied Signal, Inc. 
Margar~t & B~rmuda Sts. 
Bridg~ Str~~t entrance 
Philad~lphia, PA 19137 

SAMPLE #: 93-0118-015 
SAMPLE DATE: 1-18-93 
SAMPLE TIME: 0930 

SAMPLED BY: GH 
RECEIVED BY: LR 

Attn: C. Epst~in DATE & TIME RECEIVED: 01-18-93 1445 
PROJECT DESCRIPTION:DW 0193I water fountain maintenance bldg on 2nd fl. 
STATION :Drinking water 

SEMI-VOLATILE ORGANIC COMPOUNDS -- EPA METHOD 525 

E~B~tJsisE Bsi!Ybii! 
23. 2-Chloronaphthalene < 5.00 ug/L 
24. Dim~thylphthalat~ < 5.00 ug/L ... ,~ 
.t;.;J. Acenaphthylen~ < 5.00 ug/L 
26. 2,6-Dinitrotolu~n~ < 5.00 ug/L 
27. Acenaphth~ne < 5.00 ug/L 
28. 2,4-Dinitroph~nol < 5.00 ug/L 
29. 4-Nitroph~nol < 5.00 ug/L 
30. 2,4-Dinitrotoluene < 5.00 ug/L 
31. Diethylphthalate < 5.00 ug/L 
32. 4-Chloroph~nyl-phenyl~ther < 5.00 ug/L 
33. F'luorene < 5.00 ug/L 
34. 4,6-Dinitro-2-methylphenol < 5.00 ug/L 
35. N-Nitrosodiphenylamine < 5.00 ug/L 
36. 4-Bromoph~nyl-ph~nyl~th~r < 5.00 ug/L 
37. Hexachlorobenzen~ < 5.00 ug/L 
38. P~ntachloroph~nol < 5.00 ug/L 
39. Ph~nanthr~n~ < 5.00 ug/L 
40. Anthrac~n~ < 5.00 ug/L 
41. Di-n-butylphthalate < 5.00 ug/L 
4.-, ..... F'luoranth ... ne < 5.00 ug/L 
43. B~nzidine < 5.00 ug/L 
44. Pyren~ < 5.00 ug/L 
45. Butylb~nzylphthalate < 5.00 ug/L 
46. 3,3'-Dichlorobenzidin~ < 5.00 ug/L 
47. B~nzo(a)anthracen~ < 5.00 ug/L 
48. Chrysene < s.oo ug/L 
49. bis-(2-Ethylh~xyl>phthalat~ < s.oo ug/L 

4418 POTTSVIu.E PIKE. READING, PENNSYLi'ANIA 19e05 21~921-8833 FAX 21~1·9M'7 
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LABORATORY REPORT MDS 
Laboratories INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING - -~~~-=:..:...:..:..~ 

• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP 77678 
• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

CLIENT: Allied Signal, Inc. SAMPLE #: 93-0118-015 
Margaret g< Bermuda Sts. SAMPLE DATE: 1-18-'33 
Bridge Street entran•:e SAMPLE TIME: 0'330 
Philadelphia, PA 19137 SAMPLED BY: GH 

RECEIVED BY: LR 
Attn: c:. Epstein DATE Sc TIME RECEIVED: 01-18-'33 1445 

PROJECT DESCRIPTION:DW 0193I water .fountain maintenance 
STATION :Drinking water 

SEMI-VOLATILE ORGANIC COMPOUNDS 

Et)Bt)t!grgB 

50. Di-n-octylphthalate 
51. Benzo(b)fluoranthene 
52. Benzo(k)fluoranthene 
53. Benz C• <a) pyr ene 
54. Indeno(1,2,3-cd)pyrene 
55. Dibenzo(a,h)anthracene 
55. Benzo(g,h,i)perylene 

1. 2-rluorophenol 
2. Ph~nol-d6 
3. Nitrobenzene-d5 
4. 2-rluorobiphenyl 
5. 2,4,6-Tribromophenol 
6. Terphenyl-d14 

-- EPA METHOD 

Bg.§Yb!.§ 

< 
< 
< 
< 
< 
< 
< 

5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 

98.0 
77.0 
'32. 0 

122.0 
101.0 
133.0 

Reviewed 

525 

ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 

4418 POTTSVIUE PIKE. READING, PENNSYI3ANIA 19605. 215-921-8833 FAX 215-921-9887 

bldg on 2nd fl. 
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--~-M_.n_s ________ ~~~LA~B~O~R~A~T-O_R~Y~R~E~P~O=R~T~~~ . s-- Laboratories INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING 
• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP 77678 
• AIHA ACCREDITATION NO. 135 • PA DER 06-353 

CLIENT: Allied Signal, Inc. 
Margaret & Bermuda Sts. 
Bridge Street entrance 
Philadelphia, PA 19137 

SAMPLE #: 93-011S-o16 
SAMPLE DATE: 1-18-93 
SAMPLE TIME: 0930 

SAMPLED BY: GH 
RECEIVED BY: LR 

Attn: C. Epstein DATE & TIME RECEIVED: 01-18-93 1445 
PROJECT OESCRIPTION:DW 0193J sink at NE end of Maintenance shop 
STATION :Drinking water 

E~B~t!s!sB 
BOD 
Duplicate 
TOC 
Acidity 
Alkalinity 
Hardness 
pH 
Conductivity 
Specific Gravity 
Color <Pt-Co) 
Odor <TON) 
Turbidity <NTU) 
Bromide 
Chloride 
F'luoride 
Iodide 
F'ree chlorine 
Cyanide, total 
Cyanide, free 
Ammonia nitrogen 
Nitrate nitrogen 
Nitrite nitrogen 
Kjeldahl nitrogen 
Organic nitrogen 
Phosphate, total 
Phosphate, ortho 
Silica as Si02 
Sulfate 
Sulfite 
Sulfide 
Total solids 
Dissolved solids 
Suspended solids 
Volatile solids 
Settl•able solids 
Grease & oi 1 
Duplicate 
Detergents 
Phenols 

Bs§blbi§ E~B~t!s!sB 
Aluminum 
Antimony 
Ars•nic < 
Barium < 
Beryllium 
Cadmium < 
Calcium 
Chromium, total 
Chromium, hex. 
Copp•r < 
Iron 
Lead HGA 
Magnesium 
Manganese 
Mercury < 
Mol ybde!lum 
Nick•l < 
Potassium 
Sel•nium < 
Silv•r < 
Silicon 
Sodium 
Thallium 
Tin 
Titanium 
Vanadium 
Zinc 

OTHER PARAMETERS: 
Coliform 0 
Standard plate count o.s 

Reviewed 

Bs§blbi§ 

0.001 mg/L 
0.10 mg/L 

o.ooos mg/L 

0.001 mg/L 

0.02 mg/L 

0.002 mg/L 

0.0002 mg/L 

0.04 mg/L 

0.002 mg/L 
0.01 mg/L 

0.010 mg/L 

colonies/100 
colonies/ml 

4418 POn'SVIUE PIKE, READING, PENNSYI.fANIA 19805 215-921-8833 FAX 215-921-9687 
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LABORATORY REPORT MDS 
Laboratories INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING 

• EPAJNVLAP 1262 • NY DOH 10903 • NJ DEP 77678 
• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

CLIENT: Alli•d Signal, Inc. 
Margaret & Bermuda Sts. 
Bridge Street entrance 
Philadelphia, PA 19137 

SAMPLE #: 93-o11S-016 
SAMPLE DATE: 1-18-93 
SAMPLE TIME: 0930 

SAMPLED BY: GH 
RECEIVED BY: LR 

Attn: C. Epstein DATE & TIME RECEIVED: 01-18-93 1445 
PROJECT DESCRIPTION:DW 0193J sink at NE end of maintenance shop 
STATION :Drinking water 

1. Dichlorodifluoromethane 
2. Chloromethane 
3. Vinyl chloride 
4. Bromomethane 
5. Chloroethane 
6. Trichlorofluoromethane 
7. 1,1-Dichloroethene 
8. Methylene chloride 
9. trans-1,2-Dichloroethene 

10. 1,1-Dichloroethane 
11. 2,2-Dichloropropane 
12. cis-1,2-Dichloroethene 
13. Chloroform 
14. Bromochloromethane 
15. 1,1,1-Trichloroethane 
16. 1,1-Dichloropropene 
17. Carbon tetrachloride 
18. 1,2-Dichloroe~hane 
19. Benzene 
20. Trichloroethene 
21. 1,2-Dichloropropane 
22. Bromodichloromethane 
23. Dibromomethane 
24. cis-1,3-Dichloropropene 
25. Toluene 
26. trans-1,3-Dichloropropene 
27. 1,1,2-Trichloroethane 
28. 1,3-Dichloropropane 
29. Tetrachloro•thene 
30. Dibromochloromethane 
31. 1,2-Dibromoethane 
32. Chlorobenzen• 
33. 1,1,1,2-Tetr~chloroethane · 
34. Ethylbenzene 
35. m-Xylene 
36. p-Xylene 
37. o-Xylene 

Bs§Yb! 
< 1.00 
< 1. 00 
< 1.00 
< 1.00 
< 1.00 
< 1.00 
< 1.00 
< 1.00 
< 1.00 
< 1.00 
< 1.00 
< 1.00 

33.2 
< 1.00 
< 1.00 
< 1.00 
< 1.00 
< 1.00 
< 1.00 
< 1.00 
< 1.00 
< 1.00 
< 1.00 
< 1.00 
< 1.00 
< 1.00 
< 1.00 
< 1.00 
< 1.00 
< 1.00 
< 1.00 
< 1.00 
< 1.00 
< 1.00 
< 1.00 
< 1.00 
< 1.00 

ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 

4411 POTTSVIUE PIKE. READING, P£NNSYL!ANIA 19805 215-921-8833 FAX 21~921-9M7 
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MDS 
Laboratories 

LABORATORY. REPORT 

CLIENT: 

INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING 
• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP 77678 
• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

Allied Sign~l, Inc. 
Margaret & Bermuda Sts. 
Bridge Street entrance 
Philadelphia, PA 19137 

SAMPLE #: 93-o118-016 
SAMPLE DATE: 1-18-93 
SAMPLE TIME: 0930 

SAMPLED BY: GH 
RECEIVED BY.: LR 

Attn: C. Epstein DATE & TIME RECEIVED: 01-18-93 1445 
PROJECT DESCRIPTION:DW 0193J sink at NE end of mainten~nce shop 
STATION :Drinking w~t•r 

f~B~t!si&B Bs§Ybi 
38. Styrene < 1. 00 ·ug/L 
39. Isopropyl benzene < 1. 00 ug/L 
40. Bromoform < 1. 00 ug/L 
41. 1,1~2,2-Tetrachloroethane < 1.00 ug/L 
42. 1,2,3-Trichloropropane < 1. 00 ug/L 
43. n-Propylbenzene < 1.00 ug/L 
44. Brornobenzene < 1.00 ug/L 
45. 1,3,5-Trimethylbenzene < 1.00 ug/L 
46. 2-Chlorotoluene < 1.00 ug/L 
47. 4-Chlorotoluene < 1.00 ug/L 
48. tert-Butylbenzene < 1.00 ug/L 
4'9. 1,2,4-Trimethylbenzene < 1.00 ug/L 
so. sec-Butyl benzene < 1.00 ug/L 
51. p-Isopropyltoluene < 1.00 ug/L 
52. 1,3-Dichlorobenzene < 1.00 ug/L 
53. 1,4-Dichlorobenzene < 1. 00 ug/L 
S4. n-Butyl benzene. < 1.00 ug/L 
55. 1,2-Dichlorobenzene < 1.00 ug/L 
S6. 1,2-Dibrorno-3-Chloropropane < 1.00 ug/L 
57. 1,2,4-Trichlorobenzene < 1.00 ug/L 
sa. Hexachlorobutadiene < 1.00 ug/L 
5'9. Naphthalene < 1.00 ug/L 
60. 1,2,3-Trichlorobenzen• < 1.00 ug/L 

Internal Standards 

1-Chloro-2-fluorobenzene 

Reviewed 

4411 POTTSVIUE PII<E. READING, PeNNSVI;!ANIA 18805 215-921-8833 FAX 215-921-9687 
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LABORATORY REPORT MDS 
Laboratories INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING 

CLIENT: 

• EPA/NVLAP 1262 • NY DOH 10903 • NJ DEP n678 
• AIHA ACCREDITATION NO. 135 • PA DER 06-353 

Allied Signal, Inc. 
Margaret ~ Bermuda Sts. 
Bridge Street entrance 
Philadelphia, PA 19137 

SAMPLE #: 93-otlS-016 
SAMPLE DATE: 1-18-93 
SAMPLE TIME: 0930 

SAMPLED BY: GH 
RECEIVED BY: LR 

Attn: C. Epstein DATE & TIME RECEIVED: 01-18-93 1445 
PROJECT DESCRIPTION:DW 0193J sink at NE end of maintenance shop 
STATION :Drinking water 

SEHI-VOLATILE.QRGANIC COMPOUNDS 

1. N-Nitrosodimethylamine 
2. Phenol 
3. bis<2-Chloroethyl)ether 
4. 2-Chlorophenol 
5. 1,3-Dichlorobenzene 
6. 1,4-Dichlorobenzene 
7. 1,2-Dichlorobenzene 
8. bisC2-Chloroisopropyl)ether 
9. N-Nitroso-Di-n-propylamine 

10. Hexachloroethane 
11. Nitrobenzene 
12. Isophorone 
13. 2-Nitrophenol 
14. 2,4-Dimethylphenol 
15. bisC2-Chloroethoxy)methane 
16. 2,4-Dichlorophenol 
17. 1,2,4-Trichlorobenzene 
18. Napthalen• 
19. Hexachlorobutadiene 
20. 4-Chloro-3-methylphenol 
21. Hexachlorocyclopentadiene 
22. 2,4,6-Trichlorophenol 

EPA METHOD :525 

B!i.EYbi§ 

< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 

5.00 
s.oo 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
s.oo 
5.00 
5.00 
s.oo 
s.oo 
5.00 
s.oo 
5.00 
s.oo 
5.00 
5.00 

ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 

4411 POTTSVIUE Plt<E, READING, PENNSYL!ANIA 1980!5 215-921-8833 FAX 215-921-9887 
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• EPA/NVLAP 1262 • NY DOH 10903 • NJ DEP n678 

CLIENT: 

• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

Allied Signal, Inc. 
Margaret 8c Be'rmuda Sts. 
Bridge Street entrance 
Philadelphia, PA 19137 

SAMPLE #: 93-0118-016 
SAMPLE DATE: 1-18-93 
SAMPLE TIME: 0930 

SAMPLED BY: GH 
RECEIVED BY: LR 

Attn: C. Epstein DATE & TIME RECEIVED: 01-18-93 1445 
PROJECT DESCRIPTION:DW 0193J sink at NE end of maintenance shop 
STATION :Drinking water 

SEMI-VOLATILE ORGANIC COMPOUNDS -- EPA METHOD 525 

ff!B~t!sisB Bs3Yb!3 

23. 2-Chloronaphthalene < 5.00 ug/L 
24. Dimethyl phthalate < 5.00 ug/L 
25. Acenaphthylene < 5.00 ug/L 
26. 2,6-Dinitrotoluene < 5.00 ug/L 
27. Acenaphthene < 5.00 ug/L 
28. 2,4-Dinitrophenol < 5.00 ug/L 
29. 4-Nitrophenol < 5.00 ug/L 
30. 2,4-Dinitrotoluene < 5.00 ug/L 
31. Diethylphthalate < 5.00 ug/L 
32. 4-Chlorophenyl-phenylether < 5.00 ug/L 
33. Fluorene < 5.00 ug/L 
34. 4,6-Dinitro-2-methylphenol < 5.00 ug/L 
35. N-Nitrosodiphenylamine < 5.00 ug/L 
36. 4-Bromophenyl-phenylether < 5.00 ug/L 
37. Hexachlorobenzene < 5.00 ug/L 
38. Pentachlorophenol < 5.00 ug/L 
39. Phenanthrene < 5.00 ug/L 
40. Anthracene < 5.00 ug/L 
41. Di-n-butylphthalate < 5.00 ug/L 
42. F'luoranthene < 5.00 ug/L 
43. Benzidine < 5.00 ug/L 
44. Pyrene < s.oo ug/L 
45. Butyl benzyl phthalate < 5.00 ug/L 
46. 3,3'-Dichlorobenzidine < 5.00 ug/L 
47. Benzo(a)anthracene < s.oo ug/L 
48. Chrysene < 5.00 ug/L 
49. bis-<2-Ethylhexyl)phthalate < 5.00 ug/L 

4418 POlTSVIUE PII<E. READING, ~ANIA 198015 215-921-8833 FAX 215-921·9M7 
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--~-M_n_s~~----~~~LA~B~O~R~A~T_O_R~Y~R~E~P~O~R~T~~~ . s:- Laboratories INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING 
• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP 77678 
• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

CLIENT: Allied Signal, Inc. 
Margaret ~ Bermuda Sts. 
Bridge Street entrance 
Philadelphia, PA 19137 

SAMPLE #: 93-0118-016 
SAMPLE DATE: 1-18-93 
SAMPLE TIME: 0930 

SAMPLED BY: GH 
RECEIVED BY: LR 

Attn: C. Epstein DATE ~ TIME RECEIVED: 01-18-93 1445 
PROJECT DESCRIPTION:DW 0193J sink at NE end of maintenance shop 
STATION :Drinking water 

SEMI-VOLATILE ORGANIC COMPOUNDS 

f£!B£!t!grgB 

50. Di-n-octylphthalate 
51. Benzo(b)fluoranthene 
52. Benzo(k)fluoranthene 
53. Benzo(a)pyrene 
54. Indeno<1,2,3-cd)pyrene 
55. Dibenzo<a,h)anthracene 
56. Benzo<g,h,i)perylene 

1. 2-rluorophenol 
2. Phenol-d6 
3. Nitrobenzene-d5 
4. 2-rluorobiphenyl 
5. 2,4,6-Tribromophenol 
6. Terphenyl-d14 

EPA METHOD 

gg.§!Jb!§ 

< 5.00 
< 5.00 
< 5.00 
< 5.00 
< 5.00 
< 5.00 
< 5.00 

~ Bs~Q~sBY 

99.0 
78.0 
83.0 

105.0 
113.0 
127.0 

Reviewed 

525 

ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 

4418 POTTSVILLE PIKE, READING, PENNSY13'NIA 19805 215-921-8833 FAX 215-921·9887 
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--~-M_n_s ________ ~~~LA~B~O~R~A~T_O_R~Y~R~E~P~O~R~T~~~ . s-- Laboratories INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING 
• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP 77678 
• AIHA ACCREDITATION NO. 135 • PA DEA 06-353 

CLIENT: Allied Signal, Inc. SAMPLE #: 93-o11B-017 
Margaret ~ Bermuda Sts. SAMPLE DATE: 1-18-93 
Br i dg"e Street entrance SAMPLE TIME: 0930 
Philadelphia, PA 19137 SAMPLED BY: GH 

RECEIVED BY: LR 
Attn: C. Epstein DATE & TIME RECEIVED: 01-18-93 1445 

PROJECT DESCRIPTION:DW 0193L sink in shipping warehouse 
STATION :(distribution dept.> drinking water 

e~B~t!sisB 
BOD 
Duplicate 
TOC 
Acidity 
Alkalinity 
Hardn£-ss 
pH 
Conductivity 
Specific Gravity 
Col or <Pt-Co) 
Odor <TON) 
Turbidity <NTU) 
Bromide 
Chloride 
F"luoride 
Iodide 
F"ree chlorine 
Cyanide, total 
Cyanide, free 
Ammonia nitrogen 
Nitr~te nitrogen 
Nitrite nitrogen 
Kjeldahl nitrogen 
Organic nitrogen 
Phosphate, total 
Phosphat£-, ortho 
Silica as Si02 
Sulf~te 
Sulfite 
Sulfide 
Total solids 
Dissolved solids 
Suspended solids 
Volatile solids 
Settleable solids 
Grease &c oi 1 
Duplicate 
Detergents 
Phenols 

e~B~t!sisB Bs§!:!bi§ 
Aluminum 
Antimony 
Arsenic < 0.001 mg/L 
Barium < 0.10 mg/L 
Beryllium 
Cadmium < 0.0005 mg/L 
Calcium 
Chromium, total 0.001 mg/L 
Chromium, hex. 
Copper < 0.02 mg/L 
Iron 
Lead HGA 0.003 mg/L 
Magnesium 
Manganese 
Mercury < 0.0002 mg/L 
Mol ybde_num 
Nickel < 0.04 mg/L 
Potassium 
Selenium < 0.002 mg/L 
Silver < 0.01 mg/L 
Silicon 
Sodium 
Thallium 
Tin 
Titanium 
Vanadium 
Zinc 1.230 mg/L 

OTHER PARAMETERS: 
Coliform 0 colonies/100 
Standard plate count 6.2 colonies/ml 

Reviewed by•~-------------Craig R. Achenbach 
Laboratory Supervisor 

.W18 POTTSVIUE PIKE. FIEADING, PENNSYlfANIA 19805 215-921-8833 FltJ( 215-921-9887 
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MDS LABORATORY REPORT 
Laboratories INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING ---- ----------------------~~~~~~~~~~----~~~~~~~~~~~~-

• EPA/NVLAP 1262 • NY DOH 10903 • NJ DEP n678 
• AIHA ACCREDITATION NO. 135 • PA DER 06-353 

CLIENT: Allied Signal, Inc. SAMPLE #: 93-o118-017 
Margaret & Bermuda Sts. SAMPLE DATE: 1-18-93 
Bridge Street entrance SAMPLE TIME: 0930 
Philadelphia, PA 19137 SAMPLED BY: GH 

RECEIVED BY: LR 
Attn: C. Epstein DATE ~ TIME RECEIVED: 01-18-93 1445 

PROJECT DESCRIPTION:DW 0193L sink in shipping warehouse 
STATION :(distribution dept.> drinking water 

~Qb6I!bs QB§61:::!!~ QQt!EQ!:l~Q§ !1:::! ~6IsB=sE6 §~1:..~ 

e6B:6!:!sisB Bs§!:lbi 

1. Dichlorodifluoromethane < 1. 0(1 ug/L 
2. Chloromethane < 1.00 ug/L 
3. Vinyl chloride < 1.00 ug/L 
4. Bromomethane < 1. 00 ug/L 
5. Chloroethane < 1.00 ug/L 
6. Trichlorofluoromethane < 1.00 ug/L 
7. 1,1-Dichloroethene < 1. 00 ug/L 
a. Methylene chloride < 1. 00 ug/L 
9. trans-1,2-Dichloroethene < 1.00 ug/L 

10. 1,1-Dichloroethane < 1. 00 ug/L 
11. 2,2-Dichloropropane < 1. 00 ug/L 
12. cis-1,2-Dichloroethene < 1.00 ug/L 
13. Chloroform 41.8 ug/L 
14. Bromochloromethane < 1.00 ug/L 
15. 1,1,1-Trichloroethane < 1. 00 ug/L 
16. 1,1-Dichloropropene < 1.00 ug/L 

. 17. Carbon tetrachloride < 1.00 ug/L 
18. 1,2-Dichloroethane < 1.00 ug/L 
19. Benzene < 1.00 ug/L 
20. Trichloroeothene < 1.00 ug/L 
:21. 1,2-Dichloropropaneo < 1.00 ug/L 
22. Bromodichloromethaneo < 1.00 ug/L 
23. Dibromomethane < 1.00 ug/L 
24. cis-1,3-Dichloropropeoneo < 1.00 ug/L 
25. Toluene- < 1. 00 ug/L 
26. trans-1,3-Dichloropropeone < 1.00 ug/L 
27. 1,1,2-Trichloroethaneo < 1.00 ug/L 
28. 1,3-Dichloropropaneo < 1. 00 ug/L 
29. Tetrachloroethene < 1.00 ug/L 
30. Dibromochloromethane < 1.00 ug/L 
31. 1,2-Dibromoethane < 1. 00 ug/L 
32. Chlorobenzene < 1.00 ug/L 
33. 1,1,1,2-Tetrachloroethane < 1.00 ug/L 
34. Ethyl benzene < 1.00 ug/L 
35. m-Xylene < 1.00 ug/L 
36. p-Xyleneo < 1.00 ug/L 
37. o-Xylene < 1.00 ug/L 

4418 POTTSVIUE PII<E. READING, PeNNSYlfANIA 19605 215-921-8833 FAX 21~821·S88'7 
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MDS LABORATORY REPORT 
Laboratories INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING ---- ----------------------~~~~~~~--~----~~~~~~~~~~~~ 

• EPAINVLAP 1262 • NY OOH 10903 • NJ OEP 77678 
• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

CLIENT: Allied Signal, Inc. 
Margaret & Bermuda Sts. 
Bridge Street entrance 
Philadelphia, PA 19137 

SAMPLE #: 93-0118-017 
SAMPLE DATE: 1-18-93 
SAMPLE TIME: 0930 

SAMPLED BY: GH 
RECEIVED BY: LR 

Attn: C. Epstein DATE & TIME RECEIVED: 01-18-93 1445 
PROJECT DESCRIPTION:DW 0193L sink in shipping warehouse 
STATION :(distribution dept.) drinking water 

eeBet~~I~B B~§Yb! 

38. Styrene < 1.00 ug/L 
39. Isopropyl benzene < 1.00 ug/L 
40. Bromo for rr. < 1.00 ug/L 
41. 1,1,2,2-Tetrachloroethane < 1.00 ug/L 
42. 1,2,3-Trichloropropane < 1. 00 ug/L 
43. n-Propylbenzene < 1. 00 ug/L 
44. Bromob•nzene < 1. 00 ug/L 
45. 1,3,5-Trimethylbenzene < 1.00 ug/L 
46. 2-Chlorotoluene < 1.00 ug/L 
47. 4-Chlorotoluene < 1.00 ug/L 
48. tert-Butylbenzene < 1. 00 ug/L 
49. 1,2,4-Trimethylbenzene < 1.00 ug/L 
so. sec-Butyl benzene < 1.00 ug/L 
5i. p-Isopropyltoluene < 1.00 ug/L 
52. 1,3-Dichlorobenzene < 1.00 ug/L 
53. 1,4-Dichlorobenzene < 1.00 ug/L 
54. n-Butylbenzene < 1.00 ug/L 
55. 1,2-Dichlorobenzen• < 1.00 ug/L 
56. 1,2-Dibromo-3-Chloropropane < 1. 00 ug/L 
57. 1,2,4-Trichlorobenzene < 1.00 ug/L 
58. Hexachlorobutadiene < 1.00 ug/L 
59. Naphthalene < 1.00 ug/L 
60. 1~2,3-Trichlorobenzene < 1.00 ug/L 

Internal Standards 

1-Chloro-2-fluorobenzene 

Reviewed by:~---------------
Cr~ig R. Achenbach 
Laboratory Supervisor 

.W11 POTTSVIUE PIKE, READING, PENN~ANIA 19805 215-921-6833 FAX 215-921-9687 
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LABORATORY REPORT MDS 

Laboratories INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING 
• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP n678 
• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

CLIENT: Allied Signal, Inc. SAMPLE #: 93-o118-017 
Margaret ~ Bermuda Sts. SAMPLE DATE: 1-18-93 
Bridge Street entrance SAMPLE TIME: 0930 
Philadelphia, PA 19137 SAMPLED BY: GH 

RECEIVED BY: LR 
Attn: C. Epstein DATE ~ TIME RECEIVED:" 01-18-93 1445 

PROJECT DESCRIPTION:DW 0193L sink in shipping warehouse 
STATION :(distribution dept.) drinking water 

SEMI-VOLATILE-ORGANIC COMPOUNDS 

1. N-Nitrosodimethylamine 
2. Phenol 
3. bisC2-Chloroethyl>ether 
4. 2-Chlorophenol 
S. 1,3-Dichlorobenzene 
6. 1,4-Dichlorob•nzene 
7. 1,2-Dichlorobenzene 
8. bisC2-Chloroisopropyl)ether 
9. N-Nitroso-Di-n-propylamine 

10. Hexachloroethane 
11. Nitrobenzene 
12. Isophorone 
13. 2-Nitrophenol 
14. 2,4-Dimethylphenol 
15. bisC2-Chloro•thoxy)methane 
16. 2,4-Dichlorophenol 
17. 1,2,4-Trichlorobenz•n• 
18. Napthalene . 
19. Hexachlorobutadien• 
20. 4-Chloro-3-m•thylphenol 
21. Hexachlorocyclopentadiene 
22. 2,4,6-Trichlorophenol 

EPA tETHOD 525 

< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 

5.00 
5.00 
5.00 
5.00 
s.oo 
5.00 
5.00 
5.00 
s.oo 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
s.oo 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 

ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 

4411 POnSVIU.E PIICE, READING, PeNNSVUANIA 19805 215-921-8833 FIIX 215-921-9887 
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LABORATORY REPORT MDS 
Laboratories INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING - --~~~~ 

• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP 77678 
• AIHA ACCREDITATION NO. 135 • PA DER 06-353 

CLIENT: Allied Signal, Inc. SAMPLE #: 93-o118-017 
Margaret ~ Bermuda St~. SAMPLE DATE: 1-18-93 
Bridge Street entrance SAMPLE TIME: 0930 
Philadelphia, PA 19137 SAMPLED BY: GH 

RECEIVED BY: LR 
Attn: C. Epstein DATE & TIME RECEIVED: 01-18-93 1445 

PROJECT DESCRIPTION:DW 0193L sink in shipping warehouse 
STATION :(distribution dept.> drinking water 

SEMI-VOLATILE ORGANIC COMPOUNDS EPA METHOD 525 

~~B~ttsisB Bs§\Jbi§ 
23. 2-Chloronaphthalene < 5.00 ug/L 
24. Dimethyl phthalate < 5.00 ug/L 
25. Acenaphthylene < 5.00 ug/L 
26. 2,6-Dinitrotoluene < 5.00 ug/L 
27. Acenaphthene < 5.00 ug/L 
28. 2,4-Dinitrophenol < 5.00 ug/L 
29. 4-Nitrophenol < 5.00 ug/L 
30. 2,4-Dinitrotoluene < 5.00 ug/L 
31. Diethylphthalate < 5.00 ug/L 
32. 4-Chlorophenyl-phenylether < 5.00 ug/L 
33. F"luor•ne < 5.00 ug/L 
34. 4,6-Dinitro-2-methylphenol < 5.00 ug/L 
35. N-Nitrosodiphenylamine < 5.00 ug/L 
36. 4-Bromophenyl-phenylether < 5.00 ug/L 
37. Hexachlorobenzene < 5.00 ug/L 
38. Pentachlorophenol ~:- < 5.00 ug/L 
39. PhenanthrenfL' < 5.00 ug/L 
40. Anthracene < 5.00 ug/L 
41. Di-n-butylphthalate < 5.00 ug/L 
42. F'luoranthene < 5.00 ug/L 
43. Benzidine < 5.00 ug/L 
44. Pyrene < 5.00 ug/L 
45. Butyl benzyl phthalate < 5.00 ug/L 
46. 3,3'-Dichlorobenzidine < 5.00 ug/L 
47. Benzo(a)anthracene < s.oo ug/L 
48. Chrysene <· 5.00 ug/L 
49. bis-(2-Ethylh~xyl>phthalate < 5.00 ug/L 

4418 POnSVIUE PIKE, READING, PENN~IA 19605 215-921~ F~ 215-921-9887 



-
"'r· 

,... 

--

~-
., 

-

.. 
: .. : 
._, 
~ 

; 
.; 

--~-tt_a_-~_~_ra_t_on_·e_s _ __ ____:I.;,.;.N=-DU=-.:S:.....::T..:...:R.:.:...I~=L..:..;!:..;..~=I=~.:...;;;N~=-T-Q_R_Y=EN..:...:~;..:.:I~..:...::::...:..N=~=~::..:~..:...:A...:.=L:......:T~E=-ST.:..:.IN::...:..G=---
• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP 77678 

CLIENT: 

• AIHA ACCREDITATION NO. 135 • PA DER 06-353 

Allied Signal, Inc. 
Margaret ~ Bermuda Sts. 
Bridge Street entrance 
Philadelphia, PA 19137 

SAMPLE #: 93-ottS-017 
SAMPLE DATE: 1-18-93 
SAMPLE TIME: 0930 

SAMPLED BY: GH 
RECEIVED BY: LR 

Attn: C. Epstein DATE ~ TIME RECEIVED: 01-18-93 1445 
PROJECT DESCRIPTION:DW 0193L sink in shipping warehouse 
STATION :(distribution dept.) drinking water 

SEMI-VOLATILE ORGANIC COMPOUNDS EPA METHOD 525 

e~B~t!sisB Bs.§Yb!.§ 
so. Di-n-octylphthalate < s.oo ug/L 
51. Benzo(b)fluoranthene < 5.00 ug/L 
52. Benzo(k)fluoranthene < 5.00 ug/L 
53. Benzo(a)pyrene < 5.00 ug/L 
~4. Indeno<1,2,3-cd)pyrene < s.oo ug/L 
55 • Dibenzo<a,h)anthracene < s.oo ug/L 
56. Benzo(g,h,i)perylene < s.oo ug/L 

§YBBQ2~!~ §e!~~ ~Q!jeQY~Q§ ~ B~~Q~~BY: 

1. 2-f"luorophenol 89.0 
2. Phenol-dG 71.0 
3. Nitrobenzene-d5 103.0 
4. 2-f"luorobiphenyl 137.0 
5. 2,4,6-Tribromophenol 117.0 
G. Terphenyl-d14 132.0 

Reviewed 

4411 POTTSVILLE PIKE, READING, PENN~IA 19805 215-921-8833 FAX 215-921-9887 
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MDS 
Laboratories 

LABORATORY REPORT 
INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING 

• EPAJNVLAP 1262 • NY DOH 10903 • NJ DEPn678 
• AIHA ACCREDITATION NO. 135 • PA DER 06-353 

CLIENT: Allied Signal, Inc. SAMPLE #: 
Margaret & Bermuda Sts. SAMPLE DATE: 
Bridge Street entrance SAMPLE TIME: 
Philadelphia, PA 19137 SAMPLED BY: 

RECEIVED BY: 
Attn: C. Epstein DATE ~ TIME RECEIVED: 

PROJECT DESCRIPTION:DW 0193M WAter fountain in CP 
STATION :Drinking water 

f~B~~sisB Bs3Ybi3 
BOD 
Duplicate 
TOC 
Acidity 
Alkalinity 
Hardness 
pH . 
Conductivity 
Specific Gravity 
Color <Pt-Co> 
Odor (TON> 
Turbidity <NTU) 
Bromide 
Chloride 
F"luoride 
Iodide 
F"ree chlorine 
Cyanide, total 
Cyanide, free 
Ammonia nitrogen 
Nitrate nitrogen 
Nitrite nitrogen 
Kjeldahl nitrogen 
Organic nitrogen 
Phosphate, total 
Phosphate, ortho 
Silica as Si02 
Sulfate 

E~B~tJsisB 
Aluminum 
Antimony 
Arsenic 
Barium 
Beryllium 
Cadmium 
Calcium 
Chromium, total 
Chromium, hex. 
Copper 
Iron 
Lead HGA 
Magnesium 
Manganese 
M•rcury 
Mol ybde_num 
Nickel 
Potassium 
SeleniuM 
Silver 
Silicon 
Sodium 
Thallium 
Tin 
Titanium 
Vanadium 
Zinc 

93-0118-018 
1-18-93 
0930 
GH 
LR 
01-18-93 1445 
foreman's office 

Bs§Ybi§ 

< 0.001 mg/L 
< 0.10 mg/L 

< o.ooos mg/L 

0.001 mg/L 

0.04 mg/L 

0.002 mg/L 

< 0.0002 Mg/L 

< 0.04 Mg/L 

< 0.002 mg/L 
< 0.01 Mg/L 

< 0.005 mg/L 

Sulfite OTHER PARAMETERS: 
Sulfide 
Total solids 
Dissolved solids 
Suspended solids 
Volatile solids 
Settleable solids 
Grease ~ oil 
Duplicate 
Detergents 
Phenols 

Coliform 0 colonies/100 ml 
StAndArd plate count 1.3 colonies/ml 

Reviewed 

4411 POTTSVILLE PII<E. READING, PeNNSVLfANIA 11805 215-921-8833 FAX 215-921·8687 
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• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP n678 
• AIHA ACCREDITATION NO. 135 • PA DER 06~353 

CLIENT: Allied Signal, Inc. SAMPLE #: 93-0118-018 
Margaret &t Berrr.uda Sts. SAMPLE DATE: 1-18-93 
Bridge Street entrance SAMPLE TIME: 0930 
Philadelphia, PA 19137 SAMPLED BY: GH 

RECEIVED BY: LR 
Attn: C. Epstein DATE &t TIME RECEIVED: 01-18-93 1445 

PROJECT DESCRIPTION:DW 0193M water fountain in CP foreman's office 
STATION :Drinking water 

f~B~!15I5B Bs§Yb! 
1. Dichlorodifluoromethane < 1. 00 ug/L 
2. Chloromethane < 1.00 ug/L 
3. Vinyl chloride < 1.00 ug/L 
4. Bromomethane < 1.00 ug/L 
5 • Chl oroethane < 1.00 ug/L 
6. Trichlorofluoromethane < 1.00 ug/L 
7. 1,1-Dichloroethene < 1. 00 ug/L 
a. Methylene chloride < 1.00 ug/L 
9. trans-1,2-Dichloroethene < 1.00 ug/L 

10. 1,1-Dichloroethane < 1. 00 ug/L 
11. 2,2-Dichloropropane < 1.00 ug/L 
12. cis-1,2-Dichloroethene < 1. 00 ug/L 
13. Chloroform 20.3 ug/L 
14. Bromochloromethane < 1. 00 ug/L 
15. 1,1,1-Trichloroethane < 1. 00 ug/L 
16. 1,1-Dichloropropene < 1.00 ug/L 
17. Carbon tetrachloride < 1. 00 ug/L 
18. 1,2-Dichloroethane < 1.00 ug/L 
19. Benzene < 1.00 ug/L 
20. Tr ichl oroethene < 1.00 ug/L 
21. 1,2-Dichloropropane < 1.00 ug/L 
22. Bromodichloromethane < 1. 00 ug/L 
23. Dibromomethane < 1. 00 ug/L 
24. cis-1,3-Dichloropropene < 1.00 ug/L 
25. Toluene < 1.00 ug/L 
26. trans-1,3-Dichloropropene < 1. 00 ug/L 
27. 1,1,2-Trichloroethane < 1. 00 ug/L 
28. 1,3-Dichloropropane < 1.00 ug/L 
29. Tetrachloroethene < 1.00 ug/L 
30. Dibromochloromethane < 1.00 ug/L 
31. 1,2-Dibromoethane < 1.00 ug/L 
32. Chlorobenzene < 1.00 ug/L 
33. 1,1,1,2-Tetrachloroethane < 1. 00 ug/L 
34. Ethyl benzene < 1. 00 ug/L 
35. m-Xylene < 1.00 ug/L 
36. p-Xylene < 1. 00 ug/L 
37. o-Xylene < 1.00 ug/L 

4418 PO'n'SVIL.LE PII<E. READING, PENNSYl!ANIA 19805 215-921-8833 FAX 215-921·9887 
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. LABORATORY .REPORT MDS 
Laboratories INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING - --~~~~ 

CLIENT: 

• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP 77678 
• AIHA ACCREDITATION NO. 135 • PA DER 06-353 

Allied Signal, Inc. 
Margaret ~ Bermuda Sts. 
Bridge Street entrance 
Philadelphia, PA 19137 

SAMPLE #: 93-ollS-018 
SAMPLE DATE: 1-18-93 
SAMPLE TIME: 0930 

SAMPLED BY: GH 
RECEIVED BY: LR 

Attn: C. Epstein DATE & TIME RECEIVED: 01-18-93 1445 
PROJECT DESCRIPTION:DW 0193M water fountain in CP foreman's office 
STATION :Drinking water 

f~B~t!5!5B B53Ybi 
38. Styrene < 1. 00 ug/L 
39. Isopropyl benzene < 1. 00 ug/L 
40. Bromoform < 1.00 u,g/L 
41. 1,1,2,2-Tetrachloroethane < 1. 00 ug/L 
4""'• ,. 1,2,3-Trichloropropane < 1.00 ug/L 
43. n-Propylbenzene < 1.00 ug/L 
44. Bromobenzene < 1. 00 ug/L 
45. 1,3,5-Trimethylbenzene < 1. 00 ug/L 
46. 2-Chlorotolu•n• < 1. 00 ug/L 
47. 4-Chlorotoluene < 1.00 ug/L 
48. tert-Butylbenzene < 1.00 ug/L 
49. 1,2,4-Trimethylbenzene < 1.00 ug/L 
so. sec-Butyl benzene < 1.00 ug/L 
51. p-Isopropyltoluene < 1.00 ug/L 
52. 1,3-Dichlorobenzene < 1.00 ug/L 
53. 1,4-Dichlorobenzen~ < 1. 00 ug/L 
54. n-Butyl benzene. < 1.00 ug/L 
55. 1,2-Dichlorobenzene < 1.00 ug/L 
56. 1,2-Dibromo-3-Chloropropane < 1.00 ug/L 
57. 1,2,4-Trichlorobenzene < 1.00 ug/L 
58. H•xachlorobutadien• < 1.00 ug/L 
59. Naphthal•ne < 1.00 ug/L 
60. 1,2,3-Trichlorobenz•ne < 1.00 ug/L 

Internal Standards 

1-Chloro-2-fluorobenzene 

Reviewed 

4411 POTTSVILI.E PIKE. READING. PEN~IA 19805 215-921-8133 FAX 215-921-9687 
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LABORATORY REPORT MDS 

Laboratories INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING 
• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP n678 
• AIHA ACCREDITATION NO. 135 • PA DER 06-353 

CLIENT: Allied Signal, Inc. 
Margaret & Bermuda Sts. 
Bridge Street entrance 
Philadelphia, PA 19137 

SAMPLE #: 93-o11S-018 
SAMPLE DATE: 1-18-93 
SAMPLE TIME: 0930 

SAMPLED BY: GH 
RECEIVED BY: LR 

Attn: C. Epstein DATE & TIME RECEIVED~ 01-18-93 1445 
PROJECT DESCRIPTION:DW 0193M wat•r fountain in CP foreman's offic• 
STATION :Drinking water 

SEMI-VOLATILE ORGANIC COMPOUNDS 

1. N-Nitrosodimethylamine 
2. Phenol 
3. bis<2-Chloroethyl)ether 
4. 2-Chlorophenol 
5. 1,3-Dichlorobenz•ne 
6. 1,4-Dichlorobenz•ne 
7. 1,2-Dichlorobenzene 
8. bis(2-Chloroisopropyl)ether 
9. N-Nitroso-Di-n-propylamine 

10. Hexachloroethane 
11. Nitrobenzene 
12. I sophor one 
13. 2-Nitrophenol 
14. 2,4-Dimethylphenol 
15. bis(2-Chloroethoxy>m•thane 
16. 2,4-Dichloroph•nol 
17. 1,2,4-Trichlorobenzene 
18. Napthalene 
19. Hexachlorobutadiene 
20. 4-Chloro-3-methylphenol 
21. Hexachlorocyclop•ntadiene 
22. 2,4,6-Trichlorophenol 

EPA METHOD 525 

Bs.§Yb!§ 

< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 

5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 

ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 

4411 POTTSVIU.E PIICE, READING, PENNSYL!ANIA 19805 215-921~ FAX 215-921·9887 



MDS LABORATORY REPORT 
Laboratories INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING - --~~---=.:..:..:...~ 

CLIENT: 

• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP n678 
• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

Allied Signal, Inc. 
Margaret & Bermuda Sts. 
Bridge Street entrance 
Philadelphia, PA 19137 

SAMPLE 1: 93-ollB-018 
SAMPLE DATE: 1-18-93 
SAMPLE TIME: 0930 

SAMPLED BY: GH 
RECEIVED BY: LR 

Attn: C. Epstein DATE & TIME RECEIVED: 01-18-93 1445 
PROJECT DESCRIPTION:DW 0193M water fountain in CP foreman's office 
STATION :Drinking water 

SEMI-VOLATILE ORGANIC COMPOUNDS -- EPA METHOD 525 

eeBet!sisB BsaYbia 
23. 2-Chloronaphthalene < 5.00 ug/L 
24. Dimethyl phthalate < 5.00 ug/L 
25. Acenaphthylene < 5.00 ug/L 
26. 2,6-Dinitrotoluene < 5.00 ug/L 
27. Acenaphthene < 5.00 ug/L 
28. 2,4-Dinitrophenol < 5.00 ug/L 
29. 4-Nitrophenol < 5.00 ug/L 
30. 2,4-Dinitrotoluene < 5.00 ug/L 
31. Diethylphthalate < 5.00 ug/L 
32. 4-Chlorophenyl-phenylether < 5.00 ug/L 
33. F"luorene < 5.00 ug/L 
34. 4,6-Dinitro-2-methylphenol < 5.00 ug/L 
35. N-Nitrosodiphenylamine < 5.00 ug/L 
36. 4-Bromophenyl-phenylether < 5.00 ug/L 
37. Hex•chlorobenzene < 5.00 ug/L 
38. Pentachlorophenol < 5.00 ug/L 
39. Phenanthrene < 5.00 ug/L 
40. AnthYacene < 5.00 ug/L 
41. Di-n-butylphthalate < 5.00 ug/L 
42. F"luor•nthene < 5.00 ug/L 
43. Benzidine < 5.00 ug/L 
44. Pyrene < 5.00 ug/L 
45. Butyl benzyl phthalate < 5.00 ug/L 
46. 3,3'-Dichlorobenzidine < 5.00 ug/L 
47. Benzo(a)anthracene < s.oo ug/L 
48. Chrysene < 5.00 ug/L 
49. bis-(2-Ethylhexyl>phthalate < 5.00 ug/L 

4418 POTTSVIUE PIKE. READING, PEN~IA 19805 215-921~ FAX 215-921-9687 



·-. 

""t.· 
..... 

:-.-. 

-:- · , 

--~-~-a_·~-~_ra_t_on_·e_s _ _ __ I_N_OU_S;..._T.......;.R_~_L_!_~_I_~_N~_T_O_R_Y..;;...EN_~_I;_:;._N_~-~-NT...;_TA.......;.L;._T_E-=-ST.;__I_NG~ 
• EPAINVLAP 1262 • NV DOH 10903 • NJ DEP n678 
• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

CLIENT: Allied Signal, Inc. 
Margaret ~ Bermuda Sts. 
Bridge Street entrance 
Philadelphia, PA 19137 

SAMPLE #: 93-o11B-01B 
SAMPLE DATE: 1-18-93 
SAMPLE TIME: 0930 

SAMPLED BY: GH 
RECEIVED BY: LR 

Attn: C. Epst~in DATE ~ TIME RECEIVED: 01-18-93 1445 
PROJECT DESCRIPTION:DW 01931'1 water .fountain in CP foreman's office 
STATION :Drinking water 

SEMI-VOLATILE ORGANIC COMPOUNDS 

f~E~!:15IsB 

50. Di-n-octylphthalate 
51. Benzo(b)fluoranthene 
52. Benzo(k)fluoranthene 
53. Benzo(a)pyrene 
54. Indeno<1,2,3-cd)pyrene 
55. Dibenzo<a,h)anthracene 
56. Benzo<g,h,i)perylene 

1. 2-~luorophenol 
2. Phenol-d6 
3. Nitrobenzene-d5 
4. 2-~luorobiphenyl 
5. 2,4,6-Tribromophenol 
6. Terphenyl-d14 

EPA METHOD 

B5§Yb!§ 

< s.oo 
< 5.00 
< 5.00 
< 5.00 
< 5.00 
< 5.00 
< 5.00 

. 
~ B5J~Q~sBY 

115.0 
91.0 

101.0 
127.0 
107.0 
118.0 

Bs§Yb! 

Reviewed 

525 

ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 

4411 POTTSVIUE PIKE, READING, PENN~IA 19805 215-921-8133 FAX 215-921·9887 
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MDS LABORATORY REPORT 
Laboratories INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING ---- ----------------------~~~~~~~~~~----~~~~~~~~~~~~-

• EPA/NVLAP 1262 • NY DOH 10903 • NJ DEP n678 
• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

CLIENT: Allied Signal, Inc. SAMPLE #: 93-0118-019 
Margaret & Bermuda Sts. SAMPLE DATE: 1-18-93 
Bridge Stre~t entrance SAMPLE TIME: 0930 
Philadelphia, PA 19137 SAMPLED BY: GH 

RECEIVED BY: LR 
Attn: C. Epstein DATE & TIME RECEIVED: 01-18-93 1445 

PROJECT DESCRIPTION:DW 0193N water fountain in CP break area 
STATION :Drinking water 

E~B~~sisB Bs§Ybi§ 
BOD 
Duplicate-
TOe 
Acidity 
Alkalinity 
Hardne-ss 
pH 
Conductivity 
Specific Gravity 
Col or CPt-Co) 
Odor CTON) 
Turbidity CNTU) 
Bromide 
Chloride 
F'luoride 
Iodide 
F'ree chlorine 
Cyanide, total 
Cyanide, free 
Ammonia nitrogen 
Nitrate nitrogen 
Nitrite nitrogen 
Kjeldahl nitrogen 
Organic nitrogen 
Phosphate, total 
Phosphate, ortho 
Silica as Si02 
Sulfate 
Sulfite 
Sulfide 
Total solids 
Dissolved solids 
Suspended solids 
Volatile solids 
Settleable solids 
Grease & oil 
Duplicate 
Detergents 
Phenols 

E~B~t!sisB 
Aluminum 
Antimony 
Arsenic < 
Barium < 
Beryllium 
Cadmium < 
Calcium 
Chromium, total 
Chromium, hex. 
Copper < 
Iron 
Lead HGA 
Magnesium 
Mangane-se­
M•rcury 
Mol ybde.num 
Nickel 
Potassium 

< 

< 

0.001 mg/L 
0.10 mg/L 

0.0005 mg/L 

0.001 mg/L 

0.02 mg/L 

0.002 mg/L 

0.0002 mg/L 

0.04 mg/L 

S•l•nium 
Silv•r 
Silicon 
Sodium 

< 0.002 mg/L 
< 0.01 mg/L 

Thallium 
Tin 
Titanium 
Vanadium 
Zinc 0.010 mg/L 

OTHER PARAMETERS: 
Coliform 0 colonies/100 ml 
Standard plate count 0.4 colonies/ml 

by•~------------Craig R. Achenbach 
Reviewed 

Laboratory Supervisor 

4411 PO'n'SVIUE PII<E. READING, PENNSYL!ANIA 19805 215-921~ FAX 215-921·ges7 
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MDS 
Laboratories 

LABORATORY REPORT 

CLIENT: 

INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING 
• EPAINVL.AP 1262 • NY DOH 10903 • NJ DEP n678 
• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

Allied Signal, Inc. 
Margaret ~ Bermuda Sts. 
Bridg~ Street entrance 
Philadelphia, PA 19137 

SAMPLE #: 93-o118-019 
SAMPLE DATE: 1-18-93 
SAMPLE TIME: 0930 

SAMPLED BY: GH 
RECEIVED BY: LR 

Attn: C. Epst~in DATE & TIME RECEIVED: 01-18-93 1445 
PROJECT DESCRIPTION:DW 0193N water fountain in CP break area 
STATION :Drinking water 

E~E~tJs!sE Bs§Ybi 
1. Dichlorodifluoromethane < 1.00 ug/L 
2. Chloromethane < 1.00 ug/L 
3. Vinyl chloride < 1.00 ug/L 
4. Bromomethane < 1. 00 ug/L 
5 • Chloroethane < 1.00 ug/L 
6. Trichlorofluoromethane < 1.00 ug/L 
7. 1,1-Dichloroethene < 1.00 ug/L 
e. Methylene chloride < 1.00 ug/L 
9. trans-1,2-Dichloroethene < 1.00 ug/L 

10. 1,1-Dichloroethane < 1.00 ug/L 
11. 2,2-Dichloropropane < 1.00 ug/L 
12. cis-1,2-Dichloroethene < 1.00 ug/L 
13. Chloroform 34.7 ug/L 
14. Bromochloromethane < 1.00 ug/L 
15. 1,1,1-Trichloroethane < 1.00 ug/L 
16. · 1~1-Dichloroprop~ne < 1.00 ug/L 
17. Carbon tetrachloride < 1.00 ug/L 
18. 1,2-Dichloroethan~ < 1.00 ug/L 
19. Benzene < 1.00 ug/L 
20. Trichloroethene < 1.00 ug/L 
21. 1,2-Dichloropropane < 1.00 ug/L 
22. Bromodichloromethane < 1.00 ug/L 
23. Dibromomethane < 1.00 ug/L 
24. cis-1,3-Dichloropropene < 1.00 ug/L 
25. Toluene < 1.00 ug/L 
26. trans-1,3-Dichloropropene < 1. 00 ug/L 
27. 1,1,2-Trichloroethane < 1.00 ug/L 
28. 1,3-Dichloropropan~ < 1.00 ug/L 
29. T~trachloroethene < 1.00 ug/L 
30. Dibromochloromethane < 1.00 ug/L 
31. 1,2-Dibromoethane < 1.00 ug/L 
32. Chlorobenzene < 1.00 ug/L 
33. 1,1,1,2-Tetrachloroethane < 1.00 ug/L 
34. Ethyl benzene < 1.00 ug/L 
35. m-Xylene < 1.00 ug/L 
36. p-Xylene < 1.00 ug/L 
37. o-Xylene < 1. 00 ug/L 

4411 POn'SVIllE PIKE, READING, PENNSVLfANIA 19805 215-921-8133 FAX. 215-921·9687 
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• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP 77678 
• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

CLIENT: Allied Signal, Inc. SAMPLE #: 93-ollB-019 
Margaret & Bermuda Sts. SAMPLE DATE: 1-18-93 
Bridge Street entrance SAMPLE TIME: 0930 
Philadelphia, PA 19137 SAMPLED BY: GH 

RECEIVED BY: LR 
Attn: C. Epstein DATE & TIME RECEIVED: 01-18-93 1445 

PROJECT DESCRIPTION:DW 0193N water fountain in CP break area 
STATION :Drinking water 

E~B~t!s!sB Bs§Ybi 
38. Styrene < 1. 00 ug/L 
39. Isopropyl benzene < 1.00 ug/L 
40. Bromoform < 1.00 ug/L 
41. 1,1,2,2-Tetrachloroethane < 1.00 ug/L 
42. 1,2,3-Trichloropropane < 1.00 ug/L 
43 • n-Propylbenzene < 1. 00 ug/L 
44. Bromobenze-ne- < 1. 00 ug/L 
45. 1,3,5-Trimethylbe-nzene < 1.00 ug/L 
46. 2-Chlorotoluene < 1.00 ug/L 
47. 4-Chlorotoluene < 1.00 ug/L 
48. tert-Butylbenzene < 1.00 ug/L 
49. 1,2,4-Trimethylbenzene < 1. 00 ug/L 
so. sec-Butylbenzene < 1.00 ug/L 
51. p-Isopropyltoluene < 1.00 ug/L 
52. 1,3-Dichlorobenzene < 1. 00 ug/L 
53. 1,4-Dichlorobenzene < 1.00 ug/L 
54. n-Butylbenzene < 1. 00 ug/L 
55. 1,2-Dichlorobenzene < 1.00 ug/L 
56. 1,2-Dibromo-3-Chloropropane < 1.00 ug/L 
57. 1,2,4-Trichlorobenzene < 1. 00 ug/L 
58. Hexachlorobutadiene < 1.00 ug/L 
59. Naphthalene < 1.00 ug/L 
60. 1,2,3-Trichlorobenzene- < 1.00 ug/L 

Internal Standards 

1-Chloro-2-fluorobenzene 

Reviewed 

4418 POTTSVIU.E PIKE. READING, PENNSY12ANIA 19105 215-921-8833 FAX 215-921·9887 
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MDS LABORATORY REPORT 
Laboratories INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING ---- ----------------------~~~~~~~~~----~~~~~~~~~~~~ 

• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP 77678 
• AIHA AC.CREDITATION NO. 135 • PA DER 06·353 

CLIENT: Allied Signal, Inc. SAMPLE #: 93-o118-019 
Margaret & Bermuda Sts. SAMPLE DATE: 1-18-93 
Bridge Street entrance SAMPLE TIME: 0930 
Philadelphia, PA 19137 SAMPLED BY: GH 

RECEIVED BY: LR 
Attn: C. Epstein DATE & TIME RECEIVED: 01-18-93 1445 

PROJECT DESCRIPTION:DW 0193N w•ter fountain in CP break area 
STATION :Drinking water 

SEMI-VOLATILE ORGANIC COMPOUNDS -- EPA METHOD 525 

1. N-Nitrosodimethylamine 
2. Phenol 
3. bis(2-Chloroethyl)ether 
4. 2-Chlorophenol 
5. 1,3-Dichlorobenzene 
6. 1,4-Dichlorobenzene 
7. 1,2-Dichlorobenzene 
B. bis(2-Chloroisopropyl)ether 
9. N-Nitroso-Di-n-propylamine 

10. Hexachloroethane 
11. Nitrobenzene 
12. Isophorone 
13. 2-Nitrophenol 
14. 2,4-Dimethylphenol 
15. bis(2-Chloroethoxy)methane 
16. 2,4-Dichlorophenol 
17. 1,2,4-Trichlorobenzene 
18. Napthalene 
19. Hexachlorobutadiene 
20. 4-Chloro-3-methylphenol 
21. Hexachlorocyclopentadiene 
22. 2,4,6-Trichlorophenol 

Bs§Ybi§ 

< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 

5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
·5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 

ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 

4411 POn'SVILl.E PIKE, READING, PENNS'tl.JANIA 19805 215-921-8133 FAX 215-921-9887 
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MDS LABORATORY REPORT 
Laboratories INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING - -~~~~~ 

CLIENT: 

• EPAINVLAP 1262 • NY DOH 10903 • NJ DEPn678 
• AIHA ACCREDITATION NO. 135 • PA DER 06-353 

Allied Signal, Inc. 
Margaret & Bermuda Sts. 
Bridge Street entrance 
Philadelphia, PA 19137 

SAMPLE #: 93-0118-019 
SAMPLE DATE: 1-18-93 
SAMPLE TIME: 0930 

SAMPLED BY= GH 
RECEIVED BY: LR 

Attn: C. Epstein DATE ~ TIME RECEIVED: 01-18-93 1445 
PROJECT DESCRIPTION:DW 0193N water fountain in CP break area 
STATION :Drinking water 

SEMI-VOLATILE ORGANIC COMPOUNDS -- EPA METHOD 525 

El:!Bl:!t!s!sB Bs3Yb!§ 
23. 2-Chloronaphthalene < 5.00 ug/L 
24. Dimethyl phthalate < 5.00 ug/L 
25. Acenaphthylene < 5.00 ug/L 
26. 2,6-Dinitrotoluene < 5.00 ug/L 
27. Acenaphthene < 5.00 ug/L 
28 • 2,4-Dinitrophenol < 5.00 ug/L 
29. 4-Nitrophenol < 5.00 ug/L 
30. 2,4-Dinitrotoluene < 5.00 ug/L 
31. Diethylphthalate < 5.00 ug/L 
32. 4-Chlorophenyl-phenylether < 5.00 ug/L 
33. Fluorene < 5.00 ug/L 
34. 4,6-Dinitro-2-methylphenol < 5.00 ug/L 
35. N-Nitrosodiphenylamine < 5.00 ug/L 
36. 4-Bromophenyl-phenyl•ther < 5.00 ug/L 
37. Hexachlorobenzene < 5.00 ug/L 
38. P~ntachlorophenol < 5.00 ug/L 
39. Phenanthrene < 5.00 ug/L 
40. Anthracene < 5.00 ug/L 
41. Di-n-butylphthalate < 5.00 ug/L 
42. F'luoranthene < 5.00 ug/L 
43. Benzidine < s.oo ug/L 
44. Pyrene < 5.00 ug/L 
45. Butyl benzyl phthalate < s.oo ug/L 
46. 3,3'-Dichlorobenzidine < 5.00 ug/L 
47. Benzo(a)anthracene < 5.00 ug/L 
48. Chrysene < 5.00 ug/L 
49. bis-<2-Ethylhexyl>phthalate < s.oo ug/L 

4418 POTTSVILLE PIKE. READING, PENNS't'lJlNIIA 18605 215-921-8833 FAX 215-921·9887 
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• EPA/NVLAP 1262 • NY DOH 10903 • NJ DEP 77678 
• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

CLIENT: Allied Signal, Inc. 
Margaret ~ B~rmuda Sts. 
Bridg~ Stre~t ~ntranc~ 
Philadelphia, PA 19137 

SAMPLE #: 93-oltS-019 
SAMPLE DATE: 1-18-93 
SAMPLE TIME: 0930 

SAMPLED BY: GH 
RECEIVED BY: LR 

Attn: C. Epst~in DATE ~ TIME RECEIVED: 01-18-93 1445 
PROJECT DESCRIPTION:DW 0193N water ·fountain in CP break ar~a 
STATION :Drinking water 

SEMI-VOLATILE ORGANIC COMPOUNDS -- EPA METHOD 

feB~!:!~I~B 

50. Di-n-octylphthalat~ 
51. Benzo(b)fluoranthen~ 
52. B~nzo(k)fluoranth~ne 
53. B~nzo(a)pyrene 
54. Ind~no<1,2,3-cd)pyr~n~ 
55. Dibenzo(a,h)anthracene 
56. Benzo(g,h,i)perylene 

1. 2-rluorophenol 
2. Phenol-d6 
3. Nitrobenzene-dS 
4. 2-Fluorobiphenyl 
5. 2,4,6-Tribromoph~nol 
6. T~rphenyl-d14 

E~§Yb!§ 

< 
< 
< 
< 
< 
< 
< 

5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 

97.0 
68.0 
94.0 

130.0 
107.0 
121.0 

Bs§Yb! 

Reviewed 

525 

ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 

4411 POTTSVIu.E PIKE, READING. PENNSYJ3NM 19605 215-921-8133 FAX 215-921·9887 
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MDS LABORATORY REPORT 
Laboratories INDUSTRIAL HYGIENE ENVIRONMENTAL tESTING ---- ----------~----------~~~~~~~~~~----~~~~~~~~~~~~-

• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP n678 
• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

CLIENT: Allied Signal, Inc. SAMPLE #: 93-o118-020 
Margaret & Bermuda Sts. SAMPLE DATE: 1-18-93 
Bridge Stre~t entrance SAMPLE TIME: 0930 
Philadelphia, PA 19137 SAMPLED BY: GH 

RECEIVED BY: LR 
Attn: C. Epstein DATE ~ TIME RECEIVED: 01-18-93 1445 

PROJECT DESCRIPTION:DW 0193-0 water fountain in cafeteria 
STATION :Drinking water 

E:eEet!.SI.SE 
BOD 
Duplicate 
TOC 
Acidity 
Alkalinity 
Hardness 
pH 
Conductivity 
Specific Gravity 
Color <Pt-Co) 
Odor <TON) 
Turbidity <NTU) 
Bromide 
Chloride 
Fluoride 
Iodide 
F"r ee chlorine 
Cyanide, total 
Cyanide, free 
Ammonia nitrogen 
Nitrate nitrogen 
Nitrite nitrogen 
Kjeldahl nitrogen 
Organic nitrogen 
Phosphate, total 
Phosphate, ortho 
Silica as Si02 
Sulfate 
Sulfite 
Sulfide 
Total solids 
Dissolved solids 
Suspended solids 
Volatile solids 
Settleable solids 
Grease & oil 
Duplicate 
Detergents 
Phenols 

E:eBet!.SI.SB 
Aluminum 
Antimony 
Arsenic < 
Barium < 
Beryllium 
Cadmium < 
Calcium 
Chromium, total 
Chromium, hex. 
Copper 
Iron 
Lead HGA 
Magnesium 
Manganese 
Mercury < 
Mol ybde_num 
Nickel < 
Potassium 
Selenium < 
Silver < 
Silicon 
Sodium 
Thallium 
Tin 
Titanium 
Vanadium 
Zinc 

OTHER PARAMETERS: 
Coliform 0 
Standard plate count 0.6 

Reviewed 

B.S§b!b!§ 

0.001 mg/L 
0.10 mg/L 

o.ooos mg/L 

0.001 mg/L 

0.11 mg/L 

0.003 mg/L 

0.0002 mg/L 

0.04 mg/L 

0.002 mg/L 
0.01 mg/L 

0.155 mg/L 

colonies/100 
colonies/ml 

4418 POTTSVIUE Pti<E. READING, PENNSYlfANIA 19805 21~921-8833 FAX 215-921·9687 
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• EPAINVLAP 1262 • NV DOH 10903 • NJ DEP 77678 

CLIENT: 

• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

Allied Signal, Inc. 
Margaret & Bermuda Sts. 
Bridge Street entrance 
Philadelphia, PA 19137 

SAMPLE #: 93-o118-020 
SAMPLE DATE: 1-18-93 
SAMPLE TIME: 0930 

SAMPLED BY: GH 
RECEIVED BY: LR 

Attn: C. Epstein DATE ~ TIME RECEIVED: 01-18-93 1445 
PROJECT DESCRIPTION:DW 0193-0 water fountain in cafeteria 
STATION :Drinking water 

E~B~J::!gigB BS:.§!!::!bi 

1. Dichlorodifluoromethane < 1.00 ug/L 
2. Chloromethane < 1.00 ug/L 
3. Vinyl chloride- < 1.00 ug/L 
4. Br orreomet.h ane- < 1. 00 ug/L 
5. Chloroethane < 1.00 ug/L 
6. Trichlorofluoromethane < 1.00 ug/L 
7 • 1,1-Dichloroethene < 1.00 ug/L 
8. Methylene chloride < 1.00 ug/L 
9. trans-1,2-Dichloroethene < 1.00 ug/L 

10. ~,1-Dichloroethane < 1.00 ug/L 
11. 2,2-Dichloropropane < 1. 0(1 ug/L 
12. cis-1,2-Dichloroethene < 1. 00 ug/L 
13. Chloroform 34.6 ug/L 
14. Bromochloromethane < 1.00 ug/L 
15. 1,1,1-Trichloroethane < 1.00 ug/L 
16. 1,1-Dichloropropene < 1.00 ug/L 
17. Carbon tetrachloride < 1.00 ug/L 
18. 1,2-Dichloroethane < 1.00 ug/L 
19. Benzene < 1.00 ug/L 
20. Trichloroethene < 1. 00 ug/L 
21. 1,2-Dichloropropane < 1.00 ug/L 
22. Bromodichloromethane < 1.00 ug/L 
23. Dibromomethane < 1. 00 ug/L 
24. cis-1,3-Dichloropropene < 1.00 ug/L 
25. Toluene < 1.00 ug/L 
26. trans-1,3-Dichloropropene < 1.00 ug/L 
27. 1,1,2-Trichloroethane < 1.00 ug/L 
28. 1,3-Dichloropropane < 1.00 ug/L 
29. Tetrachloroethene < 1.90 ug/L 
30. Dibromochloromethane < 1. 00 ug/L 
31. 1,2-Dibromoethane < 1. 00 ug/L 
32. Chlorobenzene < 1. 00 ug/L 
33. 1,1,1,2-Tetrachloroethane < 1.00 ug/L 
34. Ethyl benzene < 1.00 ug/L 
35. m-Xylene < 1.00 ug/L 
36. p-Xylene < 1.00 ug/L 
37. o-Xylene < 1. 00 ug/L 

4418 POTTSVILl.E PIKE. READING, PENNSYlfANIA 19805 215-921-8833 FAX 215-921·988'7 
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MDS LABORATORY. REPORT 
Laboratories INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING - --~~~~ 

• EPAINVLAP 1262 • NY DOH 10903 • Nj DEP n678 
• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

CLIENT: Allied Signal, Inc. SAMPLE #: 93-0118-020 
Margar~t ~ B~rmuda Sts. SAMPLE DATE: 1-18-93 
Bridg~ Str~~t entrance SAMPLE TIME: 0930 
Philadelphia, PA 19137 SAMPLED BY: GH 

RECEIVED BY: LF.: 
Attn: C. Epstein DATE & TIME RECEIVED: 01-18-93 1445 

PROJECT DESCRIPTION:DW 0193-0 water fountain in cafeteria 
STATION :Drinking water 

E.eB~t!si.5B Es§!='bi 

38. Styr~n~ < 1.00 ug/L 
39. Isopropylb~nz~ne < 1.00 ug/L 
40. Bromoform < 1.00 ug/L 
41. 1,1,2,2-Tetrachloroethan~ < 1.00 ug/L 
42. 1,2,3-Trichloropropan~ < 1.00 ug/L 
43. n-Propylbenzene < 1.00 ug/L 
44. Bromobenz~ne < 1.00 ug/L 
45. 1,3,5-Trimethylb~nzene < 1.00 ug/L 
46. 2-Chlorotolu~n~ < 1.00 ug/L 
47. 4-Chlorotolu~n~ < 1.00 ug/L 
48. t~rt-Butylbenzene < 1.00 ug/L 
49. 1,2,4-Trimethylb~nzen~ < 1. 00 ug/L 
sp. s~c-Butylb~nz~n~ < 1.00 ug/L 
51. p-Isopropyltolu~n~ < 1. 00 ug/L 
52. 1,3-Dichlorobenzene < 1. 00 ug/L 
53. 1,4-Dichlorobenzene < 1. 00 ug/L 
54. n-Butylbenzene < 1.00 ug/L 
55. 1,2-Dichlorobenzene < 1.00 ug/L 
56. 1,2-Dibromo-3-Chloropropane < 1.00 ug/L 
57. 1,2,4-Trichlorobenzene < 1. 00 ug/L 
58. Hexachlorobutadiene < 1.00 ug/L 
59. Naphthalene < 1.00 ug/L 
60. 1,2,3-Trichlorobenz~ne < 1.00 ug/L 

Internal Standards 

1-Chloro-2-fluorobenzene 

Revi~wed by:~---------------Craig R. Ach~nbach 
Laboratory Supervisor 

4411 POn'SVIUE PIKE. READING, PeNNSVlJZANIA 19805 21!5-921-8833 FAX 21!5-921·9687 



MlMDS LABORATORY REPORT ___ . s-- Laboratories INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING 
• EPAINVL.AP 1262 • NY DOH 10903 • NJ DEP n678 
• AIHA ACCREDITATION NO. 135 • PA DER 06-353 

CLIENT: Allied Signal, Inc. 
Margaret & Bermuda Sts. 
Bridge Street entrance 
Philadelphia, PA 19137 

SAMPLE #: 93-o118-020 
SAMPLE DATE: 1-18-93 
SAMPLE TIME: 0930 

SAMPLED BY: GH 
RECEIVED BY: LR 

Attn: C. Epstein DATE & TIME RECEIVEDf 01-18-93 1445 
PROJECT DESCRIPTION:DW 0193-0 water fountain in cafeteria 
STATION :Drinking water 

SEMI-VOLATILE.ORGANIC COMPOUNDS EPA METHOD 525 

eeBt)tJ§;I§;B B§;§Yb!§ 
1. N-Nitrosodimethylamine < s.oo ug/L 
2. Phenol < 5.00 ug/L 
3. bis<2-Chloroethyl)ether < 5.00 ug/L 
4. 2-Chlorophenol < 5.00 ug/L 
5. 1,3-Dichlorobenzene < 5.00 ug/L 
6. ·1,4-Dichlorobenzene < 5.00 ug/L 
7. 1,2-Dichlorobenzene < 5.00 ug/L 
8. bisC2-Chloroisopropyl>ether < 5.00 ug/L 
9. N-Nitroso-Di-n-propylamine < 5.00 ug/L 

10. Hexachloroethane < 5.00 ug/L 
11. Nitrobenzene < 5.00 ug/L 
12. Isophorone < 5 .• 00 ug/L 
13. 2-Nitrophenol < 5.00 ug/L 
14. 2,4-Dimethylphenol < 5.00 ug/L 
15. bisC2-Chloroethoxy>methane < 5.00 ug/L 
16. 2,4-Dichlorophenol < 5.00 ug/L 
17. 1,2,4-Trichlorobenzene < s.oo ug/L 
18. Napthalene < 5.00 ug/L 
19. Hexachlorobutadiene < 5.00 ug/L 
20. 4-Chloro-3-methylphenol < 5.00 ug/L 
21. Hexachlorocyclopentadiene < s.oo ug/L 
22. 2,4,6-Trichlorophenol < 5.00 ug/L 

4411 POn'SVIUE PIICE, READING, PENNSYLJANIA 19805 215-821-1133 FAX 215-821-9887 
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MDS LABORATORY REPORT 
Laboratories INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING - --~~~~ 

CLIENT: 

• EPA/NVLAP 1262 • NY DOH 10903 • NJ DEP n678 
• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

Allied Signal, Inc. 
Margar~t & B~rmuda Sts. 
Bridg~ Str~et entranc~ 

Philad~lphia, PA 19137 

SAMPLE #: 93-0118-020 
SAMPLE DATE: 1-18-93 
SAMPLE TIME: 0930 

SAMPLED BY-: GH 
RECEIVED BY: LR 

Attn: C. Epst~in DATE ~ TIME RECEIVED: 01-18-93 1445 
PROJECT DESCRIPTION:DW 0193-0 water fountain in cafeteria 
STATION :Drinking water 

SEMI-VOLATILE ORGANIC COMPOUNDS EPA METHOD 525 

E~B~t!sisB Be.§Ybi.§ 
23. 2-Chloronaphthalen~ < 5.00 ug/L 
24. Dim~thylphthalat~ < 5.00 ug/L 
25. Acenaphthylene < 5.00 ug/L 
26. 2,6-Dinitrotoluen~ < 5.00 ug/L 
27. Acenaphthen~ < 5.00 ug/L 
28. 2,4-Dinitrophenol < 5.00 ug/L 
29. 4-Nitroph~nol < 5.00 ug/L 
30. 2,4-Dinitrotolu~ne < 5.00 ug/L 
31. Diethylphthalate < 5.00 ug/L 
32. 4-Chlorophenyl-phenylether < 5.00 ug/L 
33. Fluoren~ < 5.00 ug/L 
34. 4,6-Dinitro-2-methylphenol < 5.00 ug/L 
35. N-Nitrosodiphenylamine < 5.00 ug/L 
36. 4-Bromophenyl-phenylether < 5.00 ug/L 
37. H~xachlorobenzene < 5.00 ug/L 
38. P•ntachlorophenol ~- < 5.00 ug/L 
39. Phenanthrene < 5.00 ug/L 
40. Anthracene < 5.00 ug/L 
41. Di-n-butylphthalat~ < 5.00 ug/L 
42. Fluor.anthene < 5.00 ug/L 
43. Benzidine < 5.00 ug/L 
44. Pyr~ne < 5.00 ug/L 
45. Butyl benzyl phthalate < 5.00 ug/L 
46. 3,3'-Dichlorobenzidin~ < 5.00 ug/L 
47. Benzo(a)anthracene < 5.00 ug/L 
48. Chrysen~ < 5.00 ug/L 
49. bis-<2-Ethylhexyl)phthalat~ < 5.00 ug/L 

4418 POTTSVIL.1E PII<E, READING, PeNNSYU'i'NIA 19805 215-921-8833 FAX 215-921·9687 
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• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP 77678 
• AIHA ACCREDITATION NO. 135 • PA DER 06-353 

CLIENT: Allied Signal, Inc. 
Margaret ~ Bermuda Sts. 
Bridge Str~~t ~ntranc~ 
Philad~lphia, PA 19137 

SAMPLE #: 93-0118-020 
SAMPLE DATE: 1-18-93 
SAMPLE TIME: 0930 

SAMPLED BY: GH 
RECEIVED BY: LR 

Attn: C. Epstein DATE & TIME RECEIVED: 01-18-93 1445 
PROJECT DESCRIPTION:DW 0193-0 water fountain in cafeteria 
STATION :Drinking water 

SEMI-VOLATILE ORGANIC COMPOUNDS -- EPA METHOD 525 

EeBet!E:IE:B 
50. Di-n-octylphthalat~ 

51. B~nzo(b)fluoranth~n~ 
5.-J 

""'" B~nzo(k)fluoranthen~ 
53. Benzo(a)pyr~ne 
54. IndenoC1,2,3-cd>pyr~n~ 
55. DibenzoCa,h)anthracene 
56. B~nzoCg,h,i>perylen~ 

1. 2-Fluorophenol 
2. Phenol-d6 
3. Nitrobenzene-d5 
4. 2-Fluorobiphenyl 
5. 2,4,6-Tribromophenol 
6. Terphenyl-d14 

Bs§Ybi§ 

< 5.00 
< 5.00 
< 5.00 
< 5.00 
< 5.00 
< 5.00 
< 5.00 

~ BsgQ~sB~ 

96.0 
72.0 
82.0 

109.0 
88.0 

117.0 

ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 

Reviewed 
by' 11(/;_A:;:h;-;.r;ach--- -

Laboratory Supervisor 

4411 POTTSVILLE Pfi<E. READING, PeNNSV13ANIA 196015 21~921-8833 FAX 215-921·91587 
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MDS LABORATORY REPORT 
Laboratories INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING ---- ----------------------~~~~~~~~~~----~~~~~~~~~~~~-

• EPA/NVLAP 1262 • NY DOH 10903 • NJ DEP n678 
• AIHA ACCREDITATION NO. 135 • PA DER 06-353 

CLIENT: Alli~d Signal, Inc. SAMPLE#: 93-0118-021 
Margaret & Bermuda Sts. SAMPLE DATE: 1-18-93 
Brid~e Str~et entrance SAMPLE TIME: 0930 
Philadelphia, PA 19137 SAMPLED BY: GH 

RECEIVED BY: LR 
Attn: C. Epstein DATE & TIME RECEIVED: 01-18-93 1445 

PROJECT DESCRIPTION:DW 0193P Proj~ct/R~hability Engin~~ring Trail~r 
STATION :Drinking wat~r 

E~B~ti5!5E 
BOD 
Duplicate 
TOC 
Acidity 
Alkalinity 
Hardness 
pH . 
Conductivity 
Specific Gravity 
Col or (Pt-Co) 
Odor (TON) 
Turbidity <NTU) 
Bromide 
Chloride 
Fluoride 
Iodide 
Free chlorin~ 
Cyanide, total 
Cyanide, free 
Ammonia nitrogen 
Nitrate nitrogen 
Nitrite nitrogen 
Kjeldahl nitrogen 
Organic nitrogen 
Phosphate, total 
Phosphate, ortho 
Silica as Si02 
Sulfate 
Sulfite 
Sulfide 
Total solids 
Dissolved solids 
Suspended solids 
Volatile solids 
Settleable solids 
Grease & oi 1 
Duplicate 
Detergents 
Phenols 

B53Yb!3 E~E~t!5!5E 
Alurrdnum 
Antimony 
Arsenic < 
Barium < 
Beryllium 
Cadmium < 
Calcium 
Chromium, total 
Chromium, hex. 
Copp~r 

Iron 
L•ad 
Magnesium 
Manganese 
M~rcury < 
Mol ybde_num 
Nickel < 
Potassium 
S~l~nium < 
Silv~r < 
Si 1 icon 
Sodium 
Thall iur.·. 
Tin 
Titanium 
Vanadium 
Zinc 

OTHER PARAMETERS: 
Coliform 0 
Standard plat~ count 0.6 

Reviewed 

B53Yb!§ 

0.001 mg/L 
0.10 mg/L 

o.ooos mg/L 

0.001 mg/L 

0.02 mg/L 

0.002 mg/L 

0.0002 mg/L 

0.04 mg/L 

0.002 mg/L 
0.01 mg/L 

0.010 mg/L 

col oni ~s/ 100 · ml 
colonies/ml 

4418 POn'SVILl.E PIKE, READING. PENNSYl!ANIA 11HS05 215-921-8833 F~ 215-921-IHS87 
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• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP n678 
• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

CLIENT: Allied Signal, Inc. SAMPLE #: 93-o11S-021 
Margar&t & B&rmuda Sts. SAMPLE DATE: 1-18-93 
Bridge Street enttance SAMPLE TIME: 0930 
Philadelphia, PA 19137 SAMPLED BY: GH 

RECEIVED BY; LR 
Attn: C. Epstein DATE & TIME RECEIVED: 01-18-93 1445 

PROJECT DESCRIPTION:DW 0193P Project/Rehability Engineering Trailer 
STATION :Drinking water (duplicate) 

E:f!E;f!t!~I~E; 
BOD 
Duplicate 
TOC 
Acidity 
Alkalinity 
Hardness 
pH 
Condl.1ct i vi ty 
Specific Gravity 
Cc•l OY' ( Pt -Co) 
Odor <TON) 
Tuybidity <NTU) 
Bromide 
ChloYide 
Fluoride 
Iodide 
Free chloYine 
Cyanide, total 
Cyanide, free 
Ammonia nitrogen 
Nitrate nitrogen 
Nitrite nitrogen 
Kjeldahl nitYogen 
Organic nitrog&n 
Phosphate, total 
Phosphate, ortho 
Silica as Si02 
Sulfate 
Sulfite 
Sulfide 
Tc•tal sc•l ids 
Dissolved solids 
Suspended solids 
Volatile solids 
Settleable solids 
Grease & oil 
Duplicate 
Deterg&nts 
Phenols 

Bs§b!bi§ E:f!Bf!ttsisB 
Aluminum 
Antimony 
Arsenic < 
Barium < 
Beryllium 
Cadmium < 
Calcium 
Chromium, total 
Chromium, hex. 
Copper < 
Iron 
Lead 
Magnesium 
Manganese 
Mercury < 
Molybdenum 
Nickel · < 
Potassium 
Selenium < 
Silver < 
Silicon 
Sodium 
Thallium 
Tin 
Titanium 
Vanadium 
Zinc 

OTHER PARAMETERS: 

Reviewed 

Bs§b!bi§ 

0.001 mg/L 
0.10 mg/L 

0.0005 mg/L 

0.001 mg/L 

0.02 mg/L 

0.003 mg/L 

0.0002 mg/L 

0.04 mg/L 

0.002 mg/L 
0.01 mg/L 

0.010 mg/L 

4411 POTTSVIUR PIKE. READING, PeNNSVLfANIA 19e05 21~921-8133 FAX 21~921-ees7 
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LABORATORY REPORT MDS 
Laboratories INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING 

• EPA/NVLAP 1262 • NY DOH 10903 • NJ DEPn678 
• AIHA ACCREDITATION NO. 135 • PA DER 06-353 

CLIENT: Allied Signal, Inc. SAMPLE#: 93-0118-021 
Margar~t & B~rmuda Sts. SAMPLE DATE: 1-18-93 
Bridg~ Str~et entrance SAMPLE TIME: 0930 
Philad~lphia, PA 19137 SAMPLED BY: GH 

RECEIVED BY: LR 
Attn: C. Epst~in DATE & TIME RECEIVED: 01-18-93 1445 

PROJECT DESCRIPTION:DW 0193P Project/Rehability Engineering Trailer 
STATION :Drinking water <spike) 

E~8~!jsi58 85§Ybi§ 
BOD 
DuplicatE-
TOC 
Acidity 
Alkalinity 
HaYdn~ss 

pH 
Cc•ndi.tr: t i vi t y 
Sp~cific GYavity 
Col or <Pt-Ccr) 
Odc•Y <TON) 
Turbidity <NTU> 
BYomidE-
Chlc•rid~ 

F"luorid~ 

Iodid~ 
F"Y~E- chlorinE­
Cyanid~, total 
CyanidE-, freE­
Amm•:•n i a n i t 1" erg e-n 
Nitrat~ nitYog~n 
Nitl"iteo nitYoge-n 
Kjeoldahl nitYoge-n 
Qyganic nitroge-n 
Phosphate-, total 
Phosphate-, ortho 
Silica as Si02 
SulfatE-
Sulfite-
Sulfide-
Tcrtal solids 
Dissolve-d solids 
Suspe-ndE-d solids 
Volatil~ solids 
Settle-able- solids 
r3r ~aseo & oi 1 
Duplicate 
De-te-Yge-nts 
Phe-nols 

E~B~t!5I58 
Al urr.i num 
Antimony 
Arsenic 
Barium 
B~Yyllium 
Cadmium 
Calcium 
Chromium, total 
Chromi urn, h~x. 
Coppe-r 
lYon 
Lead 
Magnesium 
Manganese 
Me-rcury 
Mol ybdenurr' 
Nicke-l · 
Potassium 
Selenium 
Silver 
Silicon 
Sodium 
Thallium 
Tin 
Ti tani urn 
Vanadium 

85§Ybi§ 

0.026 mg/L 
0.60 mg/L 

0.0024 mg/L 

0.0061 rng/L 

0.52 mg/L 

0.021 mg/L 

0.00203mg/L 

0.54 mg/L 

0.024 mg/L 
0.52 mg/L 

Zinc 0.455 mg/L 

OTHER PARAMETERS: 

Revie-wE-d 

4418 POTTSVILLE PIKE. READING, PENNSYLVANIA 19805 215-921-1833 FAX 215-921-9687 
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MDS 
Laboratories 

LABORATORY REPORT 
INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING 

• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP 77678 
• AIHA ACCREDITATION NO. 135 • PA DER 06-353 

CLIENT: Allied Signal, Inc. SAMPLE#: 93~0118-021 
Margaret & Bermuda Sts. SAMPLE DATE: 1-18-93 
Bridge Street entrance SAMPLE TIME: 0930 
Philadelphia, PA 19137 SAMPLED BY: GH 

RECEIVED BY: LR 
Attn: C. Epstein DATE & TIME RECEIVED: 01-18-93 1445 

PROJECT DESCRIPTION:DW 0193P Project/Rehability Engineering Trailer 
STATION :Drinking water 

~Qb~I!b~ . QB§~~!~ gQt!fQY~I2§ !~ ~~I5B=5E8 .§~!!.=..~ 

E~B8t!5I58 Bs§Ybi 
1. Dichlorodifluoromethane < 1.00 ug/L 
2. Chlorome-thane < 1.00 ug/L 
3. Vinyl chloride < 1. 00 ug/L 
4. Bromomethane < 1.00 ug/L 
5. Chloroethane < 1.00 ug/L 
6. Trichlorofluoromethane < 1. 00 ug/L 
7. 1,1-Dichloroethene < 1. 00 ug/L 
8. Me-thylene chloride < 1. 00 ug/L 
9. trans-1,2-Dichloroethene < 1.00 ug/L 

10. 1,1-Dichloroethane < 1. 00 ug/L 
11. 2,2-Dichloropropane < 1.00 ug/L 
1'' ..... cis-1,2-Dichloroethene- < 1. 00 ug/L 
13. Chloroform 34.8 ug/L 
14. Bromochloromethane < 1. 00 ug/L 
15. 1,1,1-Trichloroe-thane- < 1.00 ug/L 
16. 1,1-Dichloropropene- < 1.00 ug/L 
17. Carbon tetrachloride < 1. 00 ug/L 
18. 1,2-Dichloroethane < 1. 00 ug/L 
19. Benzene < 1. 00 ug/L 
20. Trichloroethene < 1. 00 ug/L 
21. 1,2-Dichloropropane < 1. 00 ug/L 
22. Bromodichloromethane < 1. 00 ug/L 
23. Dibromomethane < 1. 00 ug/L 
24. cis-1,3-Dichloropropene < 1. 00 ug/L 
25. Toluene < 1.00 ug/L 
26. trans-1,3-Dichloropropene < 1.00 ug/L 
27. 1,1,2-Trichloroethane < 1. 00 ug/L 
28. 1,3-Dichloropropane < 1.09 ug/L 
29. T•trachloroethene < 1. 00 ug/L 
30. Dibromochloromethane < 1.00 ug/L 
31. 1,2-Dibromoe-thane < 1.00 ug/L 
32. Chlorobenzene < 1.00 ug/L 
33. 1,1,1,2-Tetrachloroe-thane < 1.00 ug/L 
34. Ethyl benze-ne < 1.00 ug/L 
35'! rn-Xylene < 1.00 ug/L 
36. p-Xylene < 1.00 ug/L 
37. o-Xylene < 1. 00 ug/L 

4418 POTTSVILLe PIKE. READING, PENNSYLJANIA 19605 215-921~ FAX 215-921·9887 
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• EPA/NVLAP 1262 • NY DOH 10903 • NJ DEP n678 
• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

CLIENT: Allied Signal, Inc. 
Margaret ~ Bermuda Sts. 
Bridge Street entrance 
Philadelphia, PA 19137 

SAMPLE #: 93-0118-021 
SAMPLE DATE: 1~18-93 
SAMPLE TIME: 0930 

SAMPLED BY: GH 
RECEIVED BY: LF~ 

Attn: C. Epstein DATE ~ TIME RECEIVED: 01-18-93 1445 
PROJECT DESCRIPTION:DW 0193P Project/Rehability Engineering Trailer 
STATION :Drinking water 

E~B~tu;;IsB Bs.§Yb! 
38. Styrene < 1.00 ug/L 
39. Isopropyl benzene < 1.00 ug/L 
40. Bromoform < 1.00 ug/L 
41. 1,1,2,2-Tetrachloroethane < 1.00 ug/L 
42. 1,2,3-Trichloropropane < 1.00 ug/L 
43. n-Propylbenzene < 1. 00 ug/L 
44. Br c•mobenz ene < 1. (10 ug/L 
45. 1,3,5-Trimethylbenzene < 1. 00 ug/L 
46. 2-Chlorotoluene < 1. 00 ug/L 
47. 4-Chlorotoluene < 1. 00 ug/L 
48. tert-Butylbenzene ~-' 1. 00 ug/L 
49. 1,2,4-Trimethylbenzene < 1. 00 ug/L 
so. sec-Butyl benzene < 1.00 ug/L 
51. p-Isopropyltoluene < 1. 00 ug/L s .... , 

""" 1,-3-Dichl orobenzene < 1.00 ug/L 
53. 1, 4-Dichl orobe_nze-ne- < 1.00 ug/L 
54. n-Butylbenzene < 1.00 ug/L 
55. 1,2-Dichlorobenzene < 1.00 ug/L 
se.. 1,2-Dibromo-3-Chloropropane- < 1. 00 ug/L 
57. 1,2,4-Trichlorobe-nze-ne < 1.00 ug/L 
sa. Hexachlorobutadiene < 1.00 ug/L 
5'3. Naphthalene < 1.00 ug/L 
60. 1,2,3-Trichlorobenzene- < 1.00 ug/L 

Internal Standards 

1-Chloro-2-fluorobenzene 

Reviewed by•~--------------Craig R. Achenbach 
Laboratory Supervisor 

4418 POTTSVILLE PIKE. READING, PENNSY131.ANIA 198015 215-921-8833 FAX 215-921-91567 
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• EPAINVLAP 1262 • NV DOH 10903 • NJ DEP n678 
• AIHA ACCREDITATION NO. 135 • PA DER 06-353 

CLIENT: Allie-d Signal, Inc. SAMPLE#: 93-o118-021 
Margaret & Bermuda Sts. SAMPLE DATE: 1-18-93 
Bridge- Street entrance SAMPLE TIME: 0930 
Philadelphia, PA 19137 SAMPLED BY: GH 

RECEIVED BY: LR 
Attn: C. Epste-in DATE ~ TIME RECEIVED: 01-18-93 1445 

PROJECT DESCRIPTION:DW 0193P Projeoct/Reohability Engin~ring Traile-r 
STATION :Drinking wate-r (duplicate-? 

1. Dichlorodifluoromethaneo 
2. Chloromethane-
3. Vinyl chloride 
4. Bromomethaneo 
5. Chloroeothane 

Trichlorofluoromethane 
1,1-Dichloroethene 
Methylene chloride­
trans-1,2-Dichloroethene 
1,1-Dichloroethane 
2,2-Dichloropropane 
cis-1,2-Dichloroethene­
Chloroform 
Bromochloromethane 

6. 
7. 
B. 
9. 

10. 
11. 
12. 
13. 
14. 
15. 
16. 
17. 
18. 
19. 
20. 
21. 

23. 
24. ..., .... . ~. 
:26. 
27. 
28. 
2'9. 
30. 
31. 
32. 
33. 
34. 
35. 
36. 
37. 

11 1, !-Trichloroethane 
1,1-Dichloropropene 
Carbon tetrachloride 
1,2-Dichloroet~ane 
Benzene 
Trichloroethene 
1,2-Dichloropropane 
Bromodichloromethane 
Dibromomethane 
cis-1,3-Dichloropropene 
Toluene 
trans-1,3-Dichloropropene 
1,1,2-Trichloroethane 
1,3-Dichloropropane 
Tetrachloroethene 
Dibromochloromethane 
1,2-Dibromoethane 
Chlorobenzeneo 
1,1,1,2-Te-trachloroethane 
Ethyl benze-ne 
m-Xylene 
p-Xylene 
o-Xylene 

< 1. 00 
< 1. 00 
< 1.00 
< 1. 00 
< 1. 0(1 
< 1. 00 
< 1. 00 
< 1. 00 
< 1. 00 
< 1.00 
< 1. 00 
< 1. 00 

35.5 
< 1. 00 
< 1. 00 
< 1. 00 
< 1.00 
< 1.00 
< 1.00 
< 1. (10 
< 1. 00 
< 1. 00 
< 1. 00 
< 1. 00 
< 1.00 
< 1. 00 
< 1. 00 
< 1. 00 
< 1. 00 
< 1.00 
< 1.00 
< 1.00 
< 1. 00 
< 1. 00 
< 1. 00 
< 1. 00 
< 1.00 

4o418 POTTSVILLE PIKE. REAPING, PENNSVL.ANIA 19805 215-921-8833 F~ 215-921-11687 

ug/L 
Llg/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
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CLIENT: 

• EPA/NVLAP 1262 • NY DOH 10903 • NJ DEP n678 
• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

Allied Signal, Inc. 
Margaret & Bermuda Sts. 
Bridge Street entrance 
Philadelphia, PA 19137 

SAMPLE #: 93-0118-021 
SAMPLE DATE: 1-18-93 
SAMPLE TIME: 0930 

SAMPLED BY: GH 
RECEIVED BY: LR 

Attn: C. Epstein DATE ~ TIME RECEIVED: 01-18-93 1445 
PROJECT DESCRIPTION:DW 0193P Project/Rehability Engineering Trailer 
STATION :Drinking water (duplicate> 

E~B.~!:l~I~B B~e!.!bi 

38. Styrene < 1.00 ug/L 
39. Isopropyl benzene < 1. 00 ug/L 
40. Bromoform < 1.00 ug/L 
41. 1,1,2,2-Tetrachloroethane < 1.00 ug/L 
42. 1,2,3-Trichloropropane < 1. 00 ug/L 
43. n-Propylben:zene < 1.00 ug/L 
44. Bromobenzene < 1. 00 ug/L 
45. 1,3,5-Trimethylben:zene < 1. 00 ug/L 
46. 2-Chlorotoluene < 1. 00 ug/L 
47. 4-Chlorotoluene < 1.00 ug/L 
48. tert-Butylben:zene < 1.00 ug/L 
49. 1,2,4-Trimethylbenzene < 1.00 ug/L 
50. sec-Butylbenzene < 1. 00 ug/L 
51. p-Isopropyltoluene < 1.00 ug/L 
52. 1,3-Dichlorobenzene < 1.00 ug/L 
53. 1,4-Dichlorobe~zene < 1.00 ug/L 
54. n-Butylbenzene < 1.00 ug/L 
55. 1,2-Dichlorobenzene < 1.00 ug/L -
56. 1,2-Dibromo-3-Chloropropane < 1.00 ug/L 
57. 1,2,4-Trichlorobenzene < 1.00 ug/L 
58. Hexachlorobutadiene < 1.00 ug/L 
59. Naphthalene < 1.00 ug/L 
60. 1,2,3-Trichlorobenzene < 1.00 ug/L 

Internal Standards 

1-Chloro-2-fluorobenzene 

Reviewed by•~-Ach;nb~Ch-----
Laboratory Supervisor 

4418 POTTSVIU2 PIKE. READING. PENNSYlNANIA 19805 215-821-8833 F/ltl. 215-821·11687 
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MDS LABORATORY REPORT 
Laboratories INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING - --~~~~ 

CLIENT: 

• EPA/NVLAP 1262 • NY DOH 10903 • NJ DEP n678 
• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

All i ed Signal , Inc. 
Margaret & Bermuda Sts. 
Bridge Street entrance 
Philadelphia, PA 19137 

SAMPLE #: 93-0118-021 
SAMPLE DATE: 1-18-93 
SAMPLE TIME: 0930 

SAMPLED BY.: GH 
RECEIVED BY: LR 

Attn: C. Epstein DATE ~ TIME RECEIVED: 01-18-93 1445 
PROJECT DESCRIPTION:DW 0193P Project/R~hability Engineering Trailer 
STATION :Drinking water <spike) . 

eMeb~II~§ §e!~~Q B~§Yb!§ B~~Q~~B~ 

1. 1,1-Dichloroethene 76.0 ug/L 101 /. 
2. Benzene 89.7 ug/L 120 /. 
3. Trichloroethene 67.0 ug/L 8'3 /. 
4. Toluene 57.2 ug/L 76 /. 
5. Chlorobenzene '30.4 ug/L 1:21 /. 

Reviewed 

4418 POTTSVILLE PIKE, READING. PEN~ANIA 19805 215-921-8833 FAX 21~921·8887 
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LABORATORY REPORT 
INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING 

• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP 77678 
• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

CLIENT: Allied Signal, Inc. SAMPLE #: 93-0118-021 
Margaret & B~rmuda Sts. SAMPLE DATE: 1-18-93 
Bridge Street entrance SAMPLE TIME: 0930 
Philadelphia, PA 19137 SAMPLED BY: GH 

RECEIVED BY: LR 
Attn: C. Epstein DATE & TIME RECEIVED: 01-18-93 1445 

PROJECT DESCRIPTION:DW 0193P Project/Rehability Engineering Trailer 
STATION :Drinking water 

SEMI-VOLATILE ORGANIC COMPOUNDS -- EPA METHOD 525 

e~Be,!:!sisB Bs3Ybi3 
1. N-Nitrosodimethylamine < 5.00 ug/L 
2. Phenol < 5.00 ug/L 
3. bis(2-Chloroethyl)ether < 5.00 ug/L 
4. 2-Chlorophenol < 5.00 ug/L 
5. 1,3-Dichlorobenzen~ < 5.00 ug/L 
6. 1,4-Dichlorobenzene < 5.00 ug/L 
7. 1,2-Dichlorobenzene < 5.00 ug/L 
e. bis(2-Chloroisopropyl)ether < 5.00 ug/L 
9. N-Nitroso-Di-n-propylamine < 5.00 ug/L 

10. H~xachloroethane < 5.00 ug/L 
11. Nitrobenzene < 5.00 ug/L 
12. Isophorone < 5.00 ug/L 
13. 2-Nitrophenol < 5.00 ug/L 
14. 2,4-Dimethylphenol < 5.00 ug/L 
15. bis(2-Chloroethoxy)methane < 5.00 ug/L 
16. 2,4-Dichlorophenol < 5.00 ug/L 
17. 1,2,4-Trichlorobenzene < 5.00 ug/L 
18. Napthalene < 5.00 ug/L 
19. Hexachlorobutadiene < 5.00 ug/L 
20. 4-Chloro-3-methylph~nol < 5.00 ug/L 
21. Hexachlorocyclopentadiene < 5.00 ug/L 
22. 2,4,6-Trichlorophenol < 5.00 ug/L 

4418 POTTSVILLE PIKE, READING, PENNSYLJANIA 19105 215-921-8833 FAX 215-921·9887 
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• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP 77678 
• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

CLIENT: Allied Signal, Inc. 
Margaret & Be-rmuda Sts. 
Bridge- Stre-e-t entrance­
Philade-lphia, PA 19137 

SAMPLE #: 93-0118-021 
SAMPLE DATE: 1-18-93 
SAMPLE TIME: 0930 

SAMPLED BY: GH 
RECEIVED BY.: LR 

Attn: C. Epste-in DATE 8< TIME RECEIVED: 01-18-.'33 1445 
PROJECT DESCRIPTION:OW 0193P Project/Rehability Engineering Trailer 
STATION :Drinking water 

SEMI-VOLATILE ORGANIC COMPOUNDS -- EPA METHOD 525 

23. 2-Chloronaphthale-ne-
24. Dimethylphthalate-
25. Ace-naphthyle-ne 
26. 2,6-Dinitrotoluene 
27. Acenaphthene 
28. 2,4-Dinitrophenol 
29. 4-Nitrophe-nol 
30. 2,4-Dinitr~tolue-ne-
31. Diethylphthalate 
32. 4-Chlorophenyl-phe-nylether 
33. F"luore-ne-
34. 4,6-Dinitro-2-methylphenol 
35. N-Nitrosodiphenylamine 
36. 4-Bromophe-nyl-phe-nyle-ther 
37. He-xachlorobe-nze-ne-
38. Pe-ntachlorophenol 
39. Phenanthrene-
40. Anthracene 
41. Di-n-butylphthalate 
42. F"luoranthene-
43. Be-nzidine-
44. Pyre-ne 
45. Butylbenzylphthalate-
46. 3,3'-Dichlorobe-nzidine-
47. Benzo(a)anthracene 
48. Chrysene-
49. bis-<2-Ethylhe-xyl)phthalate 

< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 

5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 

ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 

4411 PO'n'SVIUE PIKE, READING, PEN~IA 18805 215-921-8133 FAX 215-921·9687 
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MDS LABORATORY REPORT 
Laboratories INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING - -~~~---=.:...:....:~ 

CLIENT: 

• EPAINVLAP 1262 • NY DOH 10903 • NJ DEPn678 
• AIHA ACCREDITATION NO. 135 • PA DER 06-353 

Allied Signal, Inc. 
Margaret & Bermuda Sts. 
Bridge Street entrance 
Philadelphia, PA 19137 

SAMPLE #: 93-0118-021 
SAMPLE DATE: 1-18-93 
SAMPLE TIME: 0930 

SAMPLED BY: GH 
RECEIVED BY: LR 

Attn: C. Epstein DATE & TIME RECEIVED: 01-18-93 1445 
PROJECT DESCRIPTION:DW 0193P Project/Rehability Engineering Trailer 
STATION :Drinking water 

SEMI-VOLATILE ORGANIC COMPOUNDS -- EPA METHOD 525 

E~B~t!sisB BsaYbia 
5(1. Di-n-octylphthalate < 5.00 ug/L 
51. Benzo(b)fluoranthene < 5.00 ug/L 
52. Benzo(k)fluoranthene < 5.00 ug/L 
53. Benzo(a)pyrene < 5.00 ug/L 
54. Indeno<1,2,3-cd)pyrene < 5.00 ug/L 
55. Dibenzo<a,h)anthracene < 5.00 ug/L 
56. Benzo<g,h,i)perylene < 5.00 ug/L 

§!:!BBQ§6!~ §E:!t;~ ~Qt!EQ!:!t::IQ§ 6 B~QQ~~B~ 

1. 2-F"luorophenol 77.0 
2. Phenol-d6 48.(1 
3. Nitrobenzene-d5 67.0 
4. 2.;..F"luorc•bi phenyl 92.0 
5. 2,4,6-Tribromophenol 68.0 
6. Terphenyl-d14 143.0 

Reviewed by•~A~henba~---
Laboratory Supervisor 

4411 POTI'SVIu.E PIICE, READING, PENNSY13ANIA 18805 215-921-8133 FAX 215-921-9687 
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. MDS LABORATORY REPORT 
Laboratories INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING - _ ____;______;:__~~~~ 

• EPA/NVLAP 1262 • NY DOH 10903 • NJ DEP n678 
• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

CLIENT: Allied Signal, Inc. SAMPLE#: 93-0118-021 
Margar~t & B~rmuda Sts. SAMPLE DATE: 1-18-93 
Bridg~ Str~et entrance SAMPLE TIME: 0930 
Philadelphia, PA 19137 SAMPLED BY: GH 

RECEIVED BY: LR 
Attn: C. Epstein DATE & TIME RECEIVED: 01-18-93 1445 

PROJECT DESCRIPTION:DW 0193P Project/Rehability Engineering Trailer 
STATION :Drinking water (duplicate) 

SEMI-VOLATILE ORGANIC COMPOUNDS -- EPA METHOD 525 

1. N-Nitrosodimethylamine 
2. Phenc•l 
3. bisC2-Chloroethyl)ether 
4. 2-Chlorophenol 
5. 1,3-Dichlorobenzene 
6. 1,4-Dichlorobenzene 
7. 1,2-Dichlorobenzene 
8. bis<2-Chloroisopropyl>ether 
9. N-Nitroso-Di-n-propylamine 

10. Hexachloroethane 
11. Nitrobenzene 
12. IsophoronE-
13. 2-Nitrophenol 
14. 2,4-Dimethylphenol 
15. bis(2-Chloroethoxy>methane 
16. 2,4-Dichlorophenol 
17. 1,2,4-Trichlorobenzene 
18. Napthalene 
19. HexachlorobutadiE-ne 
20. 4-Chloro-3-methylphenol 
21. HE-xachlorocyclopE-ntadiene 
22. 2,4,6-Trichlorophenol 

< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< . < 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 

5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.0(1 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 

ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 

· ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 

4411 POTTSVILLE PIKE, READING. PeN~ANIA 19805 215-921.-:J:J FAX 215-921-9687 
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• EPA/NVLAP 1262 • NY DOH 10903 • NJ DEP n678 

CLIENT: 

• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

Allied Signal, Inc. 
Margaret & Bermuda Sts. 
Bridge Street entrance 
Philadelphia, PA 19137 

SAMPLE #: 
SAMPLE DATE: 
SAMPLE TIME: 

SAMPLED BY: 
RECEIVED BY: 

Attn: C. Epstein DATE & TIME RECEIVED: 

93-0118-021 
1-18-'33 
0'330 
GH 
LR 
01-18-93 1445 

PROJECT DESCRIPTION:DW 0193P Project/Rehability Engineering Trailer 
STATION :Drinking water (duplicate) 

SEMI-VOLATILE ORGANIC COMPOUNDS -- EPA METHOD 525 

E:eBetl~I~B · B~§Ybi§ 

23 • 2-Chloronaphthalene < 5.00 1,.1g/L 
. 24. Dimethyl phthalate < 5.00 ug/L 
25. Acenaphthylene < 5.00 ug/L 
26. 2,6-Dinitrotoluene < 5.00 ug/L 
27. Acenaphthene < 5.00 ug/L 
28. 2,4-Dinitrophenol < 5.00 ug/L 
29. 4-Nitrophenol < 5.00 ug/L 
30. 2,4-Dinitrotoluene < 5.00 ug/L 
31. Diethylphthalate < 5.00 ug/L 
32. 4-Chlorophenyl-phenylether < 5.00 ug/L 
33. F'luorene - < 5.00 ug/L 
34. 4,6-Dinitro-2-methylphenol < 5.00 ug/L 
35. N-Nitrosodiphenylamine < 5.00 ug/L 
36. 4-Bromophenyl-phenylether < 5.00 ug/L 
37. Hexachlorobenzene < 5.00 ug/L 
38. Pentachlorophenol < 5.00 ug/L 
39. Phenanthrene < 5.00 ug/L 
40. Anthracene < 5.00 ug/L 
41. Di-n-butylphthalate < 5.00 ug/L 
42. F'luoranthene < 5.00 ug/L 
43. Benzidine < 5.00 ug/L 
44. Pyrene < 5.00 ug/L 
45. Butyl benzyl phthalate ( ' 5.00 ug/L 
46. 3,3'-Dichlorobenzidine < 5.00 ug/L 
47. Benzo(a)anthracene < 5.00 ug/L 
48. Chrysene < 5.00 ug/L 
49. bis-<2-Ethylhexyl)phthalate < 5.00 ug/L 

4418 POTTSVIU.E PIKE. READING. PENNSYL~IA 19805 21~1-8833 FAX 215-921-9687 
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MDS LABORATORY REPORT 
Laboratories INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING - -~~~----=::..:..:..~ 

• EPAINVL.AP 1262 • NY DOH 10903 • NJ DEP 77678 
• AIHA ACCREDITATION NO. 135 • PA DER 06-353 

CLIENT: Allied Signal, Inc. 
Margar~t & B~rmuda Sts. 
Bridg~ Stre~t ~ntranc~ 
Philad~lphia, PA 19137 

SAMPLE #: 93-0118-021 
SAMPLE DATE: 1-18-93 
SAMPLE TIME: 0930 

SAMPLED BY.: GH 
RECEIVED BY: LR 

Attn: C. Epst~in DATE & TIME RECEIVED: 01-18-93 1445 
PROJECT DESCRIPTION:DW 0193P Project/Rehability Engineering Trailer 
STATION :Drinking water (duplicate> 

SEMI-VOLATILE ORGANIC COMPOUNDS 

E~B~t!s!sB 

50. Di-n-octylphthalat~ 
51. B~nzo(b)fluoranthen~ 
52. B~nzo(k)fluoranth~n~ 
53. Benzo(a)pyr~ne 
54. Indeno<1,2,3-cd)pyren~ 
55. Dibenzo<a,h)anthracen~ 
56. B~nzo<g,h,i)p~ryl~n~ 

1. 2-rluorophenol 
2. Ph~nol-dG 

3. Nitrob~nzene-d5 
4. 2-rluorobiph~nyl 
5. 2,4,6-Tribrom~phenol 
G. T~rphenyl-d14 

EPA METHOD. 

Bs§Yb!§ 

< 
< 
< 
< 
< 
< 
< 

5 •. 00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 

80.0 
47.0 
76.0 

100.0 
68.0 

118.0 

Bs§Yb! 

R~viewed by: 

525 

ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 

4418 POTTSVILLE PIKE, READING, PENNsvtiANIA 19805 215-921-8833 FAX 215-921·9687 
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MDS LABORATORY REPORT 
Laboratories INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING ---- ----------------------~~~~~~~~~----~~~~~~~~~~~=--

• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP n678 
• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

CLIENT: Allied Signal, Inc. SAMPLE#: 93-0118-021 
Margaret & Bermuda Sts. SAMPLE DATE: 1-18-93 
Bridge Street entrance SAMPLE TIME: 0930 
Philadelphia, PA 19137 SAMPLED BY: GH 

RECEIVED BY: LR 
Attn: C. Epstein DATE & TIME RECEIVED: 01-18-93 1445 

PROJECT DESCRIPTION:DW 0193P Project/Rehability Engineering Trailer 
STATION :Drinking water (spike> 

SEMI-VOLATILE ORGANIC COMPOUNDS -- EPA METHOD 525 

e~ebYil~§ §E:l~~Q 

1. Phen•:•l 
2. 2-Chlorophenol 
3. 1,4-Dichlorobenzene 
4. n-Nitroso-di-n-propylamine 
s. 1,2,4-Trichlorobenzene 
6. 4-Chloro-3-methylphenol 
7. Acenaphthtme 
e. 2,4-Dinitrotoluene 
9. Pentachlorophenol 

10. Di-n-butyl phthalate 
11. Pyrene 

1. 2-Fluorophenol 
2. Phenol-d6 
3. Nitrobenzene-d5 
4. 2-Fluorobiphenyl 
5. 2,4,6-Tribromophenol 
6. Terphenyl-d14 

Bs§!Jb!§ 

122.0 ug/L 
226.0 ug/L 
171.0 t,.~g/L 

184.0 ug/L 
192.0 ug/L 
233.0 ug/L 
216.0 ug/L 
119.0 ug/L 

40". 0 ug/L 
215.0 ug/L 
275.0 ug/L 

~ gg~g~ggy 

94.0 
64.0 
81.0 
98.0 

138.0 
126.0 

Reviewed 

4418 POTTSVIU.E PIKE. READING, PENNSYLYANIA 19805 215-921-8133 FAX 215-921·9687 

B~QQ~~gy 

61 /. 
113 /. 
86 /. 
92 /. 
'36 % 

11 e. /. 
108 /. 

59 /. 
20 /. 

108 % 
138 % 
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MDS LABORATORY REPORT 
Laboratories INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING ---- ----------~--------~~~~~~~~~~----~~~~==~~~~~~ 

• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP n678 

CLIENT: 

• AIHA ACCREDITATION NO. 135 • PA DER 06-353 

Allied Signal, Inc. 
Margaret L Bermuda Sts. 
Bridge Street entrance 
Philadelphia, PA 19137 

SAMPLE #: 93~0118-021 
SAMPLE DATE: 1-18-93 
SAMPLE TIME: 0930 

SAMPLED BY: SZ 
RECEIVED BY: LR 

Attn: C. Epstein DATE L TIME RECEIVED: 01-18-93 1445 
PROJECT DESCRIPTION:DW 0193P Project/Rehability Engineering Trailer 
STATION : Drinking water 

E:eEettsisE 
ARSENIC 

BARIUM 

CADMIUM 

CHROMIUM 

COPPER 

LEAD 

MERCURY 

NICKEL 

SELENIUM 

SILVER 

ZINC 

< 0.001 

< 0.10 

< (1.0005 

0.001 

·~ o. 02 

0.002 

< 0.0002 

< 0.04 

< 0.002 

< 0.01 

0.010 

DUPLICATE 
B~§!:!bi§ 

< 0.001 

< o. 10 

< 0.0005 

0.001 

< 0.02 

0.003 

< 0.0002 

< 0.04 

< 0.002 

< 0.01 

0.010 

Revie-wed 

0/. 

0/. 

0/. 

40/. 

0/. 

0/. 

0/. 

0/. 

SPIKE 
etm 
0.025 

0.50 

0.0025 

0.005 

0.50 

0.025 

0.002 

0.50 

0.50 

by:~------~---------~raig R. Achenbach 
Laboratory Supervisor 

"11 POTTSVIUE PIKE. AE-'DING, PENNSYlYANIA 19805 215-921-8833 FAX 215-921·9887 

SPIKE 
8§;k: 

104/. 

120/. 

96/. 

102/. 

100/. 

84/. 

102/. 

108/. 

'36/. 

104/. 

91/. 
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LABORATORY REPORT MDS 

Laboratories INDUSTRIAL HYGIENE ENVIRONMENTAL TESTING 
• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP n678 
• AIHA ACCREDITATION NO. 135 • PA DER 06-353 

CLIENT: Allied Signal, Inc. SAMPLE #: 93-0118-022 
Margaret & Bermuda Sts. SAMPLE DATE: 1-14-93 
Bridge Street entrance SAMPLE TIME: 1551 
Philadelphia, PA 19137 SAMPLED BY: ETD 

Attn: C. Epstein DATE 
PROJECT DESCRIPTION:Travel blank 

.STATION :Drinking water 

EeB~t!s!~E Bs§!Jb!§ 
BOD 
Dupl i•:ate 
TOC 
Acidity 
Alkalinity 
Hardness 
pH 
Cc•nduct i vi ty 
Specific Gravity 
Cc•lor <Pt-Co) 
Odc•r <TON) 
Turbidity <NTU) 
BrCIIYtide 
Chloride 
Flu•:)r ide 
Iodide 
Free chlorine 
Cyanide, total 
Cyanide, free 
Ammc•ni a ni trc•gen 
Nitrate nitrogen 
Nitrite nitrogen 
Kjeldahl nitrogen 
Organic nitrogen 
Phosphate, total 
Phosphate, ortho 
Silica as Si02 
Sulfate 
Sulfite 
Sulfide 
Total solids 
Dissolved solids 
Suspended solids 
Volatile solids 
Settleable solids 
Grease & oil 
Duplicate 
Detergents 
Phenc•l s 

RECEIVED BY: LR 
& TIME RECEIVED: 01-18-93 1445 

E~B~t!~IsB 
Aluminum 
Anti mc•tly 
Arse-nic 
Barium 
Beryllium 
Cadmium 
Calcium 
Chromium, total 
Chromium, hex. 
Coppe-r 
Iron 
Le-ad 
Magnesium 
Manganese 
Me-rcury 
Molybdenum 
Nickel · 
Potassium 
Sele-nium 
Silver 
Silicon 
Sc•di urn 
Thallium 
Tin 
Titanium 
VanadiLtm 

< 
< 

< 

< 

< 

< 

< 

< 

< 
< 

B~§!Jb!§ 

0.001 mg/L 
0.10 mg/L 

0.0005 mg/L 

0.001 mg/L 

0.02 mg/L 

0.001 mg/L 

0.0002 mg/L 

0.04 mg/L 

0.002 mg/L 
0.01 mg/L 

Zinc < 0.005 mg/L 

OTHER PARAMETERS: 

by:~------------
Craig R. Achenbach 

Revi.:ow.:od 

Laboratory Supervisor 

4411 POTTSVIUE PIKE. READING, PeNNSYL1fANIA 19805 215-921-1833 FAX 215-921-8887 
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• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP n678 
• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

CLIENT: Alli~d Signal, Inc. SAMPLE#: 93-ollB-022 
Margar~t L B~rmuda Sts. SAMPLE DATE: 1-14-93 
Bridg~ Str~~t ~ntranc~ SAMPLE TIME: 1551 
Philad~lphia, PA 19137 SAMPLED BY: ETD 

RECEIVED BY: LR 
Attn: C. Epst~in DATE & 

PROJECT DESCRIPTION:Trav~l blank 
STATION :Drinking water 

TIME RECEIVED: 01-18-93 1445 

~Qbeilbs QB§e~l_g gQtJEQY~~§ 1~ klt:!IsB~sE:e §~:!.!.~ 

eeBet!sisB B!;§Ybi 
1. Dichlorodifluoromethan~ --' 1. 00 ug/L -, 
""" Chlorc•methane < 1.00 ug/L 
3. Vi t1yl chlorid~ < 1.00 ug/L 
4. Br orn•:•rr•~t han~ < 1. 00 ug/L 
5. Chloro~than~ •' .• 1.00 ug/L 
6. Trichlorofluoromethane < 1. 00 ug/L 
7. 1,1-Dichloro~th~ne < 1. 00 ug/L 
8. Methylene chlc•rid~ < 1. 00 ug/L 
9. trans-1,2-Dichloroethen~ < 1. 00 ug/L 

10. 1,1-Dichloro~than~ < 1.00 ug/L 
11. 2,2-Dichloropropane < 1. 00 ug/L 
1'::' -· cis-1,2-Dichloroeth~ne < 1.00 ug/L 
13. Chloroforrn < 1.00 ug/L 
14. Bromochlorom~than~ < 1. 00 ug/L 
15. 1,1,1-Trichloro~than~ 

, 
<, 1. 00 ug/L 

16. 1,1-Dichloroprop~n~ < 1. 00 ug/L 
17. Carbon t~trachloride < 1.00 ug/L 
18. 1,2-Dichloro~than~ < 1. 00 ug/L 
19. Benzene < 1. 00 ug/L 
20. Trichloroeth~n~ < 1. 00 ug/L 
21. 1,2-Dichloropropane < 1 • 00 ug/L 
22. Bromodichloromethane < 1. 0(1 ug/L 
23. Dibromom~thane < 1. 00 ug/L 
24. cis-1,3-Dichloropropene < 1. 00 ug/L 
25. Toluene < 1.00 ug/L 
26. trans-1,3-Dichloropropen~ < 1. 00 ug/L 
27. 1,1,2-Trichloroethane < 1.00 ug/L 
28. 1,3-Dichloropropane < 1.00 ug/L 
29. Tetrachloroethen~ < 1.00 ug/L 
30. Dibromochloromethane < 1.00 ug/L 
31. 1,2-Dibromoethan~ < 1.00 ug/L 
32. Chlorob~nzene < 1.00 ug/L 
33. 1,1,1,2-Tetrachloroethan~ < 1.00 ug/L 
34. Ethylbenzen~ < 1. 00 ug/L 
35. m-Xylene < 1.00 ug/L 
36. p-Xylene < 1.00 ug/L 
37. o-Xylen~ < 1.00 ug/L 

4418 POTTSVIL1.E PIKE, READING, PENNSYLVANIA 19805 215-921-8833 F~ 215-921·9887 
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• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP n678 
• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

CLIENT: Allied Signal, Inc. 
Margar~t L B~rmuda Sts. 
Bridge Street entrance 
Philadelphia, PA 19137 

Attn: C. Epstein DATE & 
PROJECT DESCRIPTION:Travel blank 
STATION :Drinking water 

.eeBet~sisB 

38. Styrene 
3'3. Isc•prcopyl benzene 
40 • Bromoform 
41. 1,1,2,2-Tetrachloroethane 
42. 1,2,3-Trichloropropane 
43. n-Propyl b~t1Zene 
44. Bromobenzene 
45. 1~3,5-Trimethylbenzene 
46. 2-Chlorotoluene 
47. 4-Chlorotoluene 
48. tert-Butylbenzene 
49 • 1,2,4-Trimethylbenzene 
50. sec-Butyl benzene 
51. p-Isopropyltoluene 
52. 1,3-Dichlorobenzene 
53. 1,4-Dichlorobe~zene 
54. n-Butylbenzene 
55. 1,2-Dichlorobenzene 

SAMPLE #: 
SAMPLE DATE: 
SAMPLE TIME: 

SAMPLED BY: 
RECEIVED BY: 

TIME RECEIVED: 

< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 

'93-0118-022 
1-14-93 
1551 
ETD 
LR 
01-18-'33 1445 

Bs§Ybi 
1.00 ug/L 
1. 00 ug/L 
1.00 ug/L 
1.00 ug/L 
1.00 ug/L 
1. 00 ug/L 
1.00 ug/L 
1.00 ug/L 
1.00 ug/L 
1. 00 ug/L 
1.00 ug/L 
1. 00 ug/L 
1.00 ug/L 
1. 00 ug/L 
1.00 ug/L 
1.00 ug/L 
1. 00 ug/L 
1. 00 ug/L 

se.. 1,2-Dibromo-3-Chloropropane < 1.00 ug/L 
57. 1,2,4-Trichlorobenzene < 1. 00 ug/L 
58. Hexachlorobutadiene < 1.00 ug/L 
5'3. Naphthalene < 1. 00 ug/L 
e.o. 1,2,3-Trichlorobenzene < 1.00 ug/L 

Internal Standards 

1-Chloro-2-fluorobenzene 

Reviewed by:~---------------Craig R. Achenbach 
Laboratory Supervisor 

4418 POn'SVILLE PIKE, READING, PENNSYJNANIA 198015 215-821-8833 FAX 215-821-9887 
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• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP n678 
• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

CLIENT: Alli~d Signal, Inc. SAMPLE #: 93-0118-022 
Margar~t L Bermuda Sts. SAMPLE DATE: 1-14-93 
Bridge Street entrance SAMPLE TIME: 1551 
Philad~lphia, PA 19137 SAMPLED BY: ETD 

RECEIVED BY; LR 
Attn: C. Epstein DATE L 

PROJECT DESCRIPTION:Travel blank 
STATION :Drinking water 

TIME RECEIVED: 01-18-93 1445 

SEMI-VOLATILE ORGANIC COMPOUNDS -- EPA METHOD 525 

E~E~tn~rgs Eg§Ybi§ 

1. N-Nitrosodimethylamin~ < 5.00 ug/L 
2. Ph~nol < 5.00 ug/L 
3. bisC2-Chloroethyl)~th~r < 5.00 ug/L 
4. 2-Chlorophenol < 5.00 ug/L 
5. 1,3-Dichlorob~nzen~ < 5.00 ug/L 
6. 1,4-Dichlorobenzene < 5.00 ug/L 
7. 1,2-Dichlorobenzen~ < 5.00 ug/L 
a. bis<2-Chloroisopropyl)ether < 5.00 ug/L 
9. N-Nitroso-Di-n-propylamine < 5.00 ug/L 

10. H~xachloroethane < 5.00 ug/L 
11. Nitrobenz~n~ < 5.00 ug/L 
12. Isophorone < 5.00 ug/L 
13. 2-Ni tr-c•phenol < 5.00 ug/L 
14. 2,4-Dimethylphenol < 5.00 ug/L 
15. bisC2-Chloroethoxy)methane < 5.00 ug/L 
16. 2,4-Dichlorophenol < 5.00 ug/L 
17. 1,2,4-Trichloroben:zene < 5.00 ug/L 
18. Napthalene < 5.00 ug/L 
19. Hexachl c•r-obuta.di ene < 5.00 ug/L 
20. 4-Chlor-o-3-methylphenol < 5.00 ug/L 
21. Hexachlorocyclopentadiene < 5.00 ug/L 
•")•") ........ 2,4,6-Tr-ichlorophenol < 5.00 ug/L 

4418 POTTSVI~ PII<E, READING, PENNSYLVANIA 19805 215-921-41833 FAX 215-921·9887 
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• EPAINVL.AP 1262 • NY DOH 10903 • NJ DEP n678 
• AIHA ACCREDITATION NO. 135 • PA DER 06·353 

CLIENT: Allied Signal, Inc. 
Margar~t & B~rmuda Sts. 
Bridg~ Str~~t ~ntranc~ 
Philad~lphia, PA 19137 

SAMPLE #: 
SAMPLE DATE: 
SAMPLE TIME: 

SAMPLED BY: 

Attn: C. Epst~in DATE 
PROJECT DESCRIPTIO~:Travel blank 
STATION :Drinking water 

RECEIVED BY: 
& TIME RECEIVED: 

SEMI-VOLATILE ORGANIC COMPOUNDS -- EPA METHOD 

e.eset!sisB Bs§Ybi§ 
.-)f"j 
~t.J· 2-Chloronaphthal~n~ < 5.00 
24. Dim~thylphthalat~ < 5.00 
25. Ac~naphthyl~n~ < 5.00 
26. 2,6-0initrotoluene < 5.00 
27. Ac~naphth~ne < 5.00 
28. 2,4-Dinitroph~nol < s.oo 
29. 4-Nitrophenol < 5.00 
30. 2,4-Dinitrotolu~ne < s.oo 
31. Oi~thylphthalate < s.oo 
~·-) 
~ .... 4-Chlorophenyl-ph~nylether < s.oo 
33. F"luorene < 5.00 
34. 4,6-Dinitro-2-m~thylphenol < s.oo 
35. N-Nitrosodiphenylamine < 5.00 
36. 4-Bromophenyl-ph~nylether < s.oo 
37. Hexachlorobenzene < '5.00 
38. P~ntachlorophenol < 5.00 
3'3. Phenanthrene < '5.00 
40. Anthracene < s.oo 
41. Di-n-butylphthalate < '5.00 
42. F"l uc•r anthene < s.oo 
4"' .... Benzidine < s.oo 
44. Pyrene < s.oo 
45. Butyl benzyl phthalate < s.oo 
46. 3,3'-Dichlorobenzidine < 5.00 
47. Benzo(a)anthracene < s.oo 
48. Chrys~ne < 5.00 
4'3. bis-<2-Ethylhexyl)phthalate < 5. (1(1 

93-0118-022 
1-14-'33 
1551 
ETD 
LF.: 
01-18-'33 1445 

525 

ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 

4418 POTTSVIu.E PIKE, READING, PENN~IA 11N105 215-921-8833 FAX 215-921·1H187 
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• EPAINVLAP 1262 • NY DOH 10903 • NJ DEP 77678 
• AIHA ACCREDITATION NO. 135 • PA DER 06-353 

CLIENT: Allied Signal, Inc. 
Margar~t & B~rmuda Sts. 
Bridg~ Str~~t ~ntranc~ 
Philad~lphia, PA 19137 

Attn: C. Epst~in DATE ~ 
PROJECT DESCRIPTION:Trav~l blank 
STATION :Drinking water 

SAMPLE #: 
SAMPLE DATE: 
SAMPLE TIME: 

SAMPLED BY: 
RECEIVED BY: 

TIME RECEIVED: 

93-0118-022 
1-14-'33 
1551 
ETD 
LR 
01-18-'33 1445 

SEMI-VOLATILE ORGANIC COMPOUNDS -- EPA METHOD 525 

E:~B~t!grgs 

50 • Di-n-octylphthalat~ 
. 51. B~nzo(b)fluoranth~n~ 
52. a~nzo(k)fluoranth~n~ 
53. B~nzo(a)pyY~ne-

54. Ind~no<1,2,3-cd)pyr~ne-
55. Dibenzo<a,h)anthrac~n~ 
56. B~nzo<g,h,i)perylene-

1. 2-~luoYophenol 
2. Ph~nol-d6 
3. Nitrobenzene-d5 
4. 2-~luorobiphe-nyl 
5. 2,4,6-Tribromophe-nol 
6. Terph~nyl-d14 

gg§!Jbi§ 

< 
< 
< 
< 
< 
< 
< 

5.00 
5.00 
5.00 
5.00 
5.00 
5.00 
5.00 

77.0 
58.0 

100.0 
123.0 
87.0 

124.0 

Reviewed 

ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 
ug/L 

4418 POnSVIU.E PIKE. READING, PENNSYL9ANIA 19605 215-921..a33 FAX 215-921·9687 
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• EPA/NVLAP 1262 • NY DOH 10903 • NJ DEP n678 
• AIHA ACCREDITATION NO. 135 • PA DER 06-353 

1. No coliform bacteria ·wer~ detected. 

2. Standard plate count is very low. 

3. No Maximum Contaminant Levels CMCL's) are 
exceeded for thos~ Primary or Secondary 
paramet~rs t~sted. 

4. There were no organic analytes detected with 
the exception of those normally associated with 
drinking water disinfection (chloroform). This 
detected value is well below EPA standards. 

Overall, there is no indication of or any reason to 
suspect any p~oblem with this water supply. 

4411 POn'SVILLE PII<E, READING, PENNSYLtANIA 19805 215-921-8833 FAX 215-921-9887 
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Page I . _.3=---" CHAIN OF C JSTODY RECORD 
~MDS 

· Laboratories .. .. ~~ 
"-,....._ 

~ 4418 Pottsville Pike 
Reading. Pennaylv..U 191105 
(215) 921-8833 (800) 36-4026 
FAX (215) 921-11867 " 

PROVIDING A COMPLETE LINE Of INDUSTRIAL HYGIENE AND ENVIRONMENTAL SERVICES 
NAME TinE .I I-f. PURCHASE ORDER NO. JOB 1.0.: 

SEND NAME tL~o<. '-11'1 1\J EP.sTG't"' REPORT 
RESULTS 

TO: 
MAILING ADDRESS M M6f:He ~ . INVOICE COMPANY ~611)4r, DEPT. S,/J-Fi 
CITY.STATE.ZIP /1.11 TO: ADDREss /11111e'619te IB~Mv 
TELEPHONEN0.~/5-531-.9'15"~ FAXNO.S3"7-:Jc./Sq CITY,STATE.ZIP 'PI-HtA-, PA 1~137 ~ TURNAROUND nME REQUESTED y--- -- - - - ANALY_!s REO~prED 

~TANDARO (2-3 weeks) D STANDARD PLUS (2 WEEKS) 
THE FOLLOWING REQUIRE PRIOR LAB AUTHORIZATION: 

(Addilionll c:hll'u- may apply) 
• AUTHORIZATION NO. AUTHORIZED BY: DATE: --oft 

D 1 Week D 72 Hours D 48 Hours D 24 Hours 
SAMPLE IDENTIFICATIONJOESCRIPTION ~" 

l>v.J -~~ .A- n.v ,,,9 , 
-· 

D\.0 0 \c:f3 8 .IW •II'$ /4j &:~ M 5 ......t V1 v-t lrl_ J_j _I_L~_l __ oog-­
Du.J O\q3 ~ lDw I,J11!:hJ ~iiiJIIJAd 5 v v1V' v vr~A-- Oo1 
Dw 0 ''i 3 "D ID.tJ l,bifi1&:~JJ16J I I lvf I I 1Vf'11V'1 I I I 1'11 I ·o/O · 

/ ])vJ 0\'13 Q _ JI>uJ_L•h~t<ikk#MfifrSIJ I lvt I I lvlvi I...{ I I I lv1td ==sY t>l/ 

EWTYCONTAIHERSOISFMOEOBY: I OAT£ TIME I RECEIVED BY: --

au DATA DELIVERABLES 
IAOOITIONAL ~S MAY APA..YI 

FIEUHQUISHE.D BY: OAJE TIME 
TIM£ RECEIVED BY. 0 TIER I 

i On~" ~ L / r,:j TIME CONDITION OF SAMPLES UPON RECEIPT: CUST~DY SEALS INTACT 0 ECRA 
~~r;93 I<J: y N .. N/A 0 RESULTSONLY 

- - - 0 OTHER (SPECIFY): '--COMMENTS: 

ORIGINAL· LABORATORY COPY YELLOW· REPORT COPY PINK· CUSTOMER COPY 
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Laborarories CHAIN OF C 1STODY RECORD 
Page .:Q ~•--= 3"'----

- . ~.. ·- 4418 Pottsville Pike 
~. ... Reading. Pennsylvania 19805 

(215) 821-8833 (800) ~ 
FAX (215) 821-9887 

PROVIDING A COMPLETE LINE OF INDUSTRIAL HYGIENE AND ENVIRONMENTAL SERVICES 

REPORT 
RESULTS 

TO: 

· ·NAME f!MoL'frJI\J EP.5TE1,.J TITLE .X+f 
COMPANY _l1!__j I EP ..SI6Nih. 
MAILING ADDRESS /YJ~f:r _! f3~Mut>l/ SPs". 
CITY, STATE. ZIP {fj L/1-. fi:+ /&f/3/ 
TELEPHONE NO. :J 15-~ 1-.#JL#5~ FAX NQ._o~ "7- :Jc../.Sq 

TURNAROUND nME REQUESTED / 
Ml'ANDARD (2--3 weeki)- ·a ·sTANDARD Pi..us (2 -weB<s) · 

THE FOllOWING REQUIRE PRIOR LAB AUTHORIZATION: 
(Additional ct*v- mer apply) 

AUTHOAIZATION NO. AUTHOAIZ£0 BY:------
0 1 Wlek 0 72 Hours 0 48 Hours 0 24 Hours 

SAMPLE IOENnFICATIONJDESCRIPTION 

SEND 
INVOICE 

TO: 

PURCHASE ORDER NO. JOBI.D.: 

NAME C/fteoc._'YN_#./_ ~Ef<STGtN_ 

COMPANY JHtt"t:J>S/6J\M1L.. · DEPT. SAf:f!..r<( 
ADDRESS hJ/he~ ( JSU AACil>A- ~ • 
CITY. STATE, ZIP 1# 144-. P/4 ,.., /3 "'7 

~"' ANALY,.S REOlJ!iP •-

.::.~ 

Dw 
t>w 
.J)w 
b.JAJ.. 
lLu..J 

O\q3 • E 
0 \q3 6-
0 l 't3 J.J.. 
o 1q3. r 
() \ C1 '3 -::r 

.l\..J 
l>W 
J>uJ 
j)uJ 

lN.J 

.;;~~-IJJ-al-,-,5[]13; ,_,,_,ag r:-a~p- ~It 
tllsi-1.d tJ~Ai' I sl I I I .A I I I vt v1 I aJI1 I I I I vf LA' I {) t1tsfq.31 q~ IAe-1 sl I I I ...-1 I I I vtvf I a4 I I I I Ad' vi: ~JL 0 

\ 

OIP'IYCClHTAitGSDISMTCHEDn I DATE I TIME RECEIVED BY: SAMPlER !SIGNATURE) 

. ?/IL DATA DELIVERABLES 
IADDITIONAL CHARGES MAY Af'PI.Y) 

RELINQUISHED BY: ,. DATE 
0 TIER I 

~h'\ 
0TIERII II} II ~ --~~~~~~~~~=-

RELINOUISHED BY: v DATE : j !:'..~' TIME CONDIT lOIII OF SAMf'l.eS UPON RECEIPT: CUSTODY SEALS INTACT 0 ECR~ __ -"'! /Y;t3 y: : y N N/A 0 RESULTS OrlY 

{ · COMMENTS: 
.., - 0 OTHER (SPECIFY): ... 

..... .... ___ .... 

ORIGINAL • LABORATORY COPY YELLOW • REPORT CQPY PINK • CUSTOMER COPY · 
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·Laboratories CHAIN OF C STODY RECORD .... ~. ~ 4418PottavlllePike 
· :.. Reading. Pennsylvania 11805 

• (215) st21-8833 (lOOt :J45-.4CICl6 
FAX (215) st21·91187 

PROVIDING A COMPLETE LINE OF INDUSTRIAL HYGIENE AND ENVIFtQNtAENTAL SERVICES 

NAME {!ARfX..'INN t:fl.51liu" TIRE ±fl. PURCHASE ORDER NO. JOBI.D.: 

SEND NAME eMoL'/IIIN ~n;;,,..J REPORT 
RESULTS 

TO: 
,SIS, INVOICE COMPANV/kLt f?1) ~ /l9t., DEPT. ~Mi _____ o......;..o...-...;;::::;...;.;..,-=.~..o.-..;~....:....;::...-............_......;....--. __ --t TO: ADDRESS /3£1!,~ uDA ~- :.& • • _/ 

"I' 
FAXNO.S37-:Jt./r9 CfTY.STATE.ZIP IJ!-It Ll! I PI+ 1~3'1._ 

_, TURNAROUND nME REQUESTED ., ANALYSIS REQ~D 
O'f"TANDARD (2-3 weeki) D STANDARD PLUS (2 WEEKS) 

THE FOLLOWING REQUIRE PRIOR LAB AUTHORIZATION: 
(AdditioMI c:hqla 1NY ~) 

AUTHORIZATION NO. AUTHORIZEO BY: DATE: --~ 
D 1 Wlek D 72 Hours D .t8 Hours D 24 Hours 

SAMPLE IDENTIFICATION/DESCRIPTION 

Dw O\c::t3 L .IW 1fJik31 q~Jh1s 
DW ~ k J)vJ n•~l£4 43o1WI~I o 
)>u.J 0\0a~ . "' l-ow •11SJtlJ. ~1Ae..l5' 
_L>w D \Cf3 0 'DN •lLS/t1143t~WIAe.l ~ 

v 
v 
./ 

J: 

:ow 0 \~3 f> J>.Al C:J,~kT~ I M.J S' v I ~la/L_l~ I J I I~ '1 l o& J 

-$~t\ ~\MK \17 0~ 

OFJYCONTAIHEJISDISMTCHED8Y: I DAT£ I TIME RECEIVED BY: SMR~~ (.) • ~ .L DATA DELIVERABLES 
IADOITIONAL OWIGES MAY Af'I'I..Y) 

COMMENTS: 

DATE RELINQUISHED BY: DATE 0 TIER I 

0TIERII 

CONDITION OF SAMPI.ES UPON RECEIPT: CUSTODY SEALS INTACT 0 ECR~ 
y N N/A 0 RESULTS O~,LY 

- D OTHER (SPECIFY): 

ORIGINAL· LABORATORY COPY YELLOW- REPORT COPY PINK· CUSTOMER COPY 


